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PREFACE
The Commissioners of Public Works formally came into existence on October 1, 1917, when all of the
physical plant and property was purchased from the Charleston Light and Water Company. It was further
acted upon, through enabling legislation enacted by the State of South Carolina, that a Commissioners
of Public Works would be established to direct and manage the operation of the water system. The
Commission is organized under the laws of the State of South Carolina that provide for three
Commissioners to be elected by the citizens of Charleston for terms of six years. These three
Commissioners, along with the Mayor and Chairman of the Water Supply Committee of Charleston City
Council, constitute the governing body of the Commissioners of Public Works of the City of Charleston,
South Carolina.
State Law reference - The Commissioners of Public Works of the City of Charleston, South Carolina,
D.B.A. Charleston Water System (hereinafter “CPW”), is organized according to §5-31-210 et seq., of the
Code of Laws of South Carolina, 1976, as amended. Pursuant to S.C. Code Ann. §5-31-250, the full
control and management for the operation of CPW rests with the duly elected Commissioners of Public
Works (the “Commissioners”) of CPW. Such duties and responsibilities may be delegated by the Board
of Commissioners of CPW (the “Board”) to the Officers of CPW, who shall operate the utility under the
direction and authority of the Board. In January of 2006, the Charleston Commissioners of Public Works
adopted a new name and logo. The name change was intended to better define the utility’s services and
reduce confusion with other public works agencies in the Lowcountry. The utility continues to retain its
legal name, the Commissioners of Public Works of the City of Charleston, South Carolina, but is now
doing business as Charleston Water System.
While the original water system supplied only the peninsula area of the City of Charleston, Charleston
Water System now supplies water to much of Charleston County and the lower portions of Berkeley and
Dorchester Counties. The retail water service area is comprised of nearly all of the developed
metropolitan area lying inside and outside the City limits between the Stono and Wando Rivers,
approximately 455 square miles. Included are the municipalities of Charleston, North Charleston,
Hanahan, portions of Goose Creek, James Island, Hollywood, Meggett and Ravenel, as well as the
unincorporated areas of West Ashley, James Island, the Cainhoy Peninsula, and the southern portions of
Berkeley and Dorchester Counties. Wholesale water service is provided to Folly Beach, Sullivan's Island,
Lincolnville, Mt. Pleasant, Isle of Palms, Johns Island, and Joint Base Charleston. The Towns of Kiawah
Island and Seabrook Island are served indirectly through wholesale water sales to St. Johns Water
Company.
By Ordinance of the City Council of Charleston, South Carolina of August 16, 1960: it was resolved that
effective as of September 1, 1960 the Waterworks System of the City of Charleston and its existing system
for the collection and disposal of sewage was combined into a single system. Such system was to be
known as “The Waterworks and Sewer System of the City of Charleston.” Said system was placed under
the full control and management of the Commissioners of Public Works of the City of Charleston, who shall
be fully empowered to operate, maintain, enlarge and improve the same, and to establish such rates, tolls
and charges as it may deem proper for the services and facilities afforded by said waterworks and sewer
system.
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City of Charleston Codes reference - Sec. 30-3. - Combined waterworks and sewer system.
(Code 1975, §§ 46-3—46-5)
State Law reference - Authority for governing body of any city to constitute a municipally-owned and
operated waterworks system and a municipally-owned sewer system as a single system, S.C. Code
1976, § 6-21-10 et seq.
The wastewater division of Charleston Water System provides service to the corporate limits of the City
of Charleston as well as customers outside the corporate limits of the City in the areas of West Ashley,
James Island, Johns Island, and Daniel Island. In addition, Charleston Water System provides wholesale
service to adjacent portions of the James Island Public Service District (JIPSD), and the Hollywood,
Ravenel and Meggett areas.

Disclaimer: The adoption of these Policies shall in no way preclude the Commissioners of Public Works of
the City of Charleston from altering, amending, or revoking them in whole or in part, or from requiring any
additional service, equipment, facility, or standard, either upon complaint, or upon its own motion.
Furthermore, these Policies shall not relieve the Commissioners of Public Works of the City of Charleston or
its customers of any duties prescribed under the laws of this State.
Upon adoption of these Policies, the Charleston Water System Board of Commissioners authorizes the
Chief Executive Officer and his designees to interpret and to fully implement these Policies and to carry
out the day-to-day operations of the Commission in accordance thereto. Interpretation and application of
these Policies shall be at the sole discretion of Charleston Water System.
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ARTICLE 1 DEFINITIONS

Note: The definitions herein apply to any and all water and/or wastewater policies, procedures,
ordinances, resolutions, etc. as official definitions of The Commissioners of Public Works of the City of
Charleston, (D.B.A. Charleston Water System). For any term not herein defined, the Commission shall
be the sole judge as to the term meaning/definition.
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ARTICLE 1 DEFINITIONS
Acceptance
The point in time when the Commission takes possession of the water or wastewater system for
operation and maintenance and all requirements for deeding of the system to the Commission have been
met.
Accessible
Capable of being reached for testing, maintenance and inspection with regard to backflow prevention
assemblies.
Aesthetic Water Use
Water used for ornamental or decorative purposes such as fountains, reflecting pools, and waterfalls.
Affordable Housing
Housing with costs equal to or less than thirty percent (30%) of a homeowner’s or renter’s household
income.
Air-Gap
Unobstructed vertical distance through the free atmosphere between the lowest opening from any pipe
or faucet supplying water to a tank, plumbing fixture, or other vessel and the flood level rim of said
receiving vessel.
Applicant
Party, person(s), firm, corporation or association using water in any premise or for any other use
supplied directly by the Commission; synonymous with "customer".
Approach Mains
Water or wastewater mains necessary to extend water or wastewater service from existing Commission
mains to a developer's property.
Approved Contractor
Contractors who may construct water or wastewater extension projects which become part of the
Commission’s system. Contractors included on the Approved Contractor list must meet CWS
requirements. The Commission shall have final authority.
Area
The geographic boundary that constitutes the project or a portion of the service area.
Arrears
Any charge that has been billed and is not paid from the original bill date.
Assessment
Evaluation of the degree of hazard a customer’s water use poses to the safety and quality of the
Commission’s distribution system to determine the proper level of backflow prevention to be required.
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ARTICLE 1 DEFINITIONS
Authorized Representative
Authorized representative of a Significant Industrial User shall meet on or more of the following criteria:
 A president, vice-president, secretary, or treasurer of the corporation,
 The manager of a corporate facility employing more than 250 persons or having expenditures
exceeding $25 million if delegated in accordance with corporate procedures,
 The general partner or proprietor of a partnership or sole proprietorship,
 Designated by an individual specified in (a) or (b) above if the designation is made, in writing, by
the individual and submitted to the Commission. This designation must specify either an
individual or position having responsibility for the overall operation of the facility from which the
discharge of wastewater originates, such as the plant manager, or someone having overall
responsibility for the environmental matters for the company.
Auto Draft
Pre-authorized agreement between customer and the Commission to deduct amount of bill from
customer’s checking account.
Auxiliary Water Supply
Any water supply on or available to the premises other than the Commission approved public potable
water supply Auxiliary water supply may include water from another purveyor's public potable water
supply or any natural sources such as wells, springs, rivers, streams, or harbors.
AWWA
American Water Works Association or its affiliates.
Backflow
The reversal of the normal direction of flow of water caused by either backpressure or back siphonage.
Backflow Administration Fee
Fee charged to customers to defer the cost of maintaining a cross-connection control program. The fee
is assessed annually on each backflow prevention assembly. Residential irrigation customers are
exempt from this fee. Refer to Article 5, Chapter 3 Service Charges / Penalty Fees
Backflow Prevention Assembly or Backflow Preventer
In-line testable and repairable assembly evaluated and approved by the University of Southern
California’s Foundation for Cross-Connection Control and Hydraulic Research.
Backpressure
Any elevation of pressure in the downstream piping system (by pump, elevation of piping, steam
pressure, air pressure, etc.) above the supply pressure at the point of consideration, which would cause
or tend to cause a reversal of the normal flow.
Back siphonage
A form of backflow due to a reduction in system pressure, which causes a sub-atmospheric pressure to
exist in the water distribution system.
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ARTICLE 1 DEFINITIONS
Best Management Practices (BMPs)
Schedules of activities, prohibitions of practices, maintenance procedures, Pollutant Minimization Plans,
and other management practices or combinations of practices to implement the prohibitions listed in
section (the Control of CEC provisions] and to prevent or reduce the introduction of CECs to the POTW
or the pollution of surface waters. BMPs also include treatment requirements; operating procedures;
material or product substitution; and practices to control plant site run-off, spillage or leaks, sludge or
waste disposal, or drainage from raw material storage.
Billing Period
Standard 28 to 32 billing period for all customers. Water and wastewater billing periods shall coincide.
Finaled accounts and first-time account may be an exception.
BOD
Abbreviation for biochemical oxygen demand, the quantity of oxygen utilized in the biochemical
oxidation of organic matter under standard laboratory procedure, for five (5) days at twenty (20°)
degrees centigrade expressed in milligrams per liter.
Building
Any improved property containing a structure.

Building Drain
That part of the lowest horizontal piping of a drainage system which receives the discharge from
sanitary waste and other drainage pipes within the walls or floors of the building and conveys it to the
building sewer.
Building Sewer
The extension from the building drain, beginning five (5’) feet outside the building wall to the public
sewer connection or lateral.
Business
Any building used by the occupant for amusement, entertainment, service, professional, retail trade or
any other similar purposes except as defined under "Commercial" and "Industrial”.
Category Waste
Includes domestic septage, vactor-pad delivered waste, non-domestic scavenger waste and special
case wastes as typically delivered to the wastewater plant or collection system via trucked transport.
CCF
One hundred (100) cubic feet; equal to 748 gallons.
Change-in-Use Fee
A non-recurring, non-refundable fee charged to the customer to assist the Commission in funding major
wastewater system expansion due to change in the use of an existing facility or construction of a new
facility whose wastewater flow exceeds that of one (1) equivalent unit.
City
City of Charleston, South Carolina
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ARTICLE 1 DEFINITIONS
Commercial
Any enterprise holding an active business license; further any hotel, motel, lodge, tourist home,
apartments, master-metered house or similar building operated primarily as a commercial enterprise for
the purpose of rental and lodging on a daily or weekly basis. For determination of rates, each room or
series of rooms made available to the general public as a separate entity for overnight accommodation
shall be classified as a separate rental unit.
Commercial and Industrial Use
Water use integral to the production of goods and/or services by any establishment having profit as its
primary aim.
Commercial Unit
Any unit used for business or manufacturing use.
Commission
The Commissioners of Public Works of the City of Charleston, South Carolina or CPW, dba Charleston
Water System. Organized pursuant to Section 5-31-210 of the Code of Laws of the State of South
Carolina.
Commissioners
Officials elected by the electorate of the City of Charleston pursuant to statute, as well as Ex-Officio
members.
Conservation
Reduction in water use to prevent depletion or waste of the resource.
Contaminants of Emerging Concerns (CECs)
Chemical and other waste contaminants posing unique issues and challenges to the environmental
community as a result of (a) the recent development of new chemicals or other products; (b) new or
recently identified byproducts or waste products; (c) newly discovered or suspected adverse health or
environmental impacts; (d) physical or chemical properties that are not fully evaluated or understood; (e)
an absence of or pending changes to fully defined risk levels, water quality standards or guidance or
other environmental program levels of control; and (f) other factors. Emerging contaminants include,
but are not limited to, PFAS (polyfluoroalkyl substances), nanomaterials, pharmaceuticals and their
constituents, and steroids and hormones.
Contractor
Any person(s) who installs or repairs water or water service systems and/or sewer or sewer service
systems.
Cost-to-Extend Fee
A fee charged to a customer for payment of additional sewer laterals beyond the obligatory lateral
supplied at the Commission’s cost to each existing parcel at the time of sewer main construction. Refer
to Article 5, Chapter 4, Water Tap & Impact Fee Schedule
CPW
Abbreviation for the Commissioners of Public Works of the City of Charleston, South Carolina. CPW
conducts business using its trade name, Charleston Water System (CWS). Organized pursuant to
Section 5-31-210 of the Code of Laws of the State of South Carolina.
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ARTICLE 1 DEFINITIONS
Cross-Connection
Any arrangement of pipes, fitting, fixtures or devices that directly or indirectly connects a non-potable
water system to a potable water system.
Cross-Connection Compliance Inspector
Associate designated and trained to implement the provisions of the Cross-Connection Control
Program.
Cross-Connection Manual for Backflow Prevention
A set of standards published by the Commission to guide installers and testers, on the installation,
testing, and maintenance of backflow prevention assemblies within the Commission’s water service
area.
Curb Stop
A separate flow-controlling valve, installed by the customer and located on the customer’s premise for
the exclusive use of the Commission for control of the water supply to individual customers.
Customer
The party, person(s), business, firm, corporation, partnership, community, municipality association, or
other legal entity using water or wastewaters services in any premise or for any other use supplied
directly by the Commission; synonymous with applicant and/or person.
Customer Contribution in Aid of Construction
A fee paid by a customer under a contract entered into by and between the Commission and its
customer providing terms for the extension of the Commission's mains to service the customer.
Customer Service Line
The portion of pipe on the customer's premises which transports water from the property line or water
meter to the place of consumption on the customer’s premises or wastewater from the customer's
premises to the "utility service lateral" at the property line.
CWS
Abbreviation for Charleston Water System, trade name used by the Commissioners of Public Works of
the City of Charleston, South Carolina. Organized pursuant to Section 5-31-210 of the Code of Laws of
the State of South Carolina.
CWS Approved Tester
Independent contractor certified by SCDHEC to test backflow prevention assemblies and approved by
the Commission to perform tests for customers within the Commission’s water service area.
CWS Minimum Standard Pressure The minimum acceptable water pressure needed to serve the
customer in accordance with SCDHEC requirements. The minimum standard pressure is measured at
the water meter.
CWS Minimum Standards
The Commission’s published Minimum Standards for the Design & Construction of Water and
Wastewater Systems.
Dedicated Fire Service
Unmetered service to a single structure that provides water supply for
usage in fire protection systems only. (See definition of "Fire Service" for limits of the Commission’s
responsibility for fire services.) No commercial, domestic, industrial, or water uses are allowed.
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ARTICLE 1 DEFINITIONS
Dedicated Public Roads
Roadways that are owned and maintained by local, city, county, state or federal governmental agencies.
Degree of Hazard
Either a contaminant or pollutant; derived from the assessment of the materials, which may come in
contact with the distribution system through a cross-connection.
Densely Populated Industrial Areas
Areas of extreme building density such as downtown areas of cities. Industrial areas are those areas of
heavy manufacturing, commercial or industrial supported usage.
Density of Development
Number of residential or commercial units allowed on a particular parcel of land by the appropriate
planning agency having control over a development.
Design
Engineering work necessary to physically layout the extent of water and/or wastewater construction for
serving proposed CWS customers.
Developer
Person or persons who subdivides a lot or parcel of land into two (2) or more lots.
Developer’s Work
Planning or construction relating to establishment of a new subdivision, development or parcel of land
by a developer.
Development
Residential subdivision, real estate development, commercial, industrial or institutional complex.
Development Agreement
Legal agreement between the Commission and the developer which establishes the conditions under
which the Commission will assume ownership of water or wastewater assets constructed by the
developer to provide water or wastewater services.
DHEC
South Carolina Department of Health and Environmental Control
DHEC Permit to Operate
Permit issued by the South Carolina Department of Health and Environmental Control allowing the
water or wastewater system to be placed into operation.
Distribution System
The pipelines, valves, pumps, hydrants, tanks and all other associated appurtenances used to convey
water within the public right-of-way or other prescribed easements.
Domestic
Facility or activity used principally for dwelling with no, or very minimal, commercial enterprise activity
therein.
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ARTICLE 1 DEFINITIONS
Domestic Service
Individually metered service providing water supply for domestic/commercial usages other than fire
protection.
Domestic Water Use
Water used for personal needs or for household purposes such as drinking, bathing, heating, cooking,
sanitation, or for cleaning a residence, business, industry, or institution.
Double Check Valve Assembly (DCVA)
Designed to protect against low hazards, the double check valve assembly is a backflow prevention
assembly consisting of two (2) independently-operating, spring-loaded check valves with full flow
characteristic resilient seated shut-off valves on each side of the check valves.
The assembly shall
include four (4) properly located, resilient seated test cocks.
Drought Alert Phases
There are four (4) drought alert phases to be determined by the Drought Response Committee for the
State of South Carolina.
1) Incipient Drought
2) Moderate Drought
3) Severe Drought
4) Extreme Drought
Drought Response Committee
A committee composed of state and local representatives created for the purpose of coordinating
responses to water supply shortages within Drought Management Areas and making recommendations
for action to the South Carolina Department of Natural Resources and/or the Governor. The Committee
is composed of state agency representatives from the South Carolina Emergency Management Division
of the Office of the Adjutant General, South Carolina Department of Health and Environmental Control,
South Carolina Department of Agriculture, South Carolina Forestry Commission, and South Carolina
Department of Natural Resources, as well as local committees representing counties, municipalities,
public service districts, private water suppliers, agriculture, industry, domestic users, regional councils of
government, commissions of public works, power generation facilities, special purpose districts, and Soil
and Water Conservation Districts.
Drought Response Management Areas
There are four (4) drought management areas corresponding to the major river basins in South
Carolina. The four areas are:
1) West or Savannah
2) Central or Santee
3) Northeast or Pee Dee
4) Southern or Ashepoo, Combahee, and Edisto
In order to prevent overly broad response to drought conditions, drought response measures shall be
considered within individual drought management areas or within individual counties, as applicable.
The Commission is within the Southern Drought Management Area.
Dual-Purpose Service
Individual metered service providing water supply for both fire protection and domestic/commercial
usages simultaneously.
All single-family and two-family residential fire services fall into this
classification.
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ARTICLE 1 DEFINITIONS
Dwelling
Any building, or part thereof, designed and used for human habitation or intended to be so used
including any appurtenances belonging thereto or enjoyed therewith, exclusive of hotels, apartment
hotels, motels, and inns.
Dwelling Unit
One or more rooms arranged for the use of one (1) or more individuals living together as a single
housekeeping unit, with cooking, living, sanitary and sleeping facilities.
Elder Valve
Commission-owned, field-installed wastewater service shut-off valve installed on the utility service
lateral.
Engineering Services Fee
Non-recurring fee charged to developers or customers to fund the cost of reviewing developer and
customer plans, specifications, design documents, sketches, calculations and providing other
associated administrative services and construction inspection services associated with new
development and the installation of new services.
EPA
U.S. Environmental Protection Agency.
Equivalent Unit or Equivalent Residential Unit (ERU)
Residential, commercial, or industrial water user or wastewater generator, generating a theoretical flow
of 300 gallons per day of wastewater, or as defined in CPW’s Unit Contributory Loading Guidelines.
Error in Registration
Percentage by which the correct registration varies from the meter registration. The error is derived at
by testing the meters on low, mid and upper ranges, and are averaged to obtain the overall meter
efficiencies in accordance with meter maintenance recommendations.
Essential Water Use
Water used specifically for firefighting, maintaining in-stream flow requirements, and to satisfy federal,
state, or local public health and safety requirements.
Established Subdivision
Subdivision already platted and constructed prior to the Commission’s services being extended.
Establishment
A business organization, public or private institution, or household
Facility
Building, structure, or a group of buildings and structures that constitute the customer(s) to be served.
FastTrack (Property Manager Program)
Owners or property managers may register for a FastTrack number which allows them to quickly and
conveniently sign up for temporary service.
Finished Water
Water distributed for use after treatment. The terms "water use," "water user," and "water customer"
refer to finished water use unless otherwise defined.
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ARTICLE 1 DEFINITIONS
Fire Service
A metered or unmetered service line connected to the Commission’s water system that supplies water
for internal fire protection purposes to a single structure. The Commission’s responsibility for fire
service lines shall begin at the tap on the supplying water main and shall end at the meter outlet, or in
the case of dedicated unmetered fire services, shall end at the property line and/or edge of the right-ofway.
Fire Sprinkler System
A system that discharges water when the effects of a fire have been detected, such as when a
predetermined temperature has been reached.
Fixture Unit
Shall be as defined by the Standard Plumbing Code, latest revision.
Flat Rate
Wastewater user fee charged to CPW wastewater customers who obtain drinking water from nonmetered water supplies, e.g. private wells or Customers for whom CPW cannot routinely obtain a
monthly meter reading.
Force Main
A pressurized sewer main. See “Main”.
Funding Capital
Money allocated by the Commission for expenditure towards extension of water or wastewater facilities.
Garbage
Solid wastes from the domestic and commercial preparation of food.
Grinder Pump
An individual wastewater pump, or low flow wastewater pump.
Guidelines
Shall refer to internal engineering, construction, and administrative requirements or policies, which may
be modified from time to time, at the discretion of the Commission’s management.
Health Hazard (High)
Contamination of the water supply system which could create a danger to the health and well-being of
the water consumer.
High Hazard Cross-Connection
A connection between an approved public water system and a service or other water system which may
be connected to or have in it any material or substance deemed to be dangerous to the health and wellbeing of the water consumer.
Hydrant
Above-ground water appurtenance with a valve and spout from which water may be drawn from a water
main for the purpose of fighting fires, owned and maintained by the Commission. In some instances,
customers may have privately owned hydrants.
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Hydrant Assembly
Backflow piping and fitting assembly issued by the Commission for the purpose of temporary water
consumption from a CWS hydrant.
Impact Fee
A non-recurring, non-refundable fee charged to developers (or new customers) to assist the
Commission in paying for major capital improvement items for water treatment and distribution,
wastewater transportation and treatment. No portion of the total impact fee assessment is refundable
after commissioning development projects or after individual service installations.
Individual Wastewater Pump
Typically, a grinder-type pump system and appurtenances that serves a single building.
Industrial
Any building used by the occupant to manufacture, assemble, or process goods classified in the
Standard Industrial Classification Manual.
Industrial Waste
The liquid waste from industrial manufacturing processes, trade or business, as distinct from sanitary
sewage.
Institution
Any building used as a hospital, church, school or similar public facility.
Institutional Water Use
Water used by government, public and private educational institutions, churches and places of worship,
water utilities, and organizations within the public domain.
Interference
A discharge which, alone or in conjunction with a discharge, or discharges from other sources, both:
Inhibits or disrupts the Publicly Owned Treatment Works (POTW), its treatment processes or
operations, or its sludge process, use or disposal; and, Therefore, is a cause of a violation or potential
violation of any requirement of the POTW's NPDES Permit (including an increase in the magnitude or
duration of a violation) or of the prevention of sewage sludge use or disposal in compliance with the
following statutory provisions and regulations or permits issued thereunder (or more stringent State or
local regulations): Section 405 of the Clean Water Act (CWA), the Solid Waste Disposal Act (SWDA)
(including Title II, more commonly known as the Resource Conservation and Recovery Act (RCRA), and
including State regulations contained in any State sludge management plan prepared pursuant to
Subtitle D of the SWDA, the Clean Air Act, the Toxic Substances Control Act (TSCA), and the Marine
Protection, Research and Sanctuaries Act (MPRSA).
Irrigation System
Network or system of pipes, valves, and sprinkler heads used for applying water to land to maintain
lawns, gardens, crops or other vegetation, athletic fields, rights-of-ways or medians, etc.
Irrigation Water Use
Water used to maintain lawns, gardens, crops or other vegetation, athletic fields, rights-of-way or
medians, etc.
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ARTICLE 1 DEFINITIONS
Jurisdictional Authority for Fire Protection
Governmental agency responsible for defining fire protection needs within a specific portion of the
Commission’s service area.
Land Use and Zoning Requirements
Those requirements Obligations set forth for the layout or usage of land as dictated by the local
governmental agency having authority.
Large Project
CWS and Developer water and wastewater projects whose cost is more than $50,000.00.
Letter of Commitment
Written document furnished to the Commission outlining an individual's or developer's intentions for
extending CWS water or wastewater mains or an individual's commitment to tie into the Commission’s
facilities.
Low Hazard Cross-Connections
Connections between an approved public water system and another water source considered not
hazardous to health. but not meeting the standards of the approved public water system and not crossconnected within its system with a potentially dangerous substance shall be considered a low hazard
category cross-connection.
Low Income Households
Households whose total gross annual income is at or below eighty percent (80%) of the gross annual
income of the median of the designated county in which the project is located as defined and published
annually by the U. S. Department of Housing and Urban Development.
Main
A water pipe owned, operated or maintained by the Commission, which is used for the purpose of
transmission or distribution of water.
Master Meter or Master Water Meter
CWS-owned meter used to measure a quantity of water for billing purposes, which serves multiple
dwellings, premises, or establishments, or water distribution system not owned by the Commission.
Meter
Any device, or instrument, which is used by the Commission in measuring a quantity of water for billing
purposes. The meter will be the property of, and will be maintained by the Commission.
Meter Box
Vault or box that houses the water meter and may contain the curb stop.
Multi-Family Dwelling Unit
A building containing two (2) or more dwelling units designed or occupied otherwise than as a twofamily dwelling, and typically owned or leased by the occupants on a continuing basis for thirty (30) or
more days per year. The term “multiple family dwelling” shall be understood to include apartments,
tenement houses, condominiums and similar multi-family buildings, but is exclusive of hotels, apartment
hotels, motels, inns, boarding or rooming houses, and bed and breakfasts.
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Multi-Family Residential
Refer to definition for Multiple Family Dwelling. The terms “multi-family” and “multiple family” may be
used interchangeably within Commission policies.
Natural Outlet
Any outlet into watercourse, pond, ditch, lake, wetland or other body of surface or groundwater.
Non-Essential Water Use
Categories of water use other than Essential Water Use. Examples of non-essential water use include
landscape irrigation, and the washing of buildings, parking lots, automobiles, etc.
Non-Health Hazard (Low)
Pollution of the water supply system which would be aesthetically objectionable or could cause damage
to the system or its appurtenances.
Non-Potable Water
Water that may contain objectionable pollution, contamination, minerals, or infective agents and is
considered unsafe, unpalatable, or both for drinking.
NPDES
National Pollutant Discharge Elimination System Permit
One-Family Attached Dwelling
A building containing two (2) or more dwelling units attached to each other by means of a common
dividing sidewall or walls from the building’s foundation to the roof. Each dwelling unit is designed for
and occupied exclusively as a residence by a single individual or family from the building’s bottom floor
to the roof and with normal, independent access from the outside. Such attached one-family dwellings
may be referred to as "townhouses" or "row houses”. Any building containing more than two dwelling
units that does not meet this definition shall be considered a Multiple-Family Dwelling.
One-Family Detached Dwelling
A building detached and separate from any adjacent buildings, and designed for and occupied
exclusively as a residence by a single individual or family from the building’s bottom floor to the roof.
Origination Fee
Fee charged to partially off-set the cost of administrative, computer and customer service costs required
to establish a new account and render a final bill when the account is closed.
Overhead Rate
The prevailing CWS indirect cost as calculated by the Commission.
Owner
Person, business, firm, partnership, corporation, association or establishment having an interest,
whether legal or equitable, sole or only partial, in any premise which is or is about to be supplied with
water or wastewater sewer service by the Commission, and the word "owners" means all interested
parties.
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Pass Through
A discharge which exits the POTW into the waters of the United States in quantities or concentrations
which, alone or in conjunction with a discharge or discharges from other sources, is a cause of a
violation of any requirement of the POTW's NPDES Permit (including an increase in the magnitude or
duration of a violation).
Permitting
The act of obtaining of all permits required by other governmental agencies having jurisdiction over a
project.
Person
Any owner, customer, individual, firm, business, company, association, society, corporation or group
with a single identity.
pH
The logarithm of the reciprocal of weight of hydrogen ions in grams per liter of solution.
Potable Water
Water that is safe for human consumption, meets the safe drinking water standards, and is aesthetically
pleasing.
Premise
Division of a property or building that is devoted to the exclusive use of one household, family, or
establishment and having a separate and distinct entrance, and complete privacy from the remaining
portions of the building or property.
Pressure Vacuum Breaker (PVB)
Backflow prevention assembly designed for use on irrigation systems without the threat of
backpressure. Pressure vacuum breakers only protect against back siphonage. The assembly consists
of a spring-loaded air inlet valve and a spring-loaded check valve, with full flow characteristic resilient
seated shut-off valves, one on the inlet side and one on the outlet side of the pressure vacuum breaker.
The assembly shall include two (2) properly located resilient seated test cocks.
Pre-Treatment Program
The Commission’s approved Program Manual, and its contents, which regulate the discharge of
wastewater into the Commission’s collection system. An annual fee will be charged to affected entities
to administer this program.
Privately-Owned SCDHEC Approved Water Distribution System
Any water distribution system not owned or operated by the Commission, but approved for operation by
the South Carolina Department of Health and Environmental Control (SCDHEC).
Properly Shredded Garbage
The waste from the preparation of cooking and dispensing of food that has been shredded to such a
degree that all particles will be carried freely under the flow conditions normally prevailing in public
sewers with no particle greater than 1/2-inch in any dimension.
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Property Manager Program (Fast Track)
A special program where owners or property managers may apply for water and/or wastewater service
at a service location for the purpose of cleaning up the property. This special billing program is
available for 28 consecutive calendar days, maximum. The appropriate water and wastewater
origination-only fees are assessed for the plan during the 28-day period and the account is not billed for
actual consumption as long as it is less than 4 Ccf, at which time the customer would also be billed
water and sewer based on volumetric consumption at applicable water and wastewater rates as
appropriate.
Public Sewer
A sewer in which all owners of abutting properties have equal rights and is controlled by public authority.
Publicly Owned Treatment Works (POTW)
A treatment works as defined by Section 212 of the Act, (33 U.S.C. 1292) which is owned in this
instance by the Commission. This definition includes any sewers that convey wastewater to the POTW
treatment plant, but does not include pipes, sewers, or other conveyances not connected to a facility
providing treatment.
Purchased Capacity Customer
This customer class was established as a subset of the Wholesale Customer Class:
 Instead of a single wholesale rate, the Purchased Capacity Customers pay an O & M rate and
an annual Capital Charge to maintain their equity ratio
 Regular wholesale customers have no capacity restraints on their ability to purchase water and
pay a single, consolidated rate for both the O & M and Capital Components
 Two of the major differences between the two classes are that the Purchased Capacity Class is
required to buy-in the equity value for the water treatment plant and transmission system
 In addition, if the Purchased Capacity customers exceed their allotted capacity, then substantial
additional surcharges and capital costs must be paid depending on the individual contracts
Rate
Every compensation, service charge, toll, rental, classification, or availability fee, or any of them,
including impact fee, sewer connection fee, or other non-recurring charges demanded, observed,
charged, or collected by the Commission for any water or wastewater service offered by it to the public,
and any rules and regulations, practices or contracts affecting any such compensation, charge, toll
rental or classification.
Receiving Stream
That body of water, stream or watercourse receiving the discharge from the sewage treatment plant or
formed by the discharge of the sewage treatment plant.
Reduced Pressure Principle Assembly (RP)
A backflow prevention assembly designed to protect against high hazards. The reduced pressure
principle assembly is a backflow prevention assembly consisting of two (2) independently-operating,
spring-loaded check valves with a hydraulically-operating, spring-loaded mechanical differential
pressure relief valve located between the check valves and lower than the first check valve. The
assembly shall include four (4) properly located resilient seated test cocks and full flow characteristic
resilient seated shut-off valves at each end of the assembly.
Residential Unit
One (1) dwelling unit, i.e., a single- family home, a single condominium unit, single apartment unit.
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Return Visit Fee
A fee charged to the Commission’s customer(s) for service(s) rendered other than routine business
activities such as meter reading or other internally generated requests.
Rural Areas
Those areas having a density of less than one (1) commercial or residential unit per acre.
Sanitary Sewer
A sewer which carries sewage to which storm, surface, and groundwater are not intentionally admitted.
SC Department of Natural Resources
The State agency with primacy to implement the provisions of the Drought Response Act.
Septic Tank
A private domestic sewage treatment system consisting of an underground tank, distribution box and
drain field, designed and constructed in accordance with any or all existing local and state requirements.
Service Acceptance Letter
A letter from the Commission’s Engineering & Construction Department notifying the Commission’s
Customer Service Department that all requirements for approval of the system and service acceptance
have been met.
Service Area
The geographical area served by the works of the Commission, as covered by its water mains.
Service Charges
Any fees or charges imposed by the Commission as contained in Article 5, Chapter 3, Service Charges
/ Penalty Fees.
Service Connection
Reference "Utility Service Lateral".
Service Line
Reference "Utility Service Line".
Sewage
A combination of water-carried wastes from residences, business buildings, institutions and industrial
establishments, together, with such ground, surface and stormwaters as may be present. The preferred
term is "wastewater".
Sewage Treatment Facility
Any arrangement of devices and structures used for treating sewage.
"wastewater treatment plant".

The preferred term is

Sewer Meter
Any device, or instrument, which is used by the Commission in measuring a quantity of sewerage
service for billing or other purposes. Typically, (but not in all cases) the meter will be the property of,
and will be maintained by the Commission.
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Sewer or (Sewer Main)
A primary pipe or conduit for carrying sewage, which excludes building sewers, building drains, utility
service laterals, and customer service links; may be a gravity or pressurized force main, owned,
operated, and maintained by the Commission.
Sewer Surcharge
A charge for sewer service and treatment service for extraneous wastewater flows and/or for wastes
having characteristics different from sanitary wastes and for which additional charges must be assessed
as compensation for additional expenses incurred.
Sewer Tap Fee
A non-recurring, non-refundable fee to be paid by the customer prior to connection or installation of the
building sewer to the sewer main.
Sewer Works
All facilities for collecting, pumping, treating, and disposing of sewage.
Significant Industrial User or Significant User
Any person discharging into the public sewer which:
 Is subject to categorical pretreatment standards under 40 CFR Part 403.6 and 40 CFR Chapter
I, Subchapter N, as promulgated by the U.S. Environmental Protection Agency; or
 Contributes a process waste stream which makes up five (5%) percent or more of the average
dry weather hydraulic or organic capacity of the Commission's sewage treatment plant; or
 Discharges an average of 25,000 gallons per day or more of process wastewater excluding
sanitary, non-contact cooling and boiler blow down wastewater; or
 Has, as determined by the Commission, a reasonable potential to adversely affect the operation
of the Commission's sewage treatment plant or for violating any pretreatment standard or
requirement.
Significant Violation
A violation of discharge limitations that meet one or more of the following criteria:
 Chronic violations in which sixty-six (66%) percent or more of all of the measurements taken
during a six-month period exceed the limitation for the same parameter,
 Technical Review Criteria (TRC) violation in which thirty-three (33%) percent or more of all of the
measurements taken during a six-month period exceed limitation by a magnitude of the TRC
[TRC = 1.4 for BOD, TSS, fats, oils and grease TRC = 1.2 for all other parameters, except pH],
 Any violation of a discharge limitation which the Commission believes has caused, alone or in
combination with other discharges, interference or pass-through including endangering the
health of POTW personnel or the general public,
 Any discharge of a pollutant that has caused imminent endangerment to human health, welfare
or to the environment, or has resulted in the exercise of the Commission's emergency authority
to halt or prevent such a discharge,
 Any violation ninety (90) days or more after the required date of any compliance schedule
milestone contained in the Wastewater Discharge Permit,
 Failure to provide the required pretreatment program reports within thirty (30) days of the due
date,
 Failure to accurately report non-compliance,
 Any other violation or group of violations which the Commission determines will adversely affect
the operation or implementation of the pretreatment program.
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Single-Family Residential
Refer to definitions for One-Family Attached Dwelling and OneFamily Detached Dwelling. The terms “single-family” and “one-family” may be used interchangeably
within the Commission’s policies.
Slug
Any discharge of water, sewage or industrial waste which in connection with any given constituent, (or
in quantity of flow) exceeds, for any period of duration longer than fifteen (15) minutes, more than five
(5) times the average 24-hour concentration or flow rate proposed during normal operation.
Small Project
CWS and Developer water and wastewater construction projects whose cost is less than $50,000.00.
Southern Standard Plumbing Code (Also known as International Plumbing Code)
The official publication of the Southern Building Code Congress International was merged to form the
International Code Council, latest edition, which provides minimum standards and requirements for safe
plumbing installation, alterations, repairs, replacements, equipment, fixtures, etc.
Standard Methods
The examination and analytical procedures set forth in the most recent edition of Standard Methods of
Water, Sewage and Industrial Wastes, published jointly by the American Public Health Association, the
American Water Works Association, and the Water Environment Federation.
Stop and Waste Valve
A valve located inside the property to be operated by the customer for the purpose of controlling their
individual water supply
Storm Drain
Sometimes termed storm sewer; a sewer which carries storm and surface waters and drainage, but
excludes sewage and industrial wastes other than unpolluted cooling water.
Story
That portion of a building included between the surface of any floor and the surface of the next floor
above, or if there be no floor above it, then the space between such and the ceiling next above it.
Street
The term "street" shall be construed to embrace streets, avenues, drives, boulevards, roads, alleys,
lanes, bridges and viaducts, and all other public highways in the service area.
Subdivided Property
Property that has been platted as one (1) piece or one (1) parcel, and is re-divided to create multiple
parcels.
Submission
The act of lowering or submitting to the authority or control of another.
Suspended Solids
Solids that either float on the surface of, or are in suspension in water, sewage, or other liquids which
are removable by laboratory filtering.
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Tap Fee
A non-recurring, non-refundable charge related to the cost of installing the customer's service line from
the main to the customer's property line
Territory
The service area supplied by the water system of the Commission, as covered by its mains within the
counties of Charleston, Dorchester and Berkeley, South Carolina.
Tester Orientation
An instructional course given by Cross Connection Control Department’s Cross-Connection Compliance
Inspector, outlining the policies, rules and regulations for the Cross-Connection Control Program.
Total Solids
The sum of suspended matter, settle able matter, and dissolved matter, both volatile and non-volatile.
Tri-County Area
The Commission’s retail service area within Charleston, Berkeley and Dorchester Counties.
Two-Family Dwelling
A building containing two (2) dwelling units attached to each other by means of a common dividing
sidewall or floor and sharing a common roof. Each dwelling unit is designed for and occupied
exclusively as a residence by a single individual or family from the building’s bottom floor to the roof and
with normal, independent access from the outside. Such two-family dwellings may be referred to as
"duplexes".
Urban Areas
Those areas having a density of one (1) unit per acre or greater. These constitute normal residential
subdivisions and commercial areas.
Utility Service Lateral
The portion of pipe which runs from the customer’s property line to the main sewer line, and which
receives sewage from the "customer’s service line". Also known as a service connection. Such line is
generally the property and responsibility of the Commission.
Utility Service Line
The portion of the distribution lines owned by the Commission that transports water from a main through
the curb stop to the meter outlet; in the case of unmetered fire supplies, the utility service line shall be
defined as the portion of the service line owned by the Commission from the tap on the water main to
the edge of the property line, easement, and/or public right-of-way.
Very-Low Income Households
Households whose total gross annual income is at or below fifty percent (50%) of the median of the
gross annual income of the designated county in which the project is located as defined and published
annually by the U. S. Department of Housing and Urban Development.
Wastewater Collection System:
The system of gravity sewers, sewer pump stations, and sewer force mains necessary to properly
collect and transport the wastewater for treatment.
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Wastewater Main Extension
The addition of any wastewater main, facilities and/or appurtenances to the Commission’s wastewater
collection system.
Water Distribution System
Those mains, hydrants and appurtenances relating to the distribution of water.
Water Main Extension
The addition of any water main, facilities and/or appurtenances to the Commission’s water distribution
system.
Water Meter
Any device, or instrument, which is used by the Commission in measuring a quantity of water which is
utilized for sewer billing purposes. The meter will be the property of and will be maintained by the
Commission.
Water Plant
All facilities owned by the Commission for the collection, production, purification, storage, transmission,
metering, and distribution of potable water.
Water Service Connection
The terminal end of a service connection from the public potable water distribution system Service
connection shall also include water service connection from a fire hydrant and all other temporary or
emergency water service connections from the public potable water system.
Water Supply Shortage
Lack of adequate, available water caused by drought to meet normal demands.
Watercourse
A channel in which flow of water occurs, either continuously or intermittently.
Wholesale Customer
A person, government body, or other public or private agency who operates, owns, and maintains a
water distribution system for the service of other customers, and whose system is served water by the
Commission through one or more master meters.
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ARTICLE 2 WATER AND WASTEWATER COMMON POLICIES

CHAPTER 2.1 ADMINISTRATIVE, LEGAL, AND OTHER
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ARTICLE 2 WATER AND WASTEWATER COMMON POLICIES

Section 2.1.1 Authorization of Policies
Section 5-31-250 of the Code of Laws of South Carolina, 1976, provides: "The Board of Commissioners
of Public Works for any city or town may purchase, build or contract for building any waterworks or
electric light plant authorized under Article 7 of this chapter and may operate them and shall have full
control and management of them. It may supply and furnish water to citizens of the city or town and also
electric, gas or other light and may require payment of such rates, tolls and charges as it may establish
for the use of water and light."
In accordance with the above provision, the Commissioners of Public Works of the City of Charleston
(the Commission) has adopted a Water and Wastewater Policy Manual (Policies) to govern its
operations. All previous versions of the Commission’s Water and Wastewater Policies, Procedures and
Standards, Wastewater Use and Rate Resolutions, Water Rules and Regulations, and Development
Policies are hereby superseded.

Section 2.1.2 Application of Policies
2.1.2.1 Jurisdiction. These Policies shall apply to any customer which is now or may hereafter become
engaged as a customer within the water service territory of the Commission.
2.1.2.2 Purpose. These Policies are intended to define good practice and establish operational
requirements. They are intended to ensure adequate and reasonable service. The Commission shall
assist the customer in the implementation of this Water and Wastewater Policy Manual.
2.1.2.3 Waiver of Rules. In any case, where compliance with any of these Policies introduces unusual
difficulty, such Policies may be waived by the Commission and/or its Chief Executive Officer upon a
finding by the Commission and/or its Chief Executive Officer that such waiver is in the public interest.

Section 2.1.3 Records and Reports
All records required by these Policies are necessary for the administration thereof, and shall be kept
within the principal place of the Commission unless otherwise specifically authorized by the Commission.
These records shall be available for examination at all reasonable hours in compliance with Section 304-10 et seq., Code of Laws of South Carolina, 1976, as amended.
The Commission has a written and approved Records Retention Policy in compliance with Section 30-180 through Section 30-1-170, Code of Laws of South Carolina, 1976, as amended, and maintains all
records in strict accordance with these statutes and its approved policy.
These policies will be kept current and available for public view on Charleston Water System’s website
@ www.charlestonwater.com or you can request a copy of our current policy manual from our Records
Manager at 843.727.6911.
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Section 2.1.4 General
2.1.4.1 Owner Responsible for all Acts. Each owner or customer will be held fully responsible and
liable by and to the Commission for all acts on, in, or about any premise by any agent or tenant or other
persons not in the employ of the Commission for which such acts affect the Commission’s water and/or
sewerage supply service to said premise.
2.1.4.2 Tenant Taken to be Agent or Owner. The tenant in or upon any premises of any owner shall at
all times, and for all purposes connected with or arising from the Commission’s water and/or sewerage
supply service to and for such premises, except the making of the original application for water and/or
sewerage supply service, pipe, and contract, be taken and construed to be the properly constituted agent
of the owner.
2.1.4.3 Service of Notices. Any notices in these Policies provided to be given shall be deemed to have
been properly served if left upon the premises of the owner, or customer, whichever is appropriate, or, in
the case of delinquent accounts, if delivered to the owner or customer, by first class mail, at his address
as shown on records of the Commission. All notices of a general character, affecting or likely to affect
more than one owner or customer, if required by these Policies to be given, shall be deemed to have
been properly given or served if advertised at least once in one of the newspapers of general circulation
published in the Charleston area.
2.1.4.4 Amendments to Rates. Any addition or modification, alteration or amendment to any of the
rates of the Commission, shall be publicly advertised in a local newspaper of general circulation
throughout the retail service area at least thirty (30) days prior to the effective date.
2.1.4.5 Enforcement of These Rates and Rules. All of the within Policies shall be considered
applicable to each customer furnished with, or who is connected to, the system of the Commission for
such service. Whenever any one of the said Policies is violated, the right is reserved to the Commission,
at its option, to discontinue its service without notice (except in the case of delinquent accounts, provided
for elsewhere herein), and to enforce such requirements and make and collect such charges as may be
prescribed within said Policies. No method of enforcement of any provisions thereof, provided for in the
foregoing Policies, shall be deemed or taken to be exclusive, but each such method of enforcement shall
leave the Commission free to pursue any and all other remedies, either under the said Policies, or at law,
or in equity.
2.1.4.6 Interruptions of Service. The Commission shall make reasonable efforts to avoid interruptions
of service, but when interruptions occur, service shall be re-established within the shortest time
practicable, consistent with considerations of safety. Scheduled interruptions shall be made at a time
that will minimize unreasonable inconvenience to customers, and shall be preceded, as best achievable,
by adequate notice to those who will be affected. The Commission shall maintain records of any
interruption in its service.
If any interruption affects the service of any public or private fire protection system, the Commission shall
promptly notify the appropriate public official responsible for fire protection. The Commission will not be
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responsible or liable in any manner for termination of water service for any reason defined within these
Policies.
2.1.4.7 Restrictions of the Use of Service. The Commission may impose reasonable restrictions on
the outdoor use of water during periods of shortage of supply, excessive demand or other difficulty which
jeopardizes the supply of water to any group of customers.
The Commission may impose reasonable restrictions on the use of water by customers who use large
quantities of water and thereby create conditions which prevent Commission from supplying satisfactory
service to that customer, or to other customers.
If the Commission finds that it is necessary to restrict the use of water, it shall notify the customers before
such restriction becomes effective, except in the event of an emergency, which such notification may be
made by telephone. Such notifications shall specify:
(A) The reason(s) for the restriction.
(B) The nature and extent of the restriction (e.g., on outdoor use of water, use by certain classes of
customers, etc.).
(C) The date such restriction is to go into effect.
(D) The probable date of termination of such restriction.
2.1.4.8 Water Conservation Plan. During any period of potential or actual water shortages, the
Commission will implement mitigative procedures as defined above and in its Drought Management Plan
and Response Regulation approved initially by Resolution on October 28th, 1986 by the Commission and
any subsequent amendments as approved and adopted. This Plan conforms to requirements of the
South Carolina Drought Conservation Act of 1985 and is included in these Policies. Refer to Article 3,
Chapter 1, Section 13, Drought Management Plan and Response Regulation.
2.1.4.9 Quality of Service. The Commission shall provide water that is potable and, insofar as
practicable, free from objectionable odor, taste, color, and turbidity. The source of supply shall be the
Edisto River, the Bushy Park Reservoir, or the Goose Creek Reservoir. Such sources shall be adequate
to provide a continuous supply of water and of such quality as to meet, at a minimum, the standards of
the South Carolina Department of Health and Environmental Control.
Every effort shall be made to ensure that the water supply system, from the treatment plant to the
customer’s meter shall be kept free from sanitary defects. Any physical connection between the
distribution system of a public water supply and that of any other water supply must comply with the
regulations of the South Carolina Department of Health and Environmental Control. The Commission
shall have representative samples of the water it supplies examined by the responsible State or local
agencies, or by a state-certified water laboratory, at intervals specified by those agencies in accordance
with the standards of the South Carolina Department of Health and Environmental Control.
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Section 2.1.5 Powers and Authorities
2.1.5.1 The Commission and its duly authorized employees, bearing proper credentials and identification,
shall be permitted to enter all properties for the purpose of inspection, observation, measurement,
sampling, and testing in accordance with the provisions of this Policy Manual. The Commission or its
representatives shall have no authority to inquire into any proprietary processes.
2.1.5.2 While performing work on private properties as referred to above, the Commission and its duly
authorized employees, shall observe all safety rules applicable to the premises established by the
company.
2.1.5.3 The Commission and its duly authorized employees, bearing proper credentials and identification,
shall be permitted to enter all private or public properties through which the Commission holds a duly
negotiated easement or encroachment for the purposes of, but not limited to, inspection, observation,
measurement, sampling, repair and maintenance of any portion of the water works lying with said
easement. All entry and subsequent work if any, on said easement shall be done in full accordance with
terms of duly negotiated easement pertaining to the private property involved.
2.1.5.4 Every premise connected with the Commission's water supply system and/or sewer collection
system shall at all reasonable hours be open to the employees of the Commission for the purpose of
conducting Commission business. While engaged in the service of the Commission, such employees
will be identified by a picture-identification badge. The continual refusal, by act or omission on the part of
the owner or consumer, of admittance to the employees of the Commission when properly identified may
result in the shutting off of the water service and/or discontinuing sewer service.

Section 2.1.6 Appeals Procedure
Any individual, corporation, customer, contractor, or other entity may appeal any decision of the
Commission staff or management to the Board of Commissioners. In addition, any the Commission’s
policy or procedure or application of such policy or procedure may also be appealed to the
Commissioners. Any and all such appeals must be directed, in writing, within 30 days to the Chairman of
the Commission with a copy issued to the Chief Executive Officer. The Chairman, upon receipt of the
written request, can set the matter to be appealed on the regularly scheduled Commissioners meeting for
consideration by the Commissioners. The person(s) making the appeal will be given the opportunity to
appear before the Commissioners to present their appeal.
If deemed necessary, a special
Commissioner's meeting may be scheduled by the Chairman to consider any appeal. Decisions of the
Commissioners on all appeals will be considered the final position of the Commission.
TOC
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Section 2.1.7 Validity
These Policies shall govern and supersede any conflict arising with any other previous versions of the
Commission’s Water and Wastewater Policies, Procedures and Standards, Wastewater Use and Rate
Resolutions, Water Rules and Regulations, and Development Policies.
The Commission, through its duly elected Commissioners, reserves the right to take such immediate
action for public health, environmental, regulatory, or other emergencies, not specifically covered herein,
as they may deem necessary in the interest of Public Health and Safety and, further, reserves the right to
amend this Manual in part or in whole, and/or establish by Resolution more stringent limitations or
requirements on discharges to the wastewater disposal system, water system requirements, or any other
requests as deemed necessary.
The invalidity of any section, clause, sentence or paragraph in these Policies shall not affect the validity
of any other section, clause, sentence or provision of these Policies which can be given effect without
such invalid part or parts.

Section 2.1.8 Capitalization Policy
The Commission shall have a Capitalization Policy (ACC-CP-1) that defines the criteria to be met before
costs associated with plant assets and infrastructure can be capitalized. This policy is maintained,
reviewed, and revised periodically by the Accounting Department.

Section 2.1.9 Investment Policy
The Commission shall have an Investment Policy (ACC-GA-6) that defines the policy of the Commission
to invest funds with investment criteria for safety, liquidity, yield and diversity as set forth herein.
Investments shall be in securities with a range of maturities to maximize the rate of return on investments
while providing adequate security and liquidity to pay demands when due. This policy is maintained,
reviewed, and revised periodically by the Accounting Department.

Section 2.1.10 Community Service, Charitable Giving, and Fundraising Policy
The Commission shall have a Community Service, Charitable Giving, and Fundraising Policy (CAO00001) to establish criteria, roles, and responsibilities, and a request-approval process for the selection
of community service and fundraising initiative sponsored by the Commission. This policy is maintained,
reviewed, and revised periodically by the Executive Office.
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Section 2.2.1 Customer Relations
2.2.1.1 Customer Information. The Commission shall:
(A) Maintain up-to-date maps, plans, or records of its entire transmission, distribution, force main and
collection systems, with such other information as may be necessary to enable the Commission to advise
prospective customers, and others entitled to the information, as to the facilities available for serving
customers within its operating area.
(B) Notify each affected customer via public notice by advertising in the newspaper of any proposed
change in rates and charges within thirty (30) days of such proposed change by the Commission.
(C) Provide that a complete rate schedule, contract form, resolution, and rules and regulations, etc.,
shall also be on file in the office of the Commission and shall be open to the inspection of the public,
during regular business hours.
(D) Upon request, inform its customers as to the method of reading meters and as to billing procedures.
(E) Provide adequate means (telephone, etc.) whereby each customer can contact the Commission at
all hours in cases of emergency or unscheduled interruptions of service.
(F) Inform each prospective customer that the customer's service line and plumbing shall conform to all
local plumbing codes and, in the absence of such codes, shall conform to the Southern Standard
Plumbing Code.
2.2.1.2 Application for Service. All applications for water supply and wastewater service shall be made
at the main office, any branch office of the Commission, via an email, facsimile, or an online submission,
or by telephone (with personal identification) to the Customer Service Department during normal
business hours (Monday thru Friday). All applicable service charges and fees shall be charged at the
time of application for service. Refer to Article 6, Chapter 6.3 Service Charges / Penalty Fees.
The owner or owners of the premises proposed to be connected for water supply service, or their agent
thereunto duly authorized, must apply for service. Such application for service shall constitute a binding
contract between the customer and the Commission when the service connection for water supply
service applied for has been installed or activated, obligating the applicant to pay for service in
accordance with the Commission's rates and to comply with these Policies. Prior to the installation, the
applicant may cancel or withdraw the application made, upon written request.
2.2.1.3 Customer Deposits. The Commission reserves the right to require from any customer, or from
any prospective customer, a deposit intended to guarantee payment of bills for service, if any of the
following conditions exist:
TOC
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(A) The customer's past payment record to a water utility shows delinquent payment practice, i.e., the
customer has had two (2) consecutive billing period arrears, or more than two (2) non-consecutive billing
period arrears in the past twenty-four (24) months, or
(B) A new customer cannot furnish either a letter of good credit from a reliable source or an acceptable
co-signer to guarantee payment, or a customer has no deposit and presently is delinquent in payments,
(i.e., the customer has had two (2) consecutive billing period arrears, or more than two (2) nonconsecutive billing period arrears, in the past twenty-four (24) months), or a customer has had his service
terminated for non-payment.)
2.2.1.4 Amount of Deposit. Such deposit shall be no more than the maximum estimated charge for
service for two (2) consecutive billing periods, or as may reasonably be required by the Commission in
cases involving service for short periods or special occasions.
2.2.1.5 Interest on Deposits. Simple interest on deposits, at the rate of at least 6% per annum, shall be
paid to each customer required to make such deposit for the time it is held by the Commission, provided
that no interest shall be paid unless the deposit is held longer than six (6) months.
Payment of the interest to the customer shall be made at least every five (5) years, or at the time the
deposit is returned. The interest shall be accrued annually. The deposit shall cease to draw interest on
the date it is returned, on the date service is terminated, or on the date notice is sent to the customer's
last known address that the deposit is no longer required.
2.2.1.6 Deposit Records. The Commission shall keep a record to show:
(A) The name, service and mailing address of each depositor;
(B) The amount and date of the deposit; and
(C) Each transaction concerning the deposits.
2.2.1.7 Deposit Receipt. The Commission shall issue a receipt of deposit to each customer from whom
a deposit is received, and shall provide means whereby a depositor may establish his claim if his receipt
is lost.
2.2.1.8 Deposit Retention. Deposits shall be refunded completely, with interest, after two (2) years
unless the customer has had two (2) consecutive billing period arrears, or more than two (2) nonconsecutive billing period arrears, in the past twenty-four (24) months.
2.2.1.9 Unclaimed Deposits. A record of each unclaimed deposit must be maintained, and the
Commission shall make a reasonable effort to return the deposit. Net remaining proceeds from
unclaimed deposits, together with accrued interest, shall be turned over to the South Carolina
Department of Revenue after seven (7) years.
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2.2.1.10 Deposit Credit. Where a customer has been required to make a deposit, this shall not relieve
the customer of the obligation to pay the service bills when due. Where such deposit has been made and
service has been discontinued for reason of non-payment of bill, the Commission shall apply the deposit
of such customer toward the discharge of the customer's account and shall, as soon thereafter as
practicable, refund the customer any excess of the deposit. If, however, the customer whose service has
been discontinued for non-payment, pays the full amount on his account within 72 hours after service
has been disconnected and applies for reconnection, the Commission may not charge an additional
deposit except under the provisions of this policy.
2.2.1.11 Fees.
(A) Origination Fee. The Commissioners will require an origination fee to establish a new customer on
an existing or new water or wastewater account. This fee is charged to partially offset the cost of
administrative, computer, and customer service charges required to establish a new account and render
a final bill when the account is closed. The origination fee shall be determined in accordance with the
published origination fee in effect at the time of new service application. Refer to Article 6, Chapter 6.3
Service Charges / Penalty Fees.
An origination fee will not be charged if an existing customer supplies evidence of the necessity of a
name change, i.e. marriage, divorce, death of spouse, legal name changes, and any other request for
name change as deemed appropriate by the Commission. Consequently, the account will be changed
without charge, to reflect the change of name. In such cases the customer will be required to pay all
outstanding balances on the account and supply the Commission with the above documentation upon
request.
(B) Tap Fee. At the time of application for water or wastewater service, a tap fee shall be assessed to
the customer, the purpose of which is to recover costs to the Commission for inspection of and installing
the water meter and associated appurtenances, and for inspecting the tie-in of the customer’s
wastewater service line to the Commission’s service lateral. The tap fee shall be determined in
accordance with the published tap fees in effect at the time of new service application. Refer to Article 6,
Chapter 6.3 Service Charges / Penalty Fees.
(C) Impact Fee. The purpose of water and wastewater impact fees is to assist the Commission in paying
the costs associated with the expansion of major components of the water and wastewater distribution
system. These fees will normally be charged to and paid by a developer, contractor, customer or
applicant customer at the time of execution of a Commission contract for extension of the water or
wastewater system and prior to beginning construction of said water or wastewater system. The total
charge for water impact fees will be based upon the total number of meters (and their sizes) anticipated
to be installed. The total charge for wastewater impact fees will be based upon the number of equivalent
residential units in the proposed development at the impact fee rate per equivalent unit. Individual
customers will also be required to pay the same impact fees for water services (other than dedicated fire
services, and ¾-inch irrigation-only services for detached single-family dwelling units) connecting to the
Commission mains. No portion of the total impact fee assessment is refundable after Commissioning
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development projects or after individual service installations. Refer to Article 6, Chapter 6.4 Tap and
Impact Fee Schedule.
(D) Cost-to-Extend Fee. Refer to Article 2, Chapter 5, Section 2.5.2 Main Extensions Cost-Effectiveness
(E) Engineering Services Fee. The Commission will charge an Engineering Services Fee per tap as a
component of each water and wastewater impact fee assessed. The Engineering Services Fee will serve
to fund the cost of reviewing developer and customer plans, specifications, design documents, sketches,
calculations and providing other associated administrative services and construction inspection services
associated with new development and the installation of new services. An initial payment amount of the
Engineering Services Fee, per tap or ERU, shall be collected at the time plans are submitted for review
to cover the Commission’s engineering and administrative costs, and is considered non-refundable. In no
case will this total initial payment amount be less than the published fee for a single project submittal with
less than five (5) assessable services or ERUs. Prior to permitting, the Commission will collect the
balance of the Engineering Services Fee due with the total impact fees due. Engineering Services Fees
paid to the Commission may be reimbursed to the developer, less the initial amount per tap or ERU
amount, if the project is canceled or the scope of the project is reduced prior to initiation of construction
activities. No credit will be given for any portion of Engineering Services Fee previously retained by the
Commission if the project is reinitiated at some later date. Refer to Article 6, Chapter 6.3 Service
Charges / Penalty Fees for current listing of engineering services fee.
(F) Warranty Inspection Fee. The Commission will make inspections of the water system during the
warranty period. For the purpose making said inspections, the applicant further covenants and agrees to
pay the Commission, at the time of project closeout and before final acceptance of the system by the
Commission, the cost of a water system warranty inspection fee. This total warranty inspection fee will be
based on the certifying engineer’s description of the project linear footage as described on the Project
Questionnaire. The water system warranty inspection fee will be charged per linear foot of water main or
as adopted or amended in the future by the Commissioners. Refer to Article 6, Chapter 6.3 Service
Charges / Penalty Fees for current listing of the warranty inspection fee.
(G) Change-in-Use Fee. In the event of any change in customer use of any premises connected for

water and wastewater service to the Commission's system, the Commission shall be notified by
the customer and a change-in-use fee shall be determined by the Commission and will be paid by the
customer. The change-in-use fee shall be determined by calculating the number of equivalent units of a
proposed facility, less the number of equivalent units of the existing facility, times the fee per equivalent unit
as indicated in Refer to Article 6, Chapter 6.3 Service Charges / Penalty Fees.
Change-in-use fees will also be charged against new facilities (utilizing existing mains) whose flow on a
given parcel of property exceeds one (1) equivalent unit or 300 gallons per day. All fees of this type will be
calculated in accordance with the Commission’s-approved Unit Contributory Guidelines.
(H) Wastewater Connection Investigation Fee. In the event an existing wastewater customer renews their
existing wastewater service, making a new connection to the existing service lateral, and a tap fee has
previously been paid, the sewer connection investigation fee will be charged to cover the cost of inspection
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of the new connection. Such fee shall also be charged to investigate wastewater lateral locations,
inspections, and other related field investigations. Fee includes field marking and/or verification based on
document review only. Refer to Article 6, Chapter 6.3 Service Charges / Penalty Fees for current listing
of wastewater connection investigation fee.
(I) Wastewater Backups and Emergency Response Fee. Upon discovery of a sewer back-up or service
failure, the customer should notify the Commission at 727-6800. Dispatchers or Customer Service
Representatives (CSR’s) can handle customer calls 24 hours a day, seven (7) days a week. Caller
should give their name, address, and phone number to the dispatcher (or CSR) and any other pertinent
information regarding the situation. (Dispatcher or CSR will be provided a list of questions to ask and
procedures to follow to assist in handling the customer's problems and improving the Commission's
response capabilities.) The customer will be notified by the Dispatcher or CSR that there may be a
wastewater emergency response fee charged to the customer’s account should it be determined that the
cause of the problem is located within the customer’s service line, outside of the Commission right-ofway. If a customer so desires, he or she may opt to call a private plumbing service first to correct the
situation.
If for some reason, the customer has called a licensed plumber or wastewater line-cleaning service prior
to calling the Commission and the cause of the problem is verified by all parties to be the Commission's
responsibility then the Commission will be responsible for payment to the customer for all reasonable
plumbing charges incurred. A copy of the customer's invoice from the plumber or line-cleaning service
will be required in order for the Commission to make these reimbursements. However, should the
plumbing service correct the problem on private property (outside the Commission right-of-way), then the
Commission bears no responsibility for plumbing service charges.
(J) Other Fees. Other fees may be assessed as outlined in Refer to Article 6, Chapter 6.3 Service
Charges / Penalty Fees.
2.2.1.12 Change in Customer. Whenever the customer changes at any premise connected to the
system of the Commission for water supply or wastewater service, the Commission shall be promptly
notified of such change, giving such notice the name and address of the new customer, whereupon the
Commission may, at its option, require the new customer to make application for water supply or
wastewater service in the same manner as is provided for new service connections, or allow the new
customer to continue to use the water or wastewater service assumed from the prior customer. In the
absence of such application by such new customer, the use of the Commission's service shall be taken
and construed to be an acceptance by such new customer of all the contract obligations of the preceding
customer with and to the Commission. In the event any customer fails to notify the Commission of a
change in ownership of any premises for water supply or wastewater service, such customer shall
continue to be liable to the Commission for all rates and charges, accrued and accruing for such service,
until either the end of the contract period in which he may later notify the Commission of his desire to
cancel, or the Commission shall, of its own volition, have canceled the contract with said customer. In no
case of change in customer shall the preceding customer or customers be released from any contract
obligations to or with the Commission until the contract has been properly terminated in accordance with
these Policies.
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2.2.1.13 Initiation of Charges. When application for water supply service is made, the charges and
rates therefore, shall begin on the date the water meter is set by the Commission. Whenever, there shall
have been a change in occupancy prior to the turn-on of the service connection, the new customer must
apply for water supply service, and pay all applicable fees. Refer to Article 6, Chapter 6.3 Service
Charges / Penalty Fees.
2.2.1.14 Initiation of Billing. When application for wastewater service is made, the service, together
with the associated charges and fees, shall begin on the date of the completion of the wastewater
service connection and/or the turn-on of the wastewater service by the Commission. In cases where
water is not served by the Commission, billing responsibility will begin upon connection of the sewer
service.
2.2.1.15 Denial or Discontinuance of Service by Commission. Water and/or wastewater service may
be refused or discontinued and/or penalties may be imposed as called for in for any of the reasons listed
below. Unless otherwise stated, the customer shall be allowed a reasonable time in which to comply with
the Policies before service is discontinued. When services are discontinued, appropriate fees will be
added to the customer’s account Service Charges or Penalties. If discontinued services are re-installed
without the permission of the Commission, appropriate penalties will be added to the customer’s account.
The Commission reserves the right to initiate legal action against individuals who willfully violate the
Commission Policies. Refer to Article 6, Chapter 6.3 Service Charges / Penalty Fees.
2.2.1.16 Service may be Denied or Discontinued for the Following Reasons:
(A) Without notice, in the event of a condition determined by the Commission to be hazardous or
dangerous.
(B) Without notice, in the event of customer use of equipment in such a manner as to adversely affect the
Commission's service to others.
(C) Without notice, in the event of unauthorized use of the Commission's service. (This includes
unauthorized taps to the Commission's system, including fire service lines, hydrants, or other
appurtenances.)
(D) Without notice for unauthorized use of water from or through a dedicated unmetered fire service.
(E) Without notice, for customer tampering with equipment furnished and owned by the Commission. The
customer shall make every reasonable effort to prevent tampering, and shall notify the Commission
immediately of any tampering with, damage to, or removal of any equipment.
(F) Without notice, for vandalizing or tampering with any wastewater service or pipe, or for illegally
making a connection into any wastewater line for the disposal of drainage surface waters.
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(G) For violation of and/or non-compliance with any section the Commission's Policy Manual regarding
service supplied by the Commission.
(H) For failure of the customer to fulfill his contractual obligations for service and/or facilities subject to
regulation by the Commission.
(I) For failure of the customer to allow the Commission reasonable and safe access to its equipment.
(J) For non-payment of bill, including payment of a bill with a check or credit card that has been returned
by a bank for insufficient funds, or other reasons, provided that the Commission has followed the
procedures stated in Article 2, Chapter 2, Section 2.2.4 Delinquent Accounts.
(K) For non-payment of any and all fees and charges, including impact fees, tap fees, or change-in-use
fees.
(L) For failure of the customer to provide the Commission with a deposit, if required by the Commission.
(M) For failure of the customer to furnish permits, certificates, and rights-of-way as necessary to obtain
service, or in the event such permissions are withdrawn or terminated.
(N) For illegal willful misuse of the Commission's service by the customer.
(O) For failure of the customer to comply with reasonable restrictions on the use of water, by the
Commission, provided that notice has been given to the customer.
(P) The Commission shall not be required to furnish its water and/or wastewater service to any applicant
who, at the time of such application, is indebted under a disputed or undisputed bill to the Commission
for water service and/or wastewater, or any other service previously furnished for such applicant, or
furnished to any other member of the applicant's household.
(Q) Where the customer is in arrears on an account for service at another premise, unless the customer
pays a reasonable amount of his arrears account and makes reasonable arrangements with the
Commission to amortize the balance of such past-due account over a reasonable length of time, not to
exceed twelve (12) months.
(R) The customer's use of the Commission's service conflicts with, or violates order, ordinances or laws
of the State, or any subdivision thereof or the United States Government.
(S) For any customer's bill that is returned as undeliverable by the United States Postal Service.
(T) For violations of the Commission’s approved Industrial Pretreatment Program.
(U) For non-compliance with the Commission’s Smoke Testing/Surcharge Policy.
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(V) For failure to comply with the Commissioner's Cross-Connection Control Program.
(W) For the unauthorized or unacknowledged resale of the Commission water, without the Commission
approval.
(X) For building code violations of on-site properties which may result in potential threats to the
Commission water service quality.
2.2.1.17 Notice Prior to Discontinuance of Service. For any Commission wastewater customers not
supplied with Commission water service, the Commission will give thirty (30) days written notice to the
customer. This notice will be sent by certified mail, and an additional copy mailed under first class
postage. This notice advises the customer his service may be discontinued at any time without further
notice. The customer will be charged the actual cost of physically disconnecting and reconnecting the
wastewater service, including standard overhead charges. A copy of the letter will be forwarded to the
Charleston County Health Department and the South Carolina Department of Health and Environmental
Control.
For Commission wastewater customers (or other contract customers), who are also water customers of
the Commission, water service will be terminated for failure to pay wastewater costs in accordance with
the Commission's Policy Manual. Refer to Article 2, Chapter 2, Section 2.2.4 Delinquent Accounts.
2.2.1.18 Right of Access. The authorized agents of the Commission shall have the right of safe and
accessible access to the premises supplied with water, at reasonable hours, for the purpose of reading
meters, examining fixtures, completion of a meter test, required maintenance, etc. A record of said report
shall be kept on file at the office of the Commission. A service charge shall be made to partially defray
the expense of a meter accuracy test, which is refundable, if accuracy of meter tested is plus or minus
2%, which charge is set forth in Refer to Article 6, Chapter 6.3 Service Charges / Penalty Fees.
The authorized agents of the Commission shall have the right of safe and accessible access to the
premises supplied with wastewater, at reasonable hours, for the purpose of inspecting the customer's
wastewater connections and for any other purpose which is proper and necessary in the conduct of the
Commission's business.
When a wastewater line, which is property of the Commission, is on the property of a resident in the
Commission's service area, the resident shall provide reasonable access to the Commission for the
maintenance thereof.
2.2.1.19 Waste of Water. The customer shall maintain his service pipe and all piping and fixtures on or
in the building, so that any loss of water through leakage is kept to a reasonably small amount. If the
leakage becomes excessive, then it may be treated as a willful waste of water. Unnecessary or
excessive use of water may be treated as a willful waste of water, and may therefore be viewed as
grounds for service termination. Refer to Article 3, Chapter 1, Section 3.1.6 Leaks and Waste.
TOC
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2.2.1.20 Customer Complaints. Complaints concerning the charges, practices, facilities, or service of
the Commission shall be investigated promptly and thoroughly. The Commission shall keep records of
customer complaints that will enable it to review and analyze its procedures and actions.
2.2.1.21 System Which Commission Must Maintain. The Commission shall operate and maintain in
safe, efficient and proper conditions all of its facilities and equipment used in connection with the services
it provides to any customer, up to and including the point of delivery into systems or facilities owned by
the customer.

Section 2.2.2 Customer Billing
The Commission shall bill each customer as promptly as possible following the reading of the water
meter.
2.2.2.1 New Service. Meters shall be read at the initiation of any service, and billing shall be based
thereon.
2.2.2.2 Billings. Monthly bills are typically based on a twenty-eight (28) to thirty-two (32) day cycle,
except for initial and final bills. The initial bill or any final bill will be charged based on 4 days or more
relative to the customer’s responsibility date or final shut off date. If a customer is billed for an initial or
final bill during the middle of a cycle, the bill will be calculated as outlined in the approved rate structure.
All current billings are due and payable twenty-one (21) days from date of billing. All charges that are
past due and in arrears are due fourteen (14) days from date of billing, unless otherwise provided.
2.2.2.3 Customer Bill Forms. The bill shall reflect:
(A) The name, mailing address, e-mail address, website, and phone number of the Commission for
customer inquiries.
(B) The name of customer, service address, mailing address, and customer account number.
(C) The readings and dates on which the meter was read, both at the beginning and end of the period for
which the bill is rendered.
(D) The number and kind of units metered; also, the conversion of Ccfs to gallons.
(E) The billing period and the number of days.
(F) The dates payments are due; current and prior balance.
(G) A distinct marking to identify an estimated bill.
(H) The amounts for payments due; current and prior balance.
(I) Historical data from prior year: charges, usage and gallons.
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(J) Notice of potential shut off dates for past due amounts.
(K) Volume of wastewater.
2.2.2.4 Late Payment Charges. Late fees may be added to any unpaid balance not paid within twenty-one
(21) days of the billing date. Refer to Article 6, Chapter 6.3 Service Charges / Penalty Fees.
2.2.2.5 Payment by Check and/or Credit/Debit Card. The Commission, at its option for good cause,
may refuse to accept a check or credit/debit card charge tendered as payment on a customer's account,
and require payment in cash.
A customer is allowed two (2) returned payments during a 12-month period. After two (2) returned
payments are received within a 12-month period, the customer must pay their bills in cash, money order,
or credit card for the next twelve (12) months. A returned payment fee will be added to the customer’s
account for each returned payment. If a check is returned by a bank for any reason, a letter will be sent
by first class postage informing the customer of the necessary procedure that shall be followed to avoid
interruption of service.
2.2.2.6 Charges for Discontinuance and Reconnection. Whenever service is subject to be turned off,
for violation of rules and regulations, non-payment of bills, or fraudulent use of service, the Commission
may make reasonable charges for the cost incurred for account analysis, discontinuing the service,
reconnecting the service, and require payment for service billed and for service used which has not been
previously billed. The foregoing charges are set forth in Refer to Article 6, Chapter 6.3 Service Charges /
Penalty Fees.
2.2.2.7 Estimated Bills. The Commission shall send a customer an estimated bill, only in cases when
the meter could not be read or was improperly registering. An account may only have two (2) estimated
bills before an actual read is mandatory, unless an extenuating circumstance exists.
2.2.2.8 Final Bills. When the final charges are calculated, the final bill will be mailed to the last known
address under first class postage giving a due date of twenty-one (21) days from the billing date of the
bill. If the bill is not paid, and the customer has an active account, the charges from the previous account
will be transferred to the active account. Normal nonpayment procedures will be followed. If there is not
an active account to transfer the charges to and the bill is not paid, the in-house collection procedures
will be followed.
2.2.2.9 In-House Collection.
(A) Reminder Notice - First Letter: On the 21st day, after the final bill is mailed, a letter is generated on
all accounts with a balance of $1.00 or greater. This letter is to remind the customers they have ten (10)
days remaining to dispute the bill. If the bill is disputed, the account is flagged to stop in-house collection
process until the issue is resolved. If the bill is not disputed, it is considered accurate.
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(B) Second Letter: Fourteen (14) days after the final due date, a second letter is generated on all
accounts with a balance of $10.00 or greater. This letter informs the customer the account has been
turned over to the Commission's In-House Collection Department
(C) Third Letter: Thirty-five (35) days after the final due date a third letter is generated on all accounts
with a balance of $10.00 or greater. This letter is to inform the customer of the date the account will be
sent to the national rating agencies (CBI/Equifax Credit Information Services and Transunion).
(D) Fourth Letter: A fourth letter is generated between 63 and 80 days after the final due date on all
residential accounts with a balance of $10.00 or greater. This letter informs the customer the account has
been sent to CBI/Equifax Credit Information Services, and Transunion.
(E) Delinquent accounts (other than commercial accounts) are sent by magnetic tape to CBI/Equifax and
Transunion on the 15th and 30th of each month. If these dates fall on the weekend, the tape will be sent
the next working day. Records of unpaid accounts sent to CBI/Equifax and Transunion will remain on
the customer's credit file for seven (7) years.
2.2.2.10 Set off Debt Program. The Commission participates in the South Carolina Setoff Debt
Program. This program allows the Commission to turn the debt over to the South Carolina Department of
Revenue, via the Municipal Association of South Carolina (MASC). The Setoff Debt Collection Act
(Section 12-56-10) allows the South Carolina Department of Revenue to deduct this debt, along with
associated fees, from any state income tax refund owed to the customer and forward the balance to the
Commission. If a joint return is filed (i.e. return filed with spouse), the amount will be deducted from the
total refund without regard to which spouse incurred the debt.
2.2.2.11 Where Made. Payment of all bills of the Commission may be made at any office of the
Commission, on the internet website or its authorized collection agency sites. Authorized payment sites
are available upon request of the Customer Service Department.
2.2.2.12 Remittance by Mail. The date of processing by the Commission shall be taken as date of
payment for all remittance by mail for bills and accounts due the Commission.
2.2.2.13 Credit Card Payment. Customers are able to make payments on their bill by using
MasterCard, Visa, American Express or Discover credit cards or debit cards. These payments may be
made via internet, by telephone, or in person at one of two Commission’s branch offices.
2.2.2.14 Online Account Management. Customers have the convenience of paying electronically via
internet, subsequent to issuance of their first monthly bill. To utilize this payment option, the customer
registers at www.charlestonwater.com.
2.2.2.15 Convenience Pay. Customers have the option of paying their bills at local vendors who are
contracted with Western Union (Convenience Pay). The customer pays the vendor a convenience fee to
utilize this service.
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2.2.2.16 Auto Draft. The Commission’s Bank Draft Program allows the customer the liberty to eliminate
the writing of checks for and the mailing of their monthly bill payments, as well as giving them the peace
of mind of always being on time. Customers interested in this service may contact the Customer Service
Department at (843) 727-6800 or come in to one of the branch offices to request an application. Also,
they may simply check and sign the appropriate section on the back of their bill stub and mail it or fill it
out on line.
2.2.2.17 Other Payment Methods.
(A) Paymode-X: A method used to consolidate online payments made by customers via their bank or
payment processing center.
(B) Pay-by-phone: Customers are able to pay their bills by telephone Integrated Voice Response (IVR)
using a credit card.
2.2.2.18 Payment Plan. When a long-term mutual agreement is reached between the customer and the
Commission concerning payment of a bill, the customer will receive a letter stating the due dates and
amounts to be paid.
2.2.2.19 10-Day Extensions. The customer agrees to pay their past-due balance (excluding storm drain
charges) ten (10) days after the pay-by date on the bill.
2.2.2.20 All Other Bills and Accounts. All bills and accounts are due and payable on the day of the
rendition thereof, unless otherwise provided. Also, unless otherwise provided, all such bills and accounts
are in arrears from and after twenty-one (21) days from date of postmark.

Section 2.2.3 Adjustments and Refunds
2.2.3.1 Adjustment Procedure. When a customer is experiencing a high bill due to leaks inside the
property, they may apply for an adjustment. The request must be made, in writing, stating the nature of
the leak, the date(s) it occurred, and attach a receipt for the repairs. When the Commission receives the
request, all charges relating to the period of the leak will be placed on hold until the adjustments have
been processed and consumption returns to normal. Late fees will be removed at the time of adjustment.
An adjustment will be considered for a maximum of two (2) billing periods and the account may receive
one (1) adjustment every three (3) years. If a leak adjustment is granted, the wastewater charges may be
adjusted. (Flat rate wastewater customers do not qualify for sewer charge adjustments.) Typically,
adjustments will not be granted for negligent acts on behalf of the customer. All adjustments will appear
on the subsequent bill. Any exceptions must be approved by the Director of Customer Service or Officer
of the Commission.
2.2.3.2 Corrected Bills. If it is found that the Commission has directly or indirectly, by any device
whatsoever, demanded, charged, collected or received from any customer a greater or lesser
compensation for any service rendered or to be rendered than that prescribed in the approved rate
schedules of the Commission, or if it is found that any customer has received or accepted any service
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from the Commission for a compensation greater or lesser than that prescribed in such schedules; or if,
for any reason, billing error has resulted in a greater or lesser charge than that incurred by the customer
for the actual service rendered, then the method of adjustment for such overcharge or undercharge shall
be as follows:
2.2.3.3 Fast or Slow Meters. If the overcharge or undercharge is the result of a fast or slow meter, then
the method of compensation shall be as follows:
(A) In the case of a disputed account, involving the accuracy of a meter, such meter shall be tested upon
request of the customer.
(B) In the event that the meter so tested is found to have an error in registration of more than two (2%)
percent, the bills will be increased or decreased accordingly, but in no case shall such a correction be
made for more than two billing periods prior to determination of meter error.
(C) If the meter test is within 2% accuracy, the customer is charged a meter test fee. Refer to Article 6,
Chapter 6.3 Service Charges / Penalty Fees.
2.2.3.4 Customer Inadvertently Overcharged. If the Commission has inadvertently overcharged a
customer as a result of a misapplied schedule, an error in reading the meter, a skipped meter reading, or
any other human or machine error, except as provided in paragraph 2.2.3.3. above, the Commission
shall, at the customer's option, credit or refund the excess amount paid by that customer, or credit the
amount billed as provided by the following:
(A) If the interval during which the customer was overcharged can be determined, then the Commission
shall credit or refund the excess amount charged during that entire interval, not to exceed one (1) year,
unless authorized by the Chief Executive Officer.
(B) If the interval during which the customer was overcharged cannot be determined, then the
Commission shall credit or refund the excess amount charged during the 12-month period preceding the
date when the billing error was discovered.
(C) If the exact usage and/or demand incurred by the customer during the billing periods subject to
adjustment cannot be determined, then the refund shall be based on an appropriate usage and/or
demand. However, claim for such adjustment may be required to be made in writing to the Commission
within ten (10) working days of the rendition of the bill or account in dispute.
2.2.3.5 Customer Inadvertently Undercharged. If the Commission has undercharged any customer as
a result of a misapplied schedule, an error in reading the meter, a skipped meter reading, or any human
or machine error, then the Commission may recover the deficient amount as provided as follows:
(A) If the interval during which the customer was undercharged can be determined, then the
Commission may collect the deficient amount incurred during that interval up to a maximum period of
one (1) year, for all non-wholesale customers. In extreme circumstances, the Chief Executive Officer
may opt to waive the maximum period requirement above.
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(B) If the interval during which a customer was undercharged cannot be determined, then the
Commission may collect the deficient amount incurred during the one (1) year period preceding the date
when the billing error was discovered by the Commission.
(C) The customer shall be allowed to pay the deficient amount in equal installments over the same
number of billing periods which occurred during the interval the customer was subject to pay the deficient
amount; however, all current bills shall be paid by the due date.
(D) If the usage and/or demand incurred by that person during the billing periods subject to adjustment
could not be determined, then the adjustment shall be based on estimated usage and/or demand. If a
meter has ceased to register, the adjustment shall be based on the average registration of the meter
over at least a four (4) month period when in order.
2.2.3.6 Customer Undercharged Because of Fraud or Willful Misrepresentation. If the Commission
has undercharged any customer because of the customer's fraudulent actions, such as tampering with,
or by-passing the meter, or because the customer has willfully misrepresented a material fact resulting in
an undercharge, or if it is shown that the customer is aware of fraudulent or illegal action by another
person, such as tampering with or by-passing the meter, and it is evident that such tampering or bypassing benefits the customer, or if it is evident that a customer has knowledge of being undercharged
without notifying the Commission as such, then notwithstanding paragraph 2.2.3.3. above, the
Commission shall recover the deficient amount provided as follows:
(A) If the interval during which the customer was undercharged can be determined, then the Commission
shall collect the deficient amount incurred during that entire interval, provided that the applicable statute
of limitations is not exceeded.
(B) If the interval during which the customer was undercharged cannot be determined, then the
Commission shall collect the deficient amount incurred during the 12-month period preceding the date
when the billing error was discovered by the Commission.
(C) If the usage and/or demand incurred by that customer during the billing periods subject to
adjustment cannot be determined, then the adjustment shall be based on an appropriate estimated
usage and/or demand.
(D) In addition to the above, if the metering equipment has been removed or damaged, then the
Commission shall collect the estimated cost of repairing and/or replacing such equipment.
2.2.3.7 Other Bills, Accounts or Charges. No adjustments or deductions on any bill, account or charge
rendered or made by the Commission for any charge or purpose other than metered service, will be
made or allowed, unless a claim for such adjustments or deductions is made to the Commission in
writing within ten (10) days after the date of the rendition of the bill or account in dispute.
2.2.3.8 Time Limits for Adjustment Requests. Under no circumstances will adjustments be allowed
except as authorized by the Commission, as described in paragraph 2.2.3.1 above. Typically, no
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adjustments will be considered for billing periods over one (1) year prior to the request date of the
customer.
2.2.3.9 New House Under Construction. New house under construction is an adjustment given to
uninhabitable construction where sewer is not connected to the residence. The sewer charges may be
adjusted off the account for up to four (4) months during construction of a new residence.

Section 2.2.4 Delinquent Accounts
2.2.4.1 All bills and accounts rendered and charges made by the Commission, which are in arrears as
provided in these Policies, shall be termed delinquent accounts.
2.2.4.2 All Other Delinquent Accounts. Any water and/or wastewater charges, which are delinquent,
may cause the water service of the Commission to be discontinued. The Commission shall give written
notice prior to discontinuing the water and/or wastewater service. A message will appear on the bill that
informs the customer of the necessary procedures the customer must follow to avoid interruption of water
and/or wastewater service. If this procedure is not followed within fourteen (14) days of postmark of
notice, service may be discontinued. If so, such service will not be reactivated and the water turned on or
wastewater lateral Elder Valve activated until the amount of the delinquent account, and the non-pay
processing fee as established in Refer to Article 6, Chapter 6.3 Service Charges / Penalty Fees has
been paid, or proper arrangements have been made with Commission's designated credit counselor.
In cases where water is served through a master meter, the party responsible for the bill will be notified
as referenced above for delinquent accounts. Additionally, each tenant served by the master meter will
be notified thirty (30) days prior to service termination. This notification will be in the form of a door
hanger. Tenants will be given an opportunity to apply for an individually-metered water service for their
given unit.
2.2.4.3 Delinquent Account Arrangements. If a customer is unable to pay any delinquent water and/or
wastewater charges, the water service will not be terminated provided the customer has requested an
extension for payment. The extension must be agreed to by the Commission. When long-term
agreements (payment plans) are authorized, the Commission will mail the customer a letter stating the
dates and amounts to be paid. If the extension agreement is not adhered to, the water service may be
terminated without further notice. All outstanding charges due at that time must be paid before service is
restored. The extension agreement will not affect late fees from being applied to outstanding charges.

Section 2.2.5 Service Financing
The Commission shall have a Service Financing Policy to finance the water and sewer service initiation
charges for both water and wastewater services for any customer who qualifies for financing under the
qualifying guidelines of this Policy. (This typically includes only tap and impact fees for both water and/or
sewer services.) This policy is maintained, reviewed, and revised periodically by the Customer Service
Department. Refer to CS-ADM-00053 CWS Financing Policy
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Section 2.2.6 Good Neighbor Program
The Commission shall have a Good Neighbor Program that applies to all residential customers who are in
need of financial assistance when handling their water and/or wastewater bills and establishes
parameters for administering the program. This policy is maintained, reviewed, and revised periodically
by the Customer Service Department. Refer to CS-ADM-00019 Good Neighbor Program
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Section 2.3.1 Affordable Housing Impact Fee Program
2.3.1.1 Purpose and Intent. The intent of the Commission’s Affordable Housing Incentive Program (the
“Program”) in partnership with the SC Community Loan Fund (SCCLF) is to provide private and public
sector builders and developers (the “Builders”) with regulatory and financial incentives to produce
affordable housing in the Tri-County Area. This Program will ease barriers to affordable housing
production by deferring and reducing the payment of water and wastewater impact fees for such
residential units that will provide affordable rents or affordable housing costs to Low and Very-Low
Income Households.
The Commission and SCCLF will manage the Program under the Impact Fee Agreement (Agreement)
contained in Article 7, Exhibit 1 Affordable Housing Impact Fee Agreement herein, which may be
amended from time to time by mutual agreement between Commission and SCCLF. The term of the
Agreement shall be five (5) year intervals and may be renewed based upon the mutual agreement of the
Commission and SCCLF. This policy will be applied so long as a fully executed Agreement between the
Commission and SCCLF is current.
The Commission, through this Program, will partner with the SCCLF to offer to the Builders of affordable
housing the option to: (i) reduce the payment of impact fees for affordable housing; and (ii) defer
payment of impact fees for affordable housing until the issuance by the Commission of the Letter of
Acceptance of the water service mains and/or wastewater collection system.
2.3.1.2 Program Benefits. For each residential housing unit that is certified by the SCCLF as Affordable
Housing to Low and Very-Low Income Households, the Commission will offer to the Builders the
following (the “Program Benefits”):
(A) A reduction for the service portion of the engineering services of the water impact fee. Applies to all
tap sizes.
(B) A reduction for the service portion of the engineering services of the wastewater impact fee. Applies
to all tap sizes.
(C) Delayed payment of the water and/or wastewater impact fees. Fees may be paid at any time before
the issuance by the Commission of a Letter of Acceptance of the water service mains and/or wastewater
collection system. In no event will water or wastewater services be provided prior to the full payment of
applicable water and wastewater impact fees.
2.3.1.3 Program Criteria. The Program is available to Builders only for residential housing units that are
considered as qualifying by the SCCLF as Affordable Housing for Low and Very-Low Income
Households. The Builders must propose a method of maintaining the units as Affordable Housing for a
period of ten (10) years.
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This Program applies only to those services provided by the Commission within its retail service areas
and does not extend or apply to other utility providers.
2.3.1.4 Administrative Procedures. Builders may apply to participate in the Program to SCCLF at any
time. For all residential housing units which meet the Program Criteria, the Builders are issued a written
certification by SCCLF specifying the number of residential housing units that qualify to receive the
Program Benefits.
To be eligible for the Program Benefits, the Builders must apply for written certification from the SCCLF
prior to submitting a proposed residential housing unit development to the Commission. The Builders
must provide the written certification from SCCLF to the Commission upon submittal of the proposed
residential housing unit development. The written certification will be valid for two years from the date of
issuance.
The written certification issued for a qualified proposed residential housing unit development shall not be
transferable to another project regardless of whether the applicant is the same for both projects or
whether the other project is also a qualified proposed residential housing unit development.
Application to participate in the Program shall be submitted to SCCLF by the Builder, in writing, and shall
include the following information:
(A) The name of the Builder;
(B) The location of the proposed residential housing unit development;
(C) The number and type (bedroom count) of the residential housing units and identification of those
residential housing units which are considered Affordable Housing for Low and Very-Low Income
Households;
(D) Whether the residential housing units will be offered for sale or for rent; and
(E) The proposed sales price, financing terms, rental rates or other factors which will make the dwellings
Affordable Housing to Low and Very-low Income Households.
(F) SCCLF may request further information if necessary to make a determination of eligibility.
2.3.1.5 Terms and Conditions. Upon receipt and verification by SCCLF of a completed application and
approval by SCCLF that the proposed residential housing units qualify for the Program Benefits, the
Builder shall enter into a written agreement (the “Builder Agreement”) with SCCLF in a form satisfactory
to SCCLF. The Builder Agreement shall be entered into for each proposed residential housing unit
development whether or not the Builder is the same for multiple proposed residential housing unit
developments.

Water and Wastewater Policy Manual
Document No.: EO-CEO-00001 - Date Approved: 4/19/2021
When printed, this document is uncontrolled.
Page 54 of 224

ARTICLE 2 WATER AND WASTEWATER COMMON POLICIES

The Builder Agreement, which shall be recorded at the Charleston County RMC Office, shall specify
mechanisms or procedures to assure the continued affordability and availability of the specified number
of Affordable Housing units for Low and Very-low income households.
Each Builder Agreement shall contain a Land Use-Restriction provision providing the Builder agrees to
rent and/or sell its Affordable Housing units to eligible households at an affordable price for the period
required by SCCLF. This Land Use-Restriction provision shall run with the land and shall be binding
upon all heirs, successors or assigns of the project or property owner, and shall ensure affordability for a
period of not less than ten (10) years, or as otherwise required by South Carolina law. A lien shall be
taken on the property to ensure compliance and will be released once the ten (10) year affordability
period has expired.
In the event the Applicant receives Program Benefits and subsequently defaults on the agreed upon
terms, the Applicant will be penalized for breach of contract, including, but not limited to repayment of
benefits, which are equal to published impact fees in effect at the time of this agreement less payment
received, plus an additional administrative fee based on percentage of received benefit. The applicant
will also be permanently barred from future incentive programs offered by both the Commission and
SCCLF.
Authority to enter into Builder Agreements pursuant to this Agreement on behalf of the Commission is
hereby delegated to the SCCLF and subject to approval by the SCCLF. All Builder Agreements will be
binding on the Commission.

Section 2.3.2 Affordable Housing Rental Program Policy
This policy defines the Affordable Housing Rental Program (the “Program”) partnership between the
Charleston Water System (“CWS”) and the City of Charleston, South Carolina (the “City”).
2.3.2.1 Purpose and Intent. The intent of the Program is to offer available CWS-owned properties in
the Harbor View Circle (HVC) subdivision as Affordable Housing lease alternatives on a first come, first
served basis to qualifying City of Charleston Fire Department, City of Charleston Police Department, and
Charleston County School District personnel.
2.3.2.2 Definitions.
(A) “Affordable Housing” shall mean housing for which the occupant(s) is/are paying no more than thirty
percent (30%) of his or her gross income for housing costs.
(B) “Average Median Income” (AMI) shall mean the US Department of Housing and Urban Development
(HUD) average median family income as calculated for the Charleston - North Charleston, SC
metropolitan area in each calendar year. (Example: 2021 AMI = $82,100 rounded)
(C) “Low Income Limit” shall mean the HUD low income limits based on family size as calculated for the
Charleston - North Charleston, SC metropolitan area in each calendar year. (Example: 2021 Low Income
Limits range from 1-Person = $46,000 to 8-Person = $86,750 rounded)
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(D) “Low Income Family” shall mean families whose combined gross annual family income does not
exceed the Low-Income Limit, calculated based on the family size, for the Charleston – North
Charleston, SC metropolitan area and published annually by HUD.
(E) “Property Manager” shall mean the firm contracted by CWS to lease, collect rents, and manage
maintenance of the CWS-owned properties in the HVC subdivision.
2.3.2.3 Program Criteria. The Program is only available to City of Charleston Fire and Police
Department personnel whose gross annual family income meets the criteria set forth herein for Low
Income Households.
2.3.2.4 Program Benefits. For each CWS-owned residential housing unit in the HVC subdivision that
becomes vacant, CWS will offer the following (the “Program Benefits”) to qualifying City of Charleston
Fire Department, City of Charleston Police Department, and Charleston County School District
applicants, as prospective tenants:
(A) For applicants who meet the Low-Income Family definition herein, the monthly rent payment shall be
thirty percent (30%) of an eligible applicant’s gross annual family income divided by twelve.
(B) The Program Benefits cover only monthly rent. Utilities and renter’s insurance are not included.
2.3.2.5 Administrative Procedures.
(A) Upon availability of a CWS-owned property in the HVC subdivision, the Property Manager will issue
a notification to the City of Charleston Human Resources Department. The notification will include the
property address, description, and expiration date of the availability of the Program Benefits for such
property.
(B) The property availability notice shall remain active for a period of twenty (20) calendar days. If the
Property Manager receives no applications from the City of Charleston that meet the herein defined
eligibility requirements within the stated timeframe, the available CWS-owned property will be offered for
rent on the open market.
(C) A prospective tenant must submit a lease application to the Property Manager with a copy of his or
her most recent federal income tax return to be used for the applicant’s gross annual family income
verification within the stated timeframe and the number of family dependents. Applications will be
processed on a first come, first served basis, by date and time stamp.
(D) To be eligible for the Program Benefits, the applicant’s gross annual family income must meet the
definition of a Low-Income Family as defined herein, and according to the most recent annual LowIncome Limits publication from HUD. Upon receipt of a completed application, the Property Manager will
verify the applicant’s information and determine the applicant’s eligibility to participate in the Program.
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The Property Manager may request further information if necessary to make a determination of eligibility.
The Property Manager’s decision regarding eligibility shall be final.
(E) For an eligible applicant who is awarded Program Benefits, the Property Manager shall prepare a
lease agreement for a term of up to twelve (12) months using the applicant’s reported gross annual
family income. The calculated monthly rent shall be thirty percent (30%) of the applicant’s gross annual
family income divided by twelve (12).
(F) Upon receipt of a lease agreement offer from the Property Manager, the applicant will have five (5)
business days to sign and return the lease agreement to the Property Manager. If the lease agreement
has not been received at the Property Manager’s office by 5:00 PM on the fifth business day, the
Property Manager will cancel the offered lease agreement and move to the next eligible applicant if there
are multiple applications for the same property.
(G) To remain eligible for this Program at the time of his or her lease renewal, the tenant must still meet
all qualifying criteria herein, and the Low-Income Limits criteria according to the most recent publication
thereof by HUD at the time of the renewal. At least thirty (30) days prior to the current lease expiration
date the tenant shall notify the Property Manager of his or her intent to renew the lease, and submit his
or her latest federal income tax return to the Property Manager verifying the tenant’s gross annual family
income and number of family dependents. If the Property Manger determines that the tenant remains
eligible for this Program, the Property Manager will calculate the lease renewal monthly rent payment,
which shall be thirty percent (30%) of an eligible tenant’s gross annual family income divided by twelve,
and notify the tenant of the lease renewal terms.
(H) If the Property Manager determines the tenant is no longer eligible for this Program, the tenant shall
be notified within five (5) business days of submittal of his or her renewal documents noted above. In
such case, the tenant shall vacate the CWS rental property by the current lease termination date or
renew his or her lease at the Charleston – North Charleston, SC metropolitan area fair market rental rate
for the for the property as determined by the Property Manager.
2.3.2.6 Terms and Conditions.
(A) Upon execution of a lease agreement, the tenant shall comply with the terms of the lease agreement.
(B) In the event the tenant receives Program Benefits and subsequently defaults on the agreed upon
lease terms, the tenant will be penalized for breach of contract, including, but not limited to, eviction. The
tenant will also be permanently barred from future participation in this Program.
(C) A tenant receiving Program Benefits may not sublet the property.
(D) The Property Manager will not hold lease applications for more six (6) months.
(E) The authority to enter into lease agreements pursuant to this Program on behalf of CWS is delegated
to the Property Manager.
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(F) The terms of this Program are subject to change with the approval of the CWS board. Upon any
material change or termination of the Program, CWS shall notify the City in writing.

Section 2.3.3 Grant Funded Projects
2.3.3.1. Grant Funded Water and Wastewater Infrastructure. If the Grantee requests assistance with
local matching funds, the Commission may, at its discretion, provide an in-kind contribution for water
and/or wastewater infrastructure projects. Typically, an in-kind contribution may include administrative
services, engineering services, construction administration services and/or construction inspection
services, if such resources are available. The total amount of the in-kind contribution will be calculated
based on the provisions included in the Commission’s Article 2, Chapter 5, Section 2 Main Extension
Cost-Effectiveness.
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Section 2.4.1 Schedule of Rates
2.4.1.1. The metered rate for water and wastewater service for retail customers in the territory shall be in
accordance with the meter rates set forth in Article 6, Schedule of Rates.
2.4.1.2. The metered rate for water supply service for wholesale customers in the territory shall be in
accordance with the meter rates set forth in Article 6, Chapter 6.1 Schedule of Water Rates.
2.4.1.3. Every metered water service shall have a monthly minimum rate on each service installed, varying
with and based upon the size of service pipe required, and installed in accordance with the Policies of the
Commission. This minimum charge shall be in accordance with the schedule set forth in Article 6, Chapter
6.1 Schedule of Water Rates, and shall entitle the customer to be supplied through the meter the number of
cubic feet of water set forth in the table.
2.4.1.4. All new services, including irrigation services, shall be metered with the exception of dedicated fireonly services. Rates for unmetered, dedicated fire service shall be as approved and adopted by the
Commission, effective by July 24, 2007, or as adopted or amended in the future by the Commissioners.
Such rates shall be in accordance with the rate schedule as shown in Article 6, Chapter 6.1 Schedule of
Water Rates.
2.4.1.5. Use of a Commission-owned hydrant shall be in accordance with the Commission’s Article 3,
Chapter 1, Section 3.1.11 Transient and Non-Transient Water Usage Policy. The customer must apply and
pay all applicable fees and charges, and execute the required agreements. Hydrant use permits for nontransient users will be issued for ninety (90) days, unless a time extension is approved by Commission
management. Transient users who comply with policy requirements will be issued annual hydrant use
decals. On all metered water services, each and every month shall be a complete period in itself, and no
excess consumption of water during one (1) month shall be charged against the minimum charge or be
added to the consumption of any other month. A month may be 28 to 32 days.
2.4.1.6 In no case shall a service be supplied to a premise, property, or building larger in diameter than the
main to which the supply is connected, and in no case shall a service main larger than 6 inches in diameter
be furnished for automatic irrigation service, except an 8-inch may be made on a 12-inch main and a 10-inch
connection may be made on a 16-inch or larger main.
2.4.1.7. The rates as set forth in Article 6, Chapter 6.4 Tap and Impact Fee Schedule for the use of the
wastewater disposal system of the Commission shall be based upon the quantity of water used upon the
customer's premises as determined by metering of the water that is furnished by the Commission. The
owner, tenant, or occupant of each lot or parcel of land which may be connected with or use the sewage
disposal system, shall pay for the use of said wastewater disposal system a wastewater service charge
computed in accordance with the applicable rate and method for the quantity of water used on or about such
lot or parcel of land. Customers utilizing the Commission’s wastewater collection system, who receive unmetered water supplies (e.g., well water) will be subject to monthly flat rate wastewater charges in effect at
the time. Refer to Article 6, Chapter 6.2 Wastewater Rates.
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2.4.1.8. In the event a lot or parcel of land on which a building is discharging sanitary sewage, industrial
wastes, water or other liquids into the Commission's sanitary wastewater system, either directly or indirectly,
is a User of water supplied by the Commission, and in addition, uses water from another source which is not
measured by the Commission's water meter, the Commission will either require the owner thereof to install,
at their expense, equipment acceptable to the Commission for determining the quantity of water used or
may opt, at its discretion, require termination of the non-Commission’s supply. Rates and charges which
apply to the quantities of non-CPW water used shall be charged in accordance with the schedule set forth in
Article 6, Chapter 6.3 Service Charges / Penalty Fees. In the event any commercial or industrial
establishment, which is connected to the wastewater system of the Commission, wishes to secure credit for
water used in water-cooled heating, ventilating, and air conditioning systems which does not discharge into
the wastewater system, it may, upon written request to the Commission, be evaluated to be placed under
the Commission’s Cooling Tower Policy, Article 3, Chapter 1, Section 3.1.10. If the establishment making
the request meets the conditions of the policy, it will be notified, in writing, and the appropriate billing credit
will be given, as allowed for in the policy.
2.4.1.9 Should any customer desire to install an irrigation system supplied with the Commission water, they
may do so at their expense, and must apply to the Commission for said service and pay all applicable fees
in effect at the time of application. Applicants must also comply with all the Commission's backflow
prevention requirements in effect at the time of application. All water used through this irrigation-only service
will be exempt from wastewater charges. In order to qualify for the above, customers must first have a
service which is currently being billed with water and wastewater charges. Upon installation of an irrigationonly service, the existing domestic service (if remaining active) will be billed monthly for wastewater charges
at 100% of the metered domestic water consumption.
2.4.1.10. Customers who are discovered to have illegal or unauthorized sewer connections to the
Commission’s wastewater collection system which have the potential to allow extraneous water or liquids to
enter the Commission collection system will be subject to a monthly surcharge, following notification and a
60-day period to make the necessary plumbing corrections. Article 6, Chapter 6.3 Service Charges /
Penalty Fees.

Section 2.4.2 Penalties
2.4.2.1. The Commission may discontinue water and wastewater service to any customer who is more
than fourteen (14) days or more from the billed date, in arrears with payment of charges cost recovery,
surcharges, and/or who fails to comply with these Policies. After proper customer notice, water service
may be discontinued by complete severance of the water connection, plugging the wastewater service,
or the Commission may disconnect the water meter. Water and wastewater service renewal may be
permitted only after the person has complied with these Policies and made payment of all charges and
penalties as provided in Article 6, Chapter 6.3 Service Charges / Penalty Fees.
2.4.2.2. Any person who is found to have violated an Order of the Commission or who willfully or
negligently failed to comply with any provision of these Policies issued hereunder, shall be fined as
provided for in Article 6, Chapter 6.3 Service Charges / Penalty Fees. Each day on which a violation shall
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occur or continue shall be deemed a separate and distinct offense. In addition to the penalties provided
herein, the Commission may recover reasonable attorney's fees, court costs, court reporter's fees and
other expenses of litigation by appropriate suit at law against the person found to have violated these
Policies issued hereunder.
2.4.2.3.
Any customer, or industrial user, who knowingly makes any false statements,
misrepresentations, or certifications in any application, record, report, plan or other document files or
required to be maintained pursuant to these Policies, or who falsifies, tampers with, or knowingly renders
inaccurate any monitoring device or method required under these Policies shall, upon conviction, be
punished by a fine as provided for in Article 6, Chapter 6.3 Service Charges / Penalty Fees or
imprisonment for not more than one (1) year or both (maximum penalty allowed by SC state law).
2.4.2.4. The Commission may impose penalties as outlined in Article 6, Chapter 6.3 Service Charges /
Penalty Fees.
(A) unauthorized construction or connection to its water distribution system and,
(B) for any unauthorized use of the Commission’s distribution system and appurtenances and,
(C) for violation of the Commission’s Cross-Connection Program for each incident, per day. Each day of
violations will be considered a separate incident.
2.4.2.5. The Commission may impose penalties as outlined in Article 6, Chapter 6.3 Service Charges /
Penalty Fees for:
(A) unauthorized wastewater construction or unauthorized connection (direct or indirect) to its wastewater
works, and
(B) for any unauthorized disposal into the Commission’s wastewater collection or treatment system, or
(C) for unauthorized tampering of the wastewater collection or treatment system or Elder Valve, etc.
(D) for each incident, per day. Each violation confirmed by the Commission will be considered a separate
incident.
2.4.2.6. Show Cause Orders. When the Commission finds that a user continues to violate any provision
of these Policies, a wastewater discharge permit, a discharge authorization, a general permit, or order or
directive issued hereunder, or any other pretreatment standard or requirement, the Commission may
issue an order to the user responsible for the discharge to show cause why the enforcement response
against that user should not be escalated. The user shall, at a time and location designated in the show
cause order, appear at an adjudicatory hearing and provide evidence to a hearing officer designated by
the Commission. If the user fails to comply with a show cause order, fails to comply with the orders of the
hearing officer, or should an impasse be reached between the Commission and the user in negotiating a
consent order, then the Commission may follow up the adjudicatory hearing by issuing a compliance
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order, including a compliance schedule, imposing civil penalties, or referring the case for civil litigation or
criminal prosecution. Issuance of a show cause order shall not be a bar against, or a prerequisite for,
taking any other action against the user.
TOC
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Section 2.5.1 Minimum Standards for the Design and Construction of Water and
Wastewater Systems
The Commission shall have Minimum Standards for the Design & Construction of Water and Wastewater
Systems. This document is reviewed and revised periodically by the Engineering and Construction
Department. Revisions are implemented as needed and maintained electronically on the Commission
Website.

Section 2.5.2 Main Extensions Cost-Effectiveness
2.5.2.1 General. Throughout its policies, the Commission makes reference to the terminology of “costeffectiveness” in its consideration of provision of water and wastewater service, the following general
Policy has been developed as a standard for the Commission to objectively determine if a main
extension project is considered “cost-effective” or not. Of course, the Commission’s Chief Executive
Officer and/or Commissioners may opt to waive this standard, in special circumstances, when such is
viewed to be in the best overall interest of the Commission. This Policy and its qualifying assumptions
shall apply to any of the Commission’s water or sewer retail service area.
2.5.2.2 Policy Specifics. Several qualifying assumptions are first made in the analysis to determine if
the provision of water or wastewater service is considered “cost-effective”. They are as follows:
(A) Outside City customer rates classes for both water and wastewater are assumed for the basis of the
attached calculations.
(B) Estimate of annual revenue per potential customer(s) at prevailing rates at time of service request (7
Ccf per ERU water consumption to be utilized). In the context of this Policy, a “potential customer” shall
be defined as an existing ERU, an ERU under active construction, or any parcel permitted for
construction or installation of a habitable dwelling.
(C) Estimate from Item B (above) is reduced by the estimated annual variable-volume cost per customer
and includes electricity, chemicals, etc.
(D) Net present-value calculations are on an annual basis by the Commission financial staff, using an
interest rate (discounted cash flow) derived from the latest Cost of Service studies for water and
wastewater. The minimum interest rate used for the calculations will be 4.5%, but may be adjusted as
necessary based on economic conditions and interest rates.
(E) Analysis is for a 10-year period and variable costs as well as water and wastewater rates are
constant during the period. Constant costs and rates provide a “best-case scenario” to give the
prospective customer the greatest chance of being classified as “cost-effective” to serve.
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(F) The Commission’s capital cost components (other than return on investment, and depreciation
recovered via rates) are offset by the payment of impact fees for the proposed customer(s). Impact fees
must be paid prior to submittal of plans to SCDHEC for consideration permits.
(G) Depreciation of assets is built into the monthly water / sewer user rates.
(H) Annual increase in the Commission’s service costs are offset by corresponding retail rate increases.
2.5.2.3 Payback Period. Upon input of the above assumptions into “cost-effectiveness” model, the
Commission will evaluate the cumulative balance of the present value of estimated annual net revenues
in Year Ten (10) of the analysis; this will then be considered the “break-even” point of the “costeffectiveness” determination. For simplification purposes, this figure will be rounded up to the nearest
$500.00. A table of the current present-value calculations for both water and wastewater are included in
Article 7, Exhibit 2, Analysis of Payback for Sewer Extensions for New Outside Customers and Article 7,
Exhibit 3, Analysis of Payback of Payback for Extensions for New Outside Customers herein.
For example, if the calculated 10-year net present value is >$7,501.00, the cost-effectiveness threshold
value is rounded up to $8,000.00, in the analysis of payback for individual sewer extensions for new
Outside City wastewater customers. Therefore, any estimated project cost incurred by the Commission
to extend service to a customer(s) (under the assumptions made) which exceeds $8,000.00 per ERU
would not be considered, by this Policy, to be cost-effective. Likewise, estimated costs to extend service
to a customer of this type, under these conditions, which are less than $8,000.00 per ERU in expense to
the Commission would be considered “cost-effective” under this Policy. Similar analyses can be
conducted for any class of customer as determined by the Commission’s Director of Finance. Projects
determined to be “cost-effective” in this analysis will have their service provision costs borne entirely by
the Commission.
Likewise, using a similar analysis example, if the calculated 10-year net present value is >$3,001.00, the
cost-effectiveness threshold value is rounded up to $3,500.00, in the analysis of payback for individual
water extensions for new Outside City water customers. Therefore, the Commission-estimated water
service costs which exceed $3,500.00 per ERU would not be considered “cost-effective”; water service
projects whose estimated costs are $3,500.00 per ERU or less, would be considered cost-effective.
2.5.2.4 Customers Options for “Non-Cost-Effective”.
Upon determinations of “non-costeffectiveness” as defined above, a potential customer may opt to pay the difference between the defined
10-year, break-even net present value figure, and the actual estimated cost of providing water and/or
sewer service to a project. Such payment must be made to the Commission in advance of project
initiation. Failure to agree to make up the difference in estimated project cost will result in no action being
taken by the Commission to provide service. Also, all other prevailing fees and charges (impact, tap,
origination) shall apply.
2.5.2.5 Prior Rules Apply. This Policy applies principally to provision of a public water main and/or
wastewater main to an individual residential lot or existing single-family residences where one is not
currently available within the service areas of Commission. This policy does not apply to planned, multiWater and Wastewater Policy Manual
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service commercial, industrial, institutional and/or residential developments or to those lots subdivided
subsequent to the installation of a new main. Existing Development Policies in effect at the time of
service request shall remain in effect for planned multi-service commercial industrial, institutional and/or
residential developments.

Section 2.5.3 Water and Wastewater Warranty Inspection Fees
2.5.3.1 Purpose. The purpose of the fee is to provide readily available funds for the two-year warranty
inspection performed by the Water Distribution and/or Wastewater Collection Department. This will allow
for a reduction in the Commission costs, reduced repair time, and eliminate connection delays for new
customers. Refer to Article 6, Chapter 6.3 Service Charges / Penalty Fees.
2.5.3.2 Water Warranty Inspection Fees. A Water Warranty Inspection Fee will be charged for all new
water main extensions within the Commission service area. This includes those extensions that are
permitted through SC DHEC and those that do not require a permit (i.e. short main & hydrant
installations). Whenever there is a portion of new main installed, the fee will be charged to the
owner/developer before that main is accepted for operation and maintenance by the Commission. This
excludes the Commission initiated projects. Refer to Article 6, Chapter 6.3 Service Charges / Penalty
Fees.
The Warranty Inspection Fee will be determined based on the linear footage of newly installed water
main as described on the Asset Inventory Worksheet completed by the certifying engineer at the time of
project closeout, the cost of which may be changed from time to time to current pricing conditions. Any
additions or alterations which increase the linear footage shall be charged the Warranty Inspection Fee
at the time of said increase. No refunds will be given. Refer to Article 6, Chapter 6.3 Service Charges /
Penalty Fees.
2.5.3.3 Wastewater Warranty Inspection Fees. A Wastewater Warranty Inspection Fee will be
charged for all new gravity main and force main sewer extensions and pump stations within the
Commission service area. This includes those extensions that are permitted through SC DHEC and
those that do not require a permit. Individual grinder pump station service(s) will be determined on a case
by case basis. Whenever there is a portion of new main installed, the fee will be charged to the
owner/developer before that main is accepted for ownership and operation by the Commission. This
excludes the Commission initiated projects.
The Warranty Inspection Fee will be determined based on the linear footage of newly installed gravity
sewer main and the linear footage of force main as described on the Asset Inventory Worksheet
completed by the certifying engineer at the time of project closeout, the cost of which may be changed
from time to time to current pricing conditions. Any additions or alterations which increase the linear
footage shall be charged the Warranty Inspection Fee at the time of said increase. No refunds will be
given. Refer to Article 6, Chapter 6.3 Service Charges / Penalty Fees.
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Section 2.5.4 Water and Wastewater Maintenance Bonds / Letters of Credit
2.5.4.1 Purpose. The purpose of the bond or letter of credit is to provide readily available funds from
which the Commission may draw to make corrections to system deficiencies in the event the
Development Agreement is breached in regards to warranted repairs. This will allow for a reduction in the
Commission costs, reduced repair time, and eliminate connection delays for new customers.
2.5.4.2 Irrevocable Standby Letter of Credit. The developer will provide the Commission an
Irrevocable Standby Letter of Credit from his/her financial institution for all new Commission water and
wastewater facilities (i.e., water main extensions, gravity main and force main sewer extensions, pump
stations, etc.) to be deeded to the Commission for operation and maintenance. This includes those
facilities that are permitted through SC DHEC and those that do not require a permit (i.e. short main &
hydrant installations). Individual grinder pump station service(s) will be determined on a case-by-case
basis. The letter of credit must be provided by the owner/developer before the facilities are accepted for
ownership and operation by the Commission. This excludes the Commission initiated projects.
The Irrevocable Standby Letter of Credit amount will equal ten percent (10%) of the cost of the newly
installed water and/or wastewater facilities as described on the Asset Inventory Worksheet completed by
the certifying engineer at the time of project closeout. The letter of credit shall name the Commission as
the beneficiary and shall be in force until the Commission releases the applicant from the warranty, and
shall be without conditions.
The developer is liable for any/all repairs of system deficiencies for a period of two (2) years from the
date of Commissioning. The Commission will notify the developer by certified letter if such repairs are
necessary. Upon correction of the system deficiencies and approval of said repairs by the Commission,
the Commission will notify the developer’s financial institution of the developer’s fulfillment of his/her
warranty obligations. In the event the developer defaults on the obligation to make warranted repairs
within thirty (30) days of notification from the Commission, the Commission will proceed to correct any/all
system deficiencies and notify the developer’s financial institution of the warranty default. All costs
incurred by the Commission for correction of system deficiencies shall be collected from the developer’s
financial institution.
2.5.4.3 Maintenance Bond. If the developer cannot provide an Irrevocable Standby Letter of Credit,
then he/she must provide a Maintenance Bond for all new water and wastewater facilities (i.e., water
main extensions, gravity main and force main sewer extensions, pump stations, etc.) to be deeded to the
Commission for operation and maintenance. This includes those facilities that are permitted through SC
DHEC and those that do not require a permit (i.e. short main & hydrant installations). Individual grinder
pump station service(s) will be determined on a case by case basis. The bond will be collected from the
owner/developer before the facilities are accepted for ownership and operation by the Commission. This
excludes the Commission initiated projects.
The Maintenance Bond amount will equal ten percent (10%) of the cost of the newly installed water
and/or wastewater facilities as described on the Asset Inventory Worksheet completed by the certifying
engineer at the time of project closeout. The bond amount must be paid in cash to the Commission and
will be escrowed for the project warranty period.
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The developer is liable for any/all repairs of system deficiencies for a period of two (2) years from the
date of Commissioning. The Commission will notify the developer by certified letter if such repairs are
necessary. Upon correction of the system deficiencies and approval of said repairs by the Commission,
the Commission will refund the total bond amount to the developer. In the event the developer defaults
on the obligation to make warranted repairs to the water system within thirty (30) days of notification from
the Commission, the total bond amount will be forfeited by the developer and used by the Commission to
make the necessary repairs to correct system deficiencies.

Section 2.5.5 Developer Project Cancellation
Any project without “Activity” from the developer, the developer’s engineer or the developer’s utility
contractor for a period of twelve (12) months, concerning intent to proceed with the project, will be
considered canceled by the Commission and any letter of availability issued by the Commission for utility
service shall be considered withdrawn. For the purpose of this policy, examples of “Activity” include such
actions as plan submittals, payment of fees, meetings with the Commission’s Engineering & Construction
Department staff, written correspondence concerning design, submittal of permit applications, and
water/wastewater construction activities. Examples not considered “Activity” are submittals to other
municipal planning departments or review boards, telephone calls, and correspondence with other
permitting agencies. Upon cancellation, Engineering Services Fees and Impact Fees paid to the
Commission may be reimbursed in accordance with current policies addressing water and/or wastewater
system Engineering Services Fees and Impact Fees.
Once a project has been canceled by the Commission, any continued progress will require the developer
or his engineer to re-submit the project plans. The Commission will re-evaluate the project on the basis
of service availability, fees and design standards to ensure conformance with requirements in place at
the time the project is re-initiated. When the project is re-initiated, the appropriate fees will be assessed
in conformance with the prevailing Commission fee structure.

Section 2.5.6 Approved Contractors – Large Projects
Refer to the latest revision of the Approved Contractor Listing Policy for Design & Construction of Water and
Sanitary Sewer Systems, document titled Construction Approved Contractor List (1), No. P084 (PUR-A-63).
This document is reviewed and revised periodically by the Engineering & Construction Department, as well
as the Purchasing Department. Revisions are implemented as needed for the electronic and hard copies.

Section 2.5.7 Approved Contractors – Small Projects
Refer to the latest revision of the Approved Contractor Listing Policy for design and construction of water
and sanitary sewer systems, document titled Small Projects Contractors List, No. P-207 (PUR-A39). This
document is reviewed and revised periodically by the Engineering & Construction Department, as well as
the Purchasing Department. Revisions are implemented as needed for the electronic and hard copies.
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Section 3.1.1 Tapping Mains, Service Pipe, and Connections
3.1.1.1 The Commission or its duly notified designee shall lay the service pipe to the property line at the
expense of the owner, who shall pay the tap fee and impact fee in effect at the time of application. The
current tap fees and impact fees are as set forth in Article 6, Chapter 6.4 Water Tap and Impact Fee
Schedule. Exception: Effective July 24th, 2007, applicants for new dedicated fire services will no longer
be required to pay impact or tap fees for dedicated fire services. Monthly rates for such services shall be
as shown in Article 6, Chapter 6.1 Water Rates. Also, in such cases applicants will be required to incur
the cost of making the (service tap to Commission’s water main and installing the service-piping from the
main to the property line or easement boundary and beyond to connect the building requiring such fire
service. The Commission will then operate and maintain the piping and appurtenances from the main to
the property line or easement boundary. All construction must be conducted by a Commission-approved
contractor and conform with the Commission construction specifications for materials and workmanship,
in effect at the time of construction. Customers shall coordinate with their Commission-approved
contractor to allow for an open trench inspection of the water tap and service line piping by Commission
personnel prior to activation. Refer to Article 3, Chapter 1, Section 3.1.3 Fire Protection Services.
3.1.1.2 Size of Service Connection Prescribed. The Commission, in every instance, reserves the right
to designate and prescribe the size of a service connection, either upon original installation of a new
connection, or upon any renewal or replacement of any old connection.
(A) In the event a customer requests that Commission relocate an existing water service, the customer
will be required to pay the actual estimated cost of relocating such service, not to exceed the published
tap fee cost.
(B) In the event a customer wishes to up-size their active, existing metered water service, they will be
charged the new tap fee for the up-sized service, plus the difference between the published impact fees
for the new (larger) tap and the published impact fee for their existing tap size.
(C) In the event a customer wishes to up-size their active, existing metered single-family residential
water service for fire protection, Refer to Article 3, Chapter 1, Section 3.1.3 Fire Protection Services for
the applicable charges.
(D) If a customer wishes to down-size their metered service, they will be required to pay Commission’s
estimated actual costs for effecting the down-sizing.
(E) Service connections less than 6-inches in diameter will typically not be permitted on mains that are
greater than 16-inches in diameter or on mains of prestressed concrete cylinder pipe.
3.1.1.3 Separate Service Connection for Each Premise. Typically, each separate premise shall have
its separate and distinct water service connection and meter, such that no more than one (1) premise be
furnished with service from one (1) such connection, except as authorized by the Commission. In cases
where, in the discretion of the Commission, the conditions make this inefficient, impossible or
impracticable, the Commission may permit the use of one (1) properly sized service connection for more
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than one (1) premise, each served by a separate pipe branch with a distinct isolation valve and meter.
The foregoing shall also be subject to such requirements and conditions as prescribed in the
Commission's Policies and Minimum Standards for the Design & Construction of Water and Wastewater
Systems.
3.1.1.4 Special Service Connections. The Policies of the Commission relating to the installation of
connections to its distribution system for private fire protection service and for public fire hydrants are set
forth in the Section hereof relating to these two (2) classes of service.
3.1.1.5 Other Requirements Relating to Service Connections. The Commission reserves the right at
its option, when conditions warrant, to require any owner to install on his service connection a tank,
check valve or valves, cock or gate valve, pressure regulator, pressure relief valve or other appliance,
apparatus or equipment of such type and design as is approved by the Commission; and thereafter to
require any change, alteration, substitution or addition of and to any such tank, etc., as aforesaid. Failure
upon the part of the owner to comply with such requirements of the Commission within thirty (30) days
after written notice to the owner, or within some agreed-upon extension beyond such thirty (30) days
(also in writing), shall authorize the Commission, at its option and without further notice, to discontinue
the customer's service. The Commission further reserves the right, at its option, and without notice if the
conditions in its discretion warrant and justify such action for the good of the system, to discontinue its
service to any premise or premises where and when the continuance of the service to such premise or
premises will reduce or in any manner adversely affect the efficiency, quantity, or quality of water of any
of the rest of the Commission's system.
3.1.1.6 Other Unauthorized Acts. Connection to the Commission's water distribution system without
proper authorization will be considered violation of this Policy. In addition, any use, operation, or
tampering with a Commission-owned valve, hydrant, blow-off or any other system appurtenance, without
formal authorization from Commission, will also subject the violator to penalties as imposed in Article 6,
Chapter 6.3 Service Charges / Penalty Fees.
3.1.1.7 Use of Public Water Required. In the event that public water supplied by Commission is
available to a parcel of property, Commission being the sole determiner of such availability, the property
owner may be required to connect to the Commission public supply. No direct connection between a
private well and/or other alternate water supply(s) and the Commission supply will be allowed. Refer to
Article 3, Chapter 1, Section 3.1.7 Cross-Connection Control. Exceptions to this requirement may be
granted on a case-by-case basis as approved by the Commission CEO.

Section 3.1.2 Metered Water Supply Service
3.1.2.1. All meters shall be furnished and installed by the Commission, at its own expense or by its duly
notified and explicitly authorized designee. All meters so furnished and installed shall be and will remain
the property of the Commission. A monthly minimum charge as herein provided will be assessed for
each meter billed. Once set, meters are to remain in their location unless changed out by the
Commission or its explicitly authorized designee. The required tap and impact fees shall be paid by the
service applicant for all new metered water services except for detached single-family residential 3/4-inch
Water and Wastewater Policy Manual
Document No.: EO-CEO-00001 - Date Approved: 4/19/2021
When printed, this document is uncontrolled.
Page 73 of 224

ARTICLE 3 WATER
CHAPTER 3.1 GENERAL

irrigation-only services, where impact fees are not required. Article 6, Chapter 6.4 Water Tap and
Impact Fee Schedule. Note #2. Note: All irrigation meters shall be required to comply with the
requirements of Article 3, Chapter 1, Section 7 Cross-Connection Control. Also, refer to Article 6,
Chapter 6.2 Wastewater Rates.
3.1.2.2. Meter Location.
(A) All meters will be furnished, installed, owned and maintained by the Commission, and shall remain
its property and be accessible to and subject to its control. Meters shall be located in accordance with
good utility practices on the delivery side of the curb stop so as to control the entire water supply
furnished to the premises. No meter shall be installed in any location on or off the premises where it may
be unreasonably exposed to heat or cold or other cause of damage, or in an inaccessible or hazardous
location. Meters will be installed as close as practical to the edge of recorded rights-of-way, easement,
and/or beginning of private/public recorded property line. The Commission’s limit of responsibility and
liability shall be located at the outlet of the Commission’s meter box for metered water service. Refer to
Article 1 Definitions.
(B) The Commission shall have access to Water Meters and/or Utility Service Lines at all times. In
cases where the Water Meter and/or Utility Service Line are located such that the Commission’s access
must be coordinated with the customer, the Commission will contact the customer and the customer’s
accommodation for access shall not be unreasonably withheld. Otherwise the Commission shall take
steps as outlined in Paragraph 10 below.
(C) The Commission may make available to the customer upon request, sketches of standard meter
installations to demonstrate the way in which the service installation will be made.
(D) In the event the customer desires any change in the location or position of the meter, meter box or
vault, after they have been installed, such change in location shall be made by the Commission at the
expense of the customer.
(E) In the event a meter is found to be located on the customer’s property without a recorded easement,
the Commission will relocate the meter to a suitable location as described in Paragraph 2.A above.
3.1.2.3 Repairs, Renewal and Replacement of Meters. Repairs, renewals and replacements of all
water meters, meter boxes, with connections and appurtenances, shall be made by the Commission at
its own expense where said repairs, renewals and replacements, etc. are due to the ordinary wear and
tear of service.
3.1.2.4. Meter Damage.
(A) Meters will be maintained by the Commission so far as ordinary wear and tear is concerned. When
a meter is designed for and located within a building or structure on the premises, the customer shall pay
for all damages due to external causes or heat or cold.
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(B) The customer shall notify the Commission of any damage to or improper functioning of the meter as
soon as the customer becomes aware of it.
3.1.2.5 Meter Readings. Each water meter shall indicate clearly the unit(s) of water registered by such
meter. Where the quantity of water is determined by calculation from recording devices, the Commission
shall supply the customer with such information as will clarify the method by which the quantity is
determined.
3.1.2.6 Meter Accuracy and Condition.
(A) Installation Test -- Every water meter, whether new or repaired, shall be in good working order and
shall be accurate to within two (2%) percent.
(B) Method of Testing -- All tests to determine the accuracy of registration of any water service meter
shall be made with a suitable test meter and records of all regular or complaint tests shall be kept by the
Commission.
(C) Customer request for Meter Testing: Customers requesting a meter accuracy test will be addressed
in the order received. For meters testing within ± 2% accurate, a Meter Replacement Test Fee as given
in Exhibit “E” will be charged. No charge will be levied for meters testing outside of the ± 2% accuracy
range.
3.1.2.7 Place of Testing. All meters up to and including two (2”) inches in size shall be tested by the
testing equipment of the Commission. Meters larger than two (2”) inches may be tested in place by
comparison with another meter that has been previously tested and found accurate, or returned to the
manufacturer for testing.
3.1.2.8 Meter Reading Conclusive. The quantity of water recorded by the meter shall be conclusive on
both the owner and the Commission except when the meter is found to be defective, or ceases to
register. In case the meter has been found to be defective or has ceased to register, the quantity of
water supplied since the last reading shall be based on the average registration of the meter for a period
of at least four (4) months.
3.1.2.9 Unauthorized Use of Commission Service Mains or Metering Equipment. It is unlawful and
against the Commission Regulations for any individual to establish or re-establish the Commission water
service without the permission of the Commission. It is unlawful for any individual to tamper with or
otherwise impair the operation of any Commission -installed water service equipment. It is unlawful for
any individual to install any unauthorized device on the Commission water system.
(A) These unauthorized conditions include, but are not limited to:
(1)
Making an unauthorized tap into any the Commission water main or service piping.
(2)
Unauthorized re-establishment of a water service when the service has been crimped.
(3)
Installing any device in the Commission water system designed to by-pass or to replace a
Commission water meter (“open spud”).
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(4)
(5)
(6)
(7)
(8)
(9)
(10)
(11)
(12)
(13)

Installing an unauthorized water meter or valve in to the Commission water system.
Removing and/or reversing a Commission water meter or tampering with a meter register,
meter base, or any other metering components.
Cutting, breaking or otherwise disabling a meter-locking device or valve.
Deliberately preventing access to read or terminate water service at the meter due to nonpayment or no written contract.
Willfully damaging the Commission water service, valve, metering equipment, or any other
appurtenance.
Unauthorized use of a Commission fire hydrant, a Commission valve, blow-off or fire
service, etc.
Unauthorized turn-on of a water meter that has been shut off by the Commission
(unauthorized use of the curb stop or other service valve).
Any other form of unauthorized use or misuse of any component of the Commission water
system, or water metering equipment.
Deliberately hindering in any way, the periodic reading of a Commission -owned water
meter or restricting access for such reading.
For violations of the Commission’s Cross-Connection Control Requirements, refer to
Article 6, Chapter 6.3 Service Charges / Penalty Fees.

(14)

For applicable penalties to above unauthorized conditions, refer to Article 6, Chapter 6.3
Service Charges / Penalty Fees.

(15)

COMMISSION reserves the right to penalize and/or to prosecute any individual who
performs unauthorized modifications to or otherwise tampers with the Commission water
service equipment, appurtenances, or transmission lines, etc.

3.1.2.10 Preventing Meter Readings or Disconnection of a Water Service.
(A) It is against the Commission Policies for a customer to prevent the Commission personnel access to
a Commission-owned Water Meter and/or Utility Service Line.
(B) It is against the Commission’s Policies for a customer to park a vehicle and/or place another
obstruction on top of a Commission meter box, which prevents a meter from being read and/or service
from being disconnected. The Commission will attempt to contact the person with whom the service is
registered to remove the obstruction. If the customer cannot be reached and/or refuses to remove the
obstruction, additional penalties will be assessed. Refer to Article 6, Chapter 6.3 Service Charges /
Penalty Fees.
(C) The Commission reserves the right to penalize, crimp the service, tow a vehicle, etc., and/or to
prosecute any individual who denies or impedes access to a Commission meter box. Refer to Refer to
Article 6, Chapter 6.3 Service Charges / Penalty Fees. In all such cases, if the customer does not
respond to the letters sent to them by the Commission, the service will be terminated and the customer
will pay all charges to reactivate the account for water usage.
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Section 3.1.3 Private Fire Protection Service
3.1.3.1 Dedicated Fire Service Charges. The Commission will permit dedicated fire services for all
types of structures except those classified as single-family and two-family dwelling units. Refer to Article
1, Definitions for explanation of Dual-Purpose Service Charges for single-family and two-family dwelling
units. Impact fees will not be charged for dedicated fire services. The applicant for a dedicated fire
service shall submit plans prepared by a professional engineer to the Commission’s Engineering &
Construction Department for approval, and will use a Commission-approved utility contractor to make the
tap and install the fire service line from the main to the property line. The applicant will pay the actual
cost charged by the contractor to make the new tap at the point designated by the Commission. The
Commission will no longer require meters for any dedicated fire service; however, the Commission may
require a flow detection device. All dedicated fire service installations must comply with all the
Commission cross-connection control policies and procedures in effect at the time of application. All
customers with dedicated fire services will be assessed a monthly fire protection fee as approved by the
Commissioners.
3.1.3.2 Limits of Responsibility. The Commission’s responsibility for fire service lines shall begin at the
tap on the supplying water main and shall end at the meter outlet, or in the case of dedicated unmetered
fire services, shall end at the property line and/or edge of the right-of-way.
3.1.3.3 Dual-Purpose Service Charges. Applicants for dual-purpose services (fire and domestic via a
single tap) will be charged as follows:
(A) For new single-family and two-family dwelling units residential structures, the published impact fee
for the needed domestic-only service size (typically 3/4-inch) regardless of actual tap size; the published
tap fee for the actual tap size; and the published origination fee as approved by the Commissioners in
Article 6, Chapter 6.3 Service Charges / Penalty Fees. For these cases, the minimum allowable meter
size is 3/4-inch by 3/4-inch.
(B) For conversion of existing single-family and two-family dwelling units:
(1) If the existing service line and meter sizes are adequate based on calculations prepared by a
licensed fire sprinkler designer, the Commission will not charge the applicant for the
conversion. However, the minimum allowable meter size is 3/4-inch by 3/4-inch.
(2) If the existing service line is adequate, but the meter size must be increased based on
calculations prepared by a licensed fire sprinkler designer, the Commission will charge the
applicant the published Return Visit and Meter Replacement Fees as approved by the
Commission. In no case will the meter size be increased to greater than the existing service
line size.
(3) If both the line and meter size must be increased based on calculations prepared by a
licensed fire sprinkler designer, the Commission will assess the published tap and origination
fees approved by the Commission for the requested tap size. No additional impact fees will
be assessed.
(C) For all other types of structures, the published water tap, impact, and origination fee rates as
approved by the Commissioners in Article 6, Chapter 6.3 Service Charges / Penalty Fees. based on the
tap size.
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(D) All customers with dual-purpose services will be charged in accordance with the published monthly
domestic water rates as approved by the Commission in Article 6, Chapter 6.4 Tap and Impact Fee
Schedule and Article 6, Chapter 6.3 Service Charges / Penalty Fees. b respective to the service size. All
dual-purpose service installations must comply with all the Commission’s cross-connection control
policies and procedures in effect at the time of application.
3.1.3.4 Termination of Fire Services (Dedicated and/or Dual-Purpose). In the event the Charleston
Water System must terminate water service due to account delinquency, or other reason, customers with
dual-purpose or dedicated fire services shall be wholly responsible for damages, injury, or death resulting
from a fire and shall indemnify and hold harmless the Commission against any and all such damages,
loss and liability. The Commission will not be responsible or liable in any manner for termination of water
service for any reason defined within these Policies. This section also applies to termination of any
service that includes a dual-purpose fire service installed without proper notification to the Commission.
Prior to termination of a Commission dual-purpose or a dedicated fire service (public or private), the
Commission will attempt to promptly notify the appropriate local public fire department(s) responsible for
fire protection for the affected customer. This section also applies for termination of any service that
includes a dual-purpose fire service installed without notification to the Commission.
3.1.3.5 Use of Dedicated Fire Services. No water shall be drawn from dedicated fire service pipes for
any purpose other than for the extinguishment of fires or testing of the fire protection system. No
connection shall be made between the dedicated fire service pipe system and the domestic and/or
irrigation water supplies to the premises. Whenever a fire service system is to be tested under the
regulations of the fire insurance underwriters the owner must notify the Commission of such proposed
test, naming the day and hour when the same is intended to be made, so that if desired, the Commission
may have an inspector present during the test.
3.1.3.6 Inspection. All fire services shall be subject to inspection by the Commission from time to time
and the owner or tenant shall give the inspectors all reasonable facilities for making the inspection, and
any information concerning the same that the Commission inspector may require. Care will always be
taken that inspections will be made with as little inconvenience to the owner or occupant as possible.
3.1.3.7 Using Water from a Dedicated Fire Service. In any case when the owner and/or occupant of
any premises is found to be using water from a dedicated fire service for purposes other than fire
protection, or fails to comply with any of the foregoing Rules, the owner and/or occupant shall be notified,
in writing, that such action is a violation of the Commission policy and that the owner is to pay the
Commission a fine in the amount of the published penalty fee for unauthorized water use from a hydrant
and cease the unauthorized use immediately. Failure to comply may result in service being discontinued
and the water shut off from the same without further notice. The owner shall immediately become liable
to the Commission for the published penalty fee as compensation to the Commission for any and all
damage sustained by it for such wrongful use of its water supply, or failure to comply with such Policies.
In such event, the fire service shall be reactivated only after such fine shall have been paid, and the
cause of complaint entirely removed. A second violation of this Policy will again make the owner
immediately liable to the Commission for a second published penalty fee per violation and, further, will be
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sufficient cause for cutting the service off at the main and refusing to reconnect the same while the
offender occupies the premises.
In such cases, the owner may be required to install a meter on the fire service and install a backflow
device of appropriate size as prescribed by the Commission, and/or be subject to service termination.
The cost of the meter installation shall be the same as the prescribed cost of a new service installation,
i.e., tap fee, as shown Article 6, Chapter 6.3 Service Charges / Penalty Fees.
3.1.3.8 Guarantees. The Commission, in no manner, guarantees to furnish a specific quantity of water
through the fire protection service for fire protection, but it will make every effort to maintain the efficiency
and operability of its service under all conditions. The Commission will not be responsible or liable in
any manner for termination of water service for any reason defined within these Policies.
3.1.3.9 Modification of Fire Services/Existing Unmetered Fire Services. Refer to Regarding Fire
Services.

Section 3.1.4 Public Fire Hydrants
3.1.4.1 Installing Fire Hydrant Service. The Commission, at its discretion, may install, at any location
on any public right-of-way or private easement, a standard fire hydrant having two (2), two and one-half
(2-1/2”) inch hose nozzles and one (1), 4-1/2 inch steamer nozzle and a six-inch (6”) service pipe from
the Commission’s main. In the locating of fire hydrants, the Commission shall consider the size of the
street main and the surrounding distribution system, the available pressure on said street main and the
surrounding distribution system and any other factors to ensure proper fire hydrant operations under
normal and ordinary conditions. Refer to Article 3, Chapter 2, Section 3.2.3. Hydrants. No fire hydrant
will be installed on any mains less than six (6”) inches in diameter.
3.1.4.2 To be Used for Fire Protection Purposes Only. All Commissioned-owned fire hydrants are to
be used for fire protection purposes exclusively, except as otherwise authorized in writing, by the
Commission.
Refer
to
the
Transient
/
Non-Transient
Water
Use
Policyhttps://intranet.charlestoncpw.com/sites/QMS/EO/_layouts/15/WopiFrame.aspx?sourcedoc=/sites/
QMS/EO/Published%20Documents/Water%20Wastewater%20Policies%20Procedures%20and%20Stan
dards.pdf&action=default. Only Commission personnel, and/or its authorized entities, and authorized fire
department personnel are allowed to operate a Commission fire hydrant. (Refer to paragraph 3.1.4.3
below.)
3.1.4.3 Permits for Use of Fire Hydrants. Permission may be obtained for temporary use of a
Commission-owned fire hydrant by the completion and approval of an application and formal contract as
provided for in the Commission's Transient / Non-Transient Water Use Policy. This policy can also be
found on the www.charlestonwater.com Internet site. Under the tab for New Development, Temporary
Water Service for Construction, are the applications for transient and non-transient uses.
3.1.4.4 Unauthorized Use of Fire Hydrant. Use or operation of any Commission fire hydrant by any
person other than the Commission and fire department personnel is illegal unless prior authorization is
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obtained from the Commission. Failure to obtain prior authorization (as provided in Item #3 above) will
be grounds for imposition of a penalty as indicated in Article 6, Chapter 6.3 Service Charges / Penalty
Fees.
3.1.4.5. Hydrant Flow Tests. Upon authorized request, the Commission New Development staff will
perform hydrant flow tests for design engineers, architects, developers, etc. for design data for fire
sprinkler systems, or other technical, engineering, or hydraulic design needs. The Commission staff will
perform such tests typically within ten (10) working days of receipt of payment of the Hydrant Flow Test
Fee in effect at the time of the application, and the Hydrostatic Flow Test Request form. Refer to Article
6, Chapter 6.3 Service Charges / Penalty Fees for current service charge. Effective July 1, 2000, the
Commission began a policy of charging per test for each hydrostatic fire-flow test requested. Tests are
to be performed exclusively by the Commission’s technical staff. The Commission’s hydrostatic Flow
Test Request Form and payment are required before the test can be performed.

Section 3.1.5 Irrigation
3.1.5.1 Irrigating with Metered Service. All irrigation services are required to be metered. Irrigation
amounts and frequencies shall, under ordinary conditions, be optional with the owner; subject, however,
to the right reserved by the Commission to restrict or entirely prohibit all such irrigating for any cause
deemed sufficient therefore in the discretion of the Commission, upon notice to the owner of such
restriction or prohibition. Refer to the Drought Management Plan. Note: All irrigation services are
required to comply with Cross-Connection Control of this manual.
3.1.5.2 Irrigating During a Fire. All irrigation during a fire in the vicinity of any owner's premises of
which such owner, his agent or tenant has, or may reasonably be presumed to have, knowledge or
notice of is generally prohibited, unless such irrigating is for protection against such fire.
3.1.5.3 Other Irrigating Restrictions. The Commission may impose other restrictions for yard irrigation
during drought conditions as deemed appropriate by the Commission. Refer to Article 2, Chapter 1,
Section General, paragraph 2.1.4.7 Restrictions of the Use of Service.
3.1.5.4 Impact Fees for Irrigation Services. Impact fees shall be due for all irrigation services with the
exception of residential 3/4-inch irrigation-only services for one-family detached dwellings. Refer to
Article 6, Chapter 6.4 Tap and Impact Fee Schedule for details. Also, refer to Article 6, Chapter 6.3
Service Charges / Penalty Fees.

Section 3.1.6 Hydrostatic Flow Test
Effective July 1, 2000 the Commission began a policy of charging a fee per test for each hydrostatic fireflow test requested. Tests are to be performed exclusively by the Commission’s technical staff. The
Commission’s Hydrostatic Flow Test Request Form and payment are required before the test can be
performed. Refer to Article 6, Chapter 6.3 Service Charges / Penalty Fees.
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Section 3.1.7 Cross-Connection Control
3.1.7.1 Regulatory Requirements. State Primary Drinking Water Regulation: R.61-58 requires all
public water systems to initiate and maintain a viable cross-connection control program. Such program
shall consist of:
(A) Locating and eliminating unprotected cross-connections.
(B) Maintaining records pertaining to the location of existing backflow prevention assemblies, type and
size of each assembly and test results as required.
No person shall install, permit to be installed or maintain any cross-connection between a public water
system and any other non-public water system, sewer or a line from any container of liquids or other
substances, unless an approved backflow prevention assembly or method is installed between the public
water system and the source of contamination.
3.1.7.2 Commission Program Requirements.
(A) The Commission will assess the degree of hazard, whether actual or potential, for each water
service connection to determine the appropriate level of backflow prevention required.
(B) The Commission will notify the customer of backflow prevention requirements.
(C) It is the responsibility of the customer to purchase, install, maintain and test the backflow assembly
in accordance with backflow requirements.
(D) Failure to comply with backflow prevention requirements may delay a new water service connection
or may result in discontinuation of an existing water service.
(E) For additional information on program requirements, refer to the Cross-Connection Manual for
Backflow Prevention.
3.1.7.3 Assessment Requirements.
(A) Commercial Service Connections. Each connection will be reviewed and assessed on an individual
basis using cross-connection control guidelines generally accepted within the industry. A determination
will be made based on plan reviews, site surveys, questionnaires, etc. by the Commission CrossConnection Compliance Inspectors. The Commission reserves the right to require a higher degree of
protection than the minimum requirements of state regulations.
(B) Auxiliary Water Supplies. Water service connections to auxiliary water supplies will only be allowed
with protection of a reduced pressure principle assembly.
(C) Multi-Family Services
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(1) One- or two-story units without other hazards - no backflow prevention required.
(2) Three-story and higher units without other hazards - double check valve assembly required.
(3) Multi-family residential units with other hazards (such as boilers, chillers, solar heating panels,
irrigation, car wash facilities, etc.) - reduced pressure principle assembly required.

(D) Irrigation Systems
(1) Systems with no backpressure, no chemical injection, and no elevated piping or elevated
sprinkler heads – pressure vacuum breaker required.
(2) Systems with backpressure, chemical injections, elevated piping or elevated sprinkler heads –
reduced pressure assembly required.
(3) Any dedicated irrigation meter being used to supply a pool – reduced pressure assembly
required.
(E) Fire Suppression Systems
(1) Commercial Fire Suppression Systems
a. Low Hazard - Fire sprinkler systems in this category shall include water-only systems and
shall be protected by an approved double check valve assembly.
b. High Hazard – Fire sprinkler systems in this category shall include, but not be limited to:
antifreeze systems, foam systems, glycol systems, systems charged from or tied into an
auxiliary water source. High hazard category fire sprinkler systems shall be protected by
a reduced pressure principle assembly.
(2) Single-Family Residential Fire Suppression Systems
a. Fire suppression systems for one- and two-family dwellings shall be designed and
installed in accordance with the requirements of NFPA 13D or Section P2904 of the
International Residential Code (IRC), which shall be considered equivalent.
b. In all cases, water service shall be provided through a single dual-purpose water meter.
c. When installed in accordance with the requirements of NFPA 13D or IRC Section P2904,
no backflow prevention is required for the following types of sprinkler systems (1-3) below:
1) Multipurpose Piping Sprinkler System. A piping system intended to serve both
domestic needs in excess of a single fixture and fire protection needs from one
common piping system throughout the dwelling units.
2) Network Sprinkler System. A type of multipurpose system utilizing a common
piping system supplying domestic fixtures and fire sprinklers where each sprinkler
is supplied by a minimum of three separate paths.
3) Passive Purge Sprinkler System. A type of sprinkler system that serves a single
toilet or plumbing fixture, on a remote portion of the system, in addition to the fire
sprinklers.
d. Stand Alone (Closed) Sprinkler System. A piping system installed separate from the
internal plumbing shall have a double check valve assembly if no chemicals are used. A
reduced pressure principle assembly is required if chemicals are used.
(F) Wholesale Customers. The Commission reserves the right to require a backflow prevention
assembly between our system and the wholesale customer’s system.
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(G) Installation Requirements. All backflow prevention assemblies shall be installed in accordance with
the requirements of the Cross-Connection Manual for Backflow Prevention.
(H) Inspection Requirements
(1) All backflow prevention assemblies installed in the Commission distribution system shall be
inspected by a Commission Cross-Connection Compliance Inspector.
(2) The purpose of the inspection is to ensure installation is in accordance with the Commission
requirements.
(3) It is the responsibility of the Customer to provide the Commission safe and reasonable access to
the backflow prevention assembly.
(I) Testing Requirements. Testing ensures proper operation of the backflow prevention assembly.
Testing is the responsibility of the customer and shall be performed in accordance with the Commission
requirements. At minimum testing shall be performed:
(1) Upon installation and inspection approval by the Commission
(2) After being placed back in service
(3) After relocation of the backflow assembly
(4) After repairs of any kind
(5) Annually (minimum)
(J) Testing must be performed by a Commission Approved Tester. The Commission Approved Testers
must:
(1) Be certified by SC DHEC
(2) Participate in a Commission Tester Orientation Workshop
(3) Apply for recertification with the Commission. Fees for recertification will be in accordance with
Article 6, Chapter 6.3 Service Charges / Penalty Fees.
(4) Comply with all Commission Cross-Connection Control requirements.
(5) Be listed as a Commission Approved Tester at the time the test is performed.
(6) Tests will not be accepted by the Commission from Testers who do not meet the Commission
Cross-Connection Control requirements at the time the test is performed.
(K) Customer Notification. Computer generated notifications will be used to communicate the
Commission Cross-Connection Control Program requirements to the customer:
(1) Questionnaire: Request for information about a customer’s water use to help determine the
need for backflow prevention.
(2) Notice to Install: Notifies customer to install a specific type of backflow prevention assembly.
(3) Notice for Annual Test: Notifies customer to have yearly backflow prevention assembly test
performed.
(4) Notice to Test after repairs or inspection: Notifies customer to have assembly tested for any
situation other than annual test.
(5) Discrepancy Notice: Letter mailed to customer whose backflow preventer assembly failed its
annual test, has been installed incorrectly, or needs to be changed to a different type.
(6) No response or action on the part of the customer to initial notices will result in second and final
notifications being sent to the customer:
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(7)

(8)

a. Reminder / Second Notice: Notifies the customer that no response was received from the
first notification.
b. Final Notice: Notifies the customer that no response was received from the
reminder/second notification.
When accounts are determined to be in non-compliance and all written notifications have been
sent, attempts will be made to contact the customer by telephone and/or site visit. Accounts
can be in non-compliance for the following reasons:
a. Backflow prevention not installed.
b. Accurate / complete water use information (questionnaire) not provided.
c. Improper installation.
d. Past due for testing.
Accounts determined to be in non-compliance may result in delayed or discontinued water
service.

(L) Transient and Non-Transient Water Use Policy. The Commission allows temporary water use from
hydrants to authorized customers. The policy controls water use, prevents unauthorized use, maintains
system integrity and protects water quality.
(1) All users will comply with policy requirements. Unauthorized use of water from a hydrant is illegal
and could result in suspension of the privilege to use water from the hydrants, fines and penalties,
and/or legal action. Refer to Article 6, Chapter 6.3 Service Charges / Penalty Fees.
(2) Fees: For a description of fees refer to Article 6, Chapter 6.3 Service Charges / Penalty Fees.
(3) Two categories of temporary water use have been defined:
a. Non-Transient Water Use shall be defined as stationary, site-specific water usage from a
single hydrant for the purpose of construction. Examples of which include construction of new
commercial and residential developments, or major renovations of existing properties.
b. Transient Water Use shall be defined as water usage from pre-identified hydrant locations
for the purpose of filling a tanker or other water vessel vehicle. Examples of which include
street sweepers, hydro-seeders, landscape construction contractors (excluding use for daily
irrigation purposes), road contractors, sewer cleaners, or any other similar business utilizing
water on a frequent basis at varying locations.

Section 3.1.8 Turn-on and Shut-Off
3.1.8.1 Curb-Stop to be Used by Commission. The curb-stop on any and all service connections shall
not be in any way used by the owner or his employees or agents for turning on or shutting off the water
supply. All such turning on or shutting off of the water supply by the owner shall be made with a
separate curb-stop and water valve, located or to be located on the house side of the service curb-stop.
All turning-on or shutting-off of the water supply at and with the curb-stop shall be done exclusively by
the Commission. A violation of this Policy, upon the part of the owner, his employee or agents, shall
subject the owner or consumer to a penalty as set forth in Article 6, Chapter 6.3 Service Charges /
Penalty Fees for the first offense, and upon the second such offense, the Commission may, at its option,
discontinue the service and shut off the water supply to said premises so long as the owner or consumer
continues to reside at said premises.
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3.1.8.2 Charge for Shut-Off and Turn-On. Any account scheduled for shut-off for non-payment will
receive a non-pay processing fee as shown in Article 6, Chapter 6.3 Service Charges / Penalty Fees.
This amount remains on the customer’s bill, even if the account is finaled out. All requests of the owner
or customer for shut-off or turn-on of water supply shall be made to the Commission.
3.1.8.3 Accidents, Breakdowns, Etc. In case of accidents, breakdowns, shortage of water supply, or
any causes beyond its control, or because of any act or omission on the part of the public authorities, or
their agents, or any of them, in the case of the making of repairs, renewals or replacements, the
Commission reserves the right to shut off the water supply from any one or any number of premises,
without notice, and shall in no manner be held responsible for any consequences of such shut-off.
3.1.8.4 Notice of Shut-Off. The Commission will give notice, in the manner deemed in its discretion to
be most effective, of any shut-off of the water supply wherever and whenever the giving of such notice is
practical, but nothing in these Policies contained shall be construed to require the giving of such notice
except where accounts have become delinquent, [in which case, the procedure stated in Article 2,
Chapter 2, Section 2.2.4 Delinquent Accounts, shall be followed].
3.1.8.5 Shut-Off Not Cause for Adjustment or Refund. The shutting off of the water supply to any
premise for any cause shall not entitle the customer to any adjustment or deduction nor cause a
cancellation of any contract or agreement for water supply service, except at the option of the
Commission.

Section 3.1.9 Leaks and Waste
3.1.9.1 It shall be the duty of every customer, owner, his agent or tenant to exercise due diligence to
prevent the waste of water and shall stop all leaks on his premises.
3.1.9.2 When Cause for Shut-Off. Any willful waste, or neglect to promptly stop persistent water leaks,
or unnecessary use of the Commission's water supply by any customer, shall be sufficient cause to
authorize the Commission to discontinue its service to the premise(s) without notice.
3.1.9.3 When Turned On Again. Whenever the water supply to and for any premises has been shut off
because of leaks or waste as in this Section provided, the same shall not be turned on again until all
cause or causes for shut-off have been remedied or removed, and until satisfactory assurance shall have
been given to the Commission that the condition causing the shut-off will not again exist by the owner, or
his agent or tenant, and a service charge shall have been paid to the Commission to cover the cost of
turning on the water supply again, as set forth in Article 6, Chapter 6.3 Service Charges / Penalty Fees
herein.

Section 3.1.10 Cooling Tower Policy
The Commission Billing Procedure for Facilities with Cooling Towers.
Customers within the
Commission’s service area who utilize cooling towers rated at 300 tons or more each will be eligible for
consideration for a wastewater billing allowance as outlined by this Policy, approved August 29 th, 1989
by the Commissioners. As can be seen, the sewer adjustment is a theoretical calculation based on a
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number of constants, and will not recognize sub-metered water flow. In order to be considered for the
billing adjustment, the customer/applicant must provide the following information, in writing, to the
Commission Chief Executive Officer:
(A) The tonnage rating of the cooling tower(s).
(B) The gallons per minute (GPM) flow or re-circulating rate of the cooling tower(s).
(C) The cooling range of the cooling tower(s) in degrees, Fahrenheit (F), usually 10ºF.
(D) Technical specs and data sheets verifying the above data and a statement from the responsible
official indicating the accuracy of the information.
(E) Upon receipt of the above information, the Chief Executive Officer will review the information and
authorize a Commission site-inspection, if deemed necessary. Calculation of the billing allowance will be
performed, once collection system integrity tests of the immediate sewer service area can be performed
by the Commission's staff to ensure that stormwater or other extraneous flow is not entering the sewer
system.
(F) If results of sewer system integrity tests indicate no deficiencies in the building sewers, the allowance
will be calculated according to the following formula, based upon recommendations of the American Society
of Heating, Refrigeration and Air Conditioning Engineers (ASHRAE):
(1) X
=
cooling range to tower (usually 10ºF)
Y
=
flow rate or re-circulate rate of tower in GPM/ton (usually 2-3 GPM/ton)
Then, Evaporative losses (gal/ton/hr) = 0.048 x X x Y
Drift losses (gal/ton/hr) = 0.06 x Y
Total losses
= Evaporative losses + Drift losses
Total yearly loss
= Total loss x Tonnage rating of tower x 1200 full load hours per year
= Gallons/year of water lost to atmosphere
(2) This is then converted to hundred cubic feet per year (Ccf/yr.) and the billing adjustment calculated
as follows:
Billing adjust/yr.($)= Ccf/yr. x Sewer rate/Ccf x 90 (for a 10% administrative charge)
a. The monthly billing adjustment would, therefore, be 1/12 of the annual adjustment calculated
above.
b. This factor would then be adjusted on the customer’s monthly sewer bill.
(3) If building sewer integrity testing reveals unauthorized connections, storm sewer crossconnections, leaking or cracked piping, etc., billing allowances will not be granted until all
deficiencies are corrected.
(G) The Commission reserves the right to delete or amend this billing adjustment procedure at any time for
just cause, providing the customer is given adequate notice.
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Note:

In the event that the monthly calculated cooling tower credit, per this policy, exceeds the actual
metered monthly water usage of a given facility, then in such cases, the cooling tower sewer billing
credit for that month will not apply.

Section 3.1.11 Transient and Non-Transient Water Use
The Commission shall have a Water Use Policy (EC-CC-0015) to provide guidance in the process of
permitting transient and/or non-transient vehicles for water use and performing inspections required to
permit and to provide guidance in the process of installing and removing hydrant assemblies for nontransient water usage customers.

Section 3.1.12 Acceptance of Water Services and Water Availability
The Commission is frequently requested to provide a Service Availability Letter for water projects,
including new developments, single-family lots, and other commercial, residential, industrial or
institutional properties within the Commission retail water service area. The intent of this Policy is to
define as clearly as possible, how the Commission will ascertain if water service is or is not “available” to
a particular property, and if so, under what circumstances.
Any subdivision of property for any purpose, especially when transferring property ownership rights, must
obtain a Commission Service Availability Letter. Any subdivision of property will be considered a “new
development”. This applies to single-family residential, multifamily residential, commercial, industrial or
institutional subdivisions of any nature.
The proponent must complete and submit a Request for Service Availability form found on the
Commission website. The information provided in this letter will be utilized by the Commission to
perform a preliminary hydraulic analysis in order to determine water service availability. Based on the
results and conclusions determined by the preliminary hydraulic analysis, a Service Availability Letter will
be issued by the Commission stating whether water service is available or is not available. This letter can
also be written to indicate water service availability upon the completion of water system improvements,
such as a main extension, designed and installed in accordance with the requirements of the
Commission’s Minimum Standards for the Design & Construction of Water and Wastewater Systems.
For the purpose of applying this Policy, the first determination will be to ascertain the level of service
required for the property. If the requested level of service is for a single building or premise, is for
domestic purposes only, and may be provided via a single service line size up to 2-inches in diameter,
then paragraph 3.1.12.1 below applies. If the requested level of service for the property exceeds any
parameter outlined above and includes interior and/or exterior fire protection paragraph 3.1.12.2 will
apply. The second determination will be to ascertain the proximity of the nearest potable water system
component with capacity to provide the level of service required for the property in question.
Water service will typically be considered not available via a tapped connection less than 6-inches in
diameter to any water main greater than 16-inches in diameter or to any water main that is prestressed
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concrete cylinder pipe.
requirements.

In all such cases, refer to paragraph 3.1.12.4 (B) for service availability

3.1.12.1 Single Domestic Only Service up to 2-inches. Water Service will be considered “available”
for requests under the following circumstances:
(A) The property under consideration must have access to a water main of sufficient size and capacity to
deliver the maximum instantaneous demand for the intended property use. In the context of this Policy
and for service availability, “access” means that a water line exists in a public Right-Of-Way or the
Commission easement which borders or is contiguous to the property under consideration, or an
easement may be obtained, by the proponent, through which to extend service to the property under
consideration, or
(B) Access to a water main can be obtained through a 5-foot private utility easement (minimum width)
through one other property parcel, and
(C) The water service length shall not exceed 150 feet (or a distance greater than the width of the rightof-way) from tap to meter as per Commission standards.
(D) The water main from which access to the property is available, per A and B above, is not prestressed
concrete cylinder pipe and is no greater than 16-inches in diameter.
3.1.12.2 Domestic Plus Interior and/or Exterior Fire Protection. Water service will be considered
“available” for requests under the following circumstances:
(A) Availability requests for properties in this category must first be prepared, in writing, by the property
owner or a Registered Professional Engineer in SC. Such requests are to be submitted to the
Commission Engineering & Construction Department for review to first determine the proximity of
existing water infrastructure and then to determine if the water infrastructure has sufficient size and
capacity to deliver the maximum instantaneous demand for the intended property use and the minimum
fire flow as defined in the Commission’s Minimum Standards for the Design & Construction of Water and
Wastewater Systems or as required by the governing fire department, whichever is greater. If capacity is
determined to be available at the proposed point of connection, an Availability Letter (with requisite
conditions) will be issued by the Commission.
In such cases, the proponent will be financially responsible for all costs associated with design,
permitting, and construction of all water infrastructure required to make such connection to the
Commission’s existing system and to serve the proposed development in accordance with the
requirements of the Commission’s Minimum Standards for the Design & Construction of Water and
Wastewater Systems and Development Policies as amended and in effect at the time a development
agreement is signed. The Commission will own, operate and maintain the newly constructed water
distribution system(s) upon satisfactory completion of all of the Commission’s transfer and close-out
requirements. SCDHEC construction and operational permits will be required for all such cases in this
category.
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3.1.12.3 Any properties not meeting the strict requirements of either paragraphs 3.2.12.1 or 3.1.12.2
above, will result in the Commission’s official determination that water service is not available to a given
parcel of property. In such cases of determination, the proponent will be notified, in writing, of this
determination by the Commission staff.
Note 1: This Policy is only intended to specify and clarify the Commission’s evaluation process for water
availability. All other Commission policies and requirements relating to water service remain in
effect, and are not superseded by this Policy.
Note 2: The Commission Chief Executive Officer shall have the authority to waive specific requirements
of this Policy, when justified, and as circumstances warrant, on a case-by-case basis.
3.1.12.4 Exceptions.
(A) Space constraints and other utility conflicts will not allow for a water main to be constructed in an
adequate water easement to allow for maintenance and or repairs. These will be considered on a caseby-case basis.
(B) Water service taps less than six (6) inches in diameter will not be permitted from mains that are
greater than 16-inches in diameter. In cases where such a main provides the only service availability,
the proponent for service will be required to coordinate with the Commission for establishing an alternate
connection point which allows for tapping a water main 16-inches or greater with at least a 6-inch main
extension suitable to meet their service demands, including fire protection if none exists. Each such
service will be evaluated on a case-by-case basis. The Commission Cost-Effectiveness Policy may
apply in these circumstances for proponents of service to an individual residential lot or ERU. The
Commission’s New Development and Construction Policies in effect at the time of service request shall
remain in effect for planned multi-service commercial, industrial, institutional and/or residential
developments.
(C) Water service taps less than six (6) inches in diameter will not be permitted from mains that are Prestressed Concrete Cylinder Pipe (PCCP). In cases where such a main provides the only service
availability, the proponent for service will be required to construct a main extension suitable to meet their
service needs including fire protection if none exists. The Commission’s Cost-Effectiveness Policy will
apply in these circumstances for proponents of service to an individual lot or ERU. The Commission’s
New Development and Construction Policies in effect at the time of service request shall remain in effect
for planned multi-service commercial, industrial, institutional and/or residential developments.

Section 3.1.13 Drought Management Plan and Response Regulation
3.1.13.1 Declaration of Purpose and Intent. The Commission understands the fundamental need to make
efficient use of the valuable water resources under its stewardship in order to protect the public's health and
safety and environmental integrity. The purpose of this document is to establish a plan and procedures for
managing water demand and evaluating supply options before and during a drought-related water shortage.
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The intent is to satisfy the requirements of the Drought Conservation Act of 1985 and the Drought
Response Act of 2000 (Code of Laws of South Carolina, 1976, Section 49-23-10, et seq., as amended)
with the goal of achieving the greatest public benefit from domestic water use, sanitation, and fire
protection; and to provide water for other purposes in an equitable manner. Therefore, the Commission
has adopted this Drought Management Plan and Drought Response Regulation that provide the policies
and the authority to fulfill this obligation. The Drought Management Plan outlines the framework by
which the Commission will internally prepare for water shortages. The Regulation provides the
regulations by which the Commission will manage and control its customer water usage during various
levels of a drought. . Nothing within the Surface Water Withdrawal Permitting and Reporting Regulation
(R61-119) limits or precludes any action authorized in the South Carolina Drought Response Act.
In order to prevent overly broad response to drought conditions, drought response measures shall be
considered within individual drought management areas or within individual counties, as applicable. The
Commission is within the Southern Drought Management Area and uses source water triggers to
determine when CWS’s is experiencing a demand shortage and when voluntary or mandatory reductions
are needed.
3.1.13.2 Drought Management Plan.
(A) Introduction. To ensure that the Commission adequately manages its water system during droughtrelated conditions, an organized plan is necessary for system operation and reliability, proper
communications, effective coordination, and ultimate allocation of water use. Prior planning will complement
the Commission's ability to respond to drought conditions and to enforce the related Regulation.
(B) Designation of Water System Drought Response Representative. The Drought Plan will be
administered by the designated executive officers of the Commission, who will principally be responsible for
making decisions related to the equitable distribution of water resources. These officers are as follows:
(1) Chief Executive Officer
(2) Assistant Chief Executive Officer
(3) Capital Projects Officer
The primary person responsible for Plan Administration who will serve as the Drought Response
Representative will be:
(1) Chief Executive Officer
Charleston Commissioners of Public Works
103 St. Philip Street
Charleston, SC 29403
The individual who will be the primary contact with the news media will be Commission's
Communications Manager:
(1) Communications Manager
Charleston Commissioners of Public Works
103 St. Philip Street
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Charleston, SC 29403
(C) Description of Water System Layout, Water Sources, Capacities, and Yields. The Commission's water
system is located in the Southern Drought Response Management Area of South Carolina. The system
serves customers in Berkeley, Dorchester, and Charleston Counties; including both wholesale and retail
customers. The existing retail customer base is approximately 116,000 accounts; with wholesale service to
the following utilities: Mt. Pleasant Waterworks, Isle of Palms Water and Sewer Commission, Town of
Sullivan's Island, Town of Folly Beach, St. Johns Water Company (including Kiawah Island and Seabrook
Island), Dorchester County Water and Sewer, and Joint Base Charleston (Department of Defense). The
Hanahan Water Treatment Plant consists of a conventional water filtration plant with SCADA telemetry for
monitoring and controlling water storage tanks for meeting peak and fire flow demands. The permitted
capacity of the Hanahan WTP is 115.4 MGD. There are presently presently three permitted raw water
supply sources available to the Hanahan WTP. The two (2) primary sources are: 1) the Bushy Park
Reservoir and Bushy Park Tunnel permitted at 150 MGD; and 2) the Edisto River at Givhans State Park and
Edisto Tunnel permitted at 287 MGD. The two back-up sources of supply are Goose Creek Reservoir and
Foster Creek, which would be back-fed from Bushy Park Reservoir. The primary source of supply — the
Bushy Park Reservoir — is owned and controlled by the Commission. Water discharged from the Pinopolis
Dam flows through the Tail-Race Canal into Durham Canal, which then flows into the Bushy Park Reservoir.
The release of water from the Pinopolis Dam by the South Carolina Public Service Authority ("Santee
Cooper") is controlled to a large extent by agreements with the U.S. Army Corps of Engineers, Santee
Cooper, and the Cooper River Water Users Association. In the established agreements, fresh water quality,
as measured by continuous water quality monitoring stations in Durham Canal and the Cooper River, must
be sufficient to ensure the use of the water for industrial and municipal purposes. Water quality is
continuously monitored by the U.S. Geological Survey (USGS), which receives information from monitoring
stations at Dean Hall, Durham Canal, and Pimlico by way of satellite relays. This real-time information is
then used by the USGS to determine if certain water quality thresholds are being exceeded. In that event,
USGS directs Santee Cooper to release 4,000 cubic feet per second (CFS) for 15 hours. If a second-tier
water quality threshold is exceeded, Santee Cooper must release 6,000 CFS.
Further, a second method confirms the sufficiency of the first by evaluating a daily tidal factor. The tide
factor is a dimensionless ratio of the tidal range of mean water level. If the tide factor is greater than 10,
an alert is called into Santee Cooper which has to release 4,000 CFS over 24 hours. If the factor is
greater than 15, a higher average flow rate is released from Pinopolis. For exceedance alerts, releases
are not contingent upon power demands. In certain cases, the capability exists for USGS to evaluate the
real-time monitoring data by complex non-linear computer models capable of predicting the quantity of
fresh water which must be released to preclude contravention of water quality standards for conductivity
used as a broad indicator variable for other water quality variables of concern. Hence, even during the
most significant drought of record, water quality of acceptable quantity could be maintained in Bushy
Park Reservoir. Furthermore, the Commission supplies source water for industrial use purposes to each
of the following users:
1) Ineos Chemicals (formerly BP/Amoco) through Bushy Park Reservoir; 2) DuPont and DAK-America
through Durham Canal; 3) Cooper River Partners through Bushy Park Reservoir; 4) SCE&G Co. Williams
Stations through Bushy Park Reservoir; and 5) WestRock through Edisto River via Edisto Tunnel and
Goose Creek Reservoir via their intake.
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(D) Identification of Water System Specific Drought or Water Shortage Indicators. Operators of every
water system must develop historical trends that are valuable indicators of a system's ability to meet
demand when demand begins to outpace supply. Accordingly, the Commission has developed triggers
based on 7Q10 and conductivity for use during potential drought or demand water shortages to confirm
when curtailment or reductions occur during the specific phases of the Drought Response Regulation.
7Q10 is defined as the annual minimum 7-day average streamflow with a 10-year recurrence interval and
is 347 CFS at Givhans Ferry as of USGS Report 2017-1110. The system triggers are as follows:
(1) Moderate Drought Phase
a. Edisto River. When the river at the intake is 90% of 7Q10 (312 CFS), a reduction of 72% of
the permitted capacity should occur. That is, the withdrawal of source water from the Edisto
River should not exceed 80 MGD. The residual water demand would be compensated by
withdrawal from the Bushy Park Reservoir (for CWS) and Goose Creek Reservoir (for
WestRock).
b. Bushy Park Reservoir. When the specific conductance of the water in the Durham Canal is
between 260 and 500 micro-siemens for a period of time greater than 48 hours.
(2) Severe Drought Phase
a. Edisto River. When the river at the intake is 75% of 7Q10 (260 CFS), a reduction of 79% of
the permitted capacity should occur; or, the withdrawal of source water from the Edisto River
should not exceed 60 MGD. The residual water demand would be compensated by
withdrawal from the Bushy Park Reservoir (for CWS) and Goose Creek Reservoir (for
WestRock).
b. Bushy Park Reservoir. When the specific conductance in the Durham Canal is between 500 and
1500 micro-siemens for a period of time greater than 48 hours.
(3) Extreme Drought Phase
a. Edisto River. When the river at the intake is 50% of 7Q10 (174 CFS), a reduction of 86% of the
permitted capacity should occur; or, the withdrawal of source water from the Edisto River
should not exceed 40 MGD. When the river is 25% 7Q10 (87 CFS), the withdrawal of source
water from the Edisto should not exceed 25 MGD (a reduction of 91% of the permitted
capacity). The residual water demand would be compensated by withdrawal from the Bushy
Park Reservoir (for CWS) and Goose Creek Reservoir (for WestRock).
b. Bushy Park Reservoir. When the specific conductance in the Durham Canal is greater than 1500
micro-siemens for a period of time greater than 48 hours.
(E) Cooperative Agreements and Alternative Water Supply Sources. Successful drought management
requires a comprehensive program by the water utility. In many situations administrative agreements are
required with other agencies to fully implement the Plan.
Agreements with other water purveyors may be necessary for alternative water supply sources. Other
agreements that strengthen conservation efforts by large users may be necessary. The Commission hereby
identifies the following agreements that are in place to facilitate the implementation of this Plan; each
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Agreement including the provision that the reduction of flow to the wholesale customer shall be in the same
proportion as the reduction in flow to the Commission's retail service customers: 1) Joint Base Charleston;
2) Dorchester County Water and Sewer;3) Town of Folly Beach; 4) Isle of Palms Water and Sewer
Commission; 5) Mt. Pleasant Waterworks; 6) St. Johns Water Company; and 7) Sullivan’s Island.
(F) Description of Pre-Drought Planning Efforts. Before the occurrence of a water supply shortage and the
need to implement the emergency provisions of the Regulation, it is important that certain pre-response
measures be taken with the aim of conserving the system's source water, as well as the water distributed to
the customer. In regards to the conservation measures listed below, the Commission has taken the
following actions:
(1) Identification of all major water users of the system as heretofore identified.
(2) Provisions in wholesale customer contracts requiring that the receiving water utility have an
approved Drought Management Plan. In addition, water main extension contracts between the
Commission and the developers of new projects with an associated water demand include the
provision that a moratorium on all new water service connections may be invoked in the event of an
Extreme water shortage.
(3) A vigorous public education program is critical for achieving substantial water use reductions. An
effective public outreach program will keep the public informed about the water supply situation,
what actions will mitigate drought emergency problems, and how well the public is doing in terms of
meeting the program goals. Keeping the public involved, informed, and participating in the decisionmaking process is key to implementing an effective Drought Management Plan. The Commission
has designed for periodic distribution a bill insert which encourages all water customers to practice
water conservation and to make wise use of water resources. This educational brochure further
encourages the reduction of non-essential water usage during peak water demand periods. In
addition, an annual brochure is distributed encouraging homeowners to insulate exposed water
pipes to protect from freezing and the potential loss of water. To assist the customer with finding
water leaks in home plumbing systems, the Commission offers assistance to the homeowner in
determining water leaks and provides continuous flow monitoring to pinpoint the time of excessive
flow demand.
Furthermore, the Commission's many efforts at water conservation are highlighted with its
participation in an annual Earth Day held in cooperation with Charleston County and the City of
Charleston. Water saving devices and leak detection tips are provided to the homeowner.
Moreover, these methods of education are augmented with periodic Public Service Announcements
on local television stations and interviews with the local print and electronic media.
(G) Description of Capital Planning and Investment for System Reliability and Demand Forecasting.
Water utilities routinely find that capital improvements to the system strongly enhance their ability to
compensate for times of drought. It is important that every water utility aggressively plan and build for
future needs. The utility must continue to provide for system operation flexibility, improved pumping and
storage capacity, and new technologies to meet the demands of tomorrow. Accordingly, the Commission
has concentrated on providing system redundancy with respect to source water supply, internal water
treatment plant operations, and water distribution and storage. To begin with the Commission's main
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water supply — the Bushy Park Reservoir — receives a discharge of fresh water from the Pinopolis Dam
equal to an average day of 4,500 cubic feet per second. To ensure that the supply in Bushy Park
Reservoir remains fresh and is not overly influenced by the tidal salt water prism from the Cooper River,
USGS monitoring stations continuously monitor the water quality to ensure adequate fresh water is being
released from the Pinopolis Dam. This complex process has been heretofore described. In addition to
the primary source, the Commission's secondary source of supply is the Edisto River. While the Edisto
River's drainage basin is much smaller than the Santee-Cooper Basin, nonetheless, historically low flows
would be able to provide percentages of source water to the Hanahan WTP as outlined in detail in
paragraph D above. The permitted capacity of the Hanahan WTP is 115.4 MGD. In order to meet the
needs of peak flow conditions, the firm low service pumping capacity of the treatment plant is 125 MGD,
and the firm high service capacity of the treatment plant is 145 MGD. The treatment plant maintains
finished water storage of 12.5 million gallons (MG), and the water distribution system has a finished
water storage of 21.5 MG. This does not include the finished water storage of the Commission's many
wholesale customers. An aggressive engineering planning process, using demographic data from the
local Council of Governments (BCD-COG), as well as trending data for almost 100 years, gives the
Commission excellent insight into future water demands and the benefits of its water conservation
program. Water distribution system hydraulic modeling also allows the water distribution mains and
storage tanks to be designed and constructed before the actual demand exceeds system capacity.
Capital improvement plans are based upon a short-term five (5) year planning cycle, with longer planning
periods used for certain specific infrastructure needs.
3.1.13.3 Drought Response Regulation.
(A) Declaration of Policy and Authority. The objective of this Drought Response Regulation is to establish
authority, policy, and procedure by which the Commission will take the proper actions to manage water
demand during a drought-related shortage. The Regulation satisfies the requirements of the Drought
Response Act of 2000 and has the goal of achieving the greatest public benefit from limited supplies of
water needed for domestic water use, sanitation, and fire protection, and of allocating water for other
purposes in an equitable manner.
This Regulation outlines the actions to be taken for the conservation of water supplied by the Commission.
These actions are directed both towards an overall reduction in water usage and the optimization of supply.
To satisfy these goals, the Commission hereby adopts the following regulations and restrictions on the
delivery and consumption of water. This Regulation is hereby declared necessary for the protection of
public health, safety and welfare, and shall take effect upon its adoption by the Board of Commissioners.
If it becomes necessary to conserve water in its service area due to drought, the Commission is authorized
to issue a proclamation (a "Proclamation") that existing conditions prevent fulfillment of the usual water-use
demands. The Proclamation is an attempt to prevent depleting the water supply to the extent that water use
for human consumption, sanitation, fire protection, and other essential needs becomes endangered.
Immediately upon issuance of such a Proclamation, regulations and restrictions set forth under this
Regulation shall become effective and remain in effect until the water supply shortage has ended and the
Proclamation rescinded.
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Water uses that are regulated or prohibited under this Regulation are considered to be non-essential and
continuation of such uses during times of water supply shortages is deemed to constitute a waste of water,
subjecting the offender(s) to penalties.
(B) Moderate Drought Phase. Upon notification by the Drought Response Committee that a Moderate
drought condition is present and is expected to persist, and upon determination by the Commission that a
moderate water supply shortage exists based on trigger levels, the Commission will seek voluntary
reductions from its customers in the use of water for all purposes and voluntary reductions on using water
during certain peak water demand periods. Specifically, the goal during this phase is to achieve a reduction
of 20% in residential water use and 15% in other water uses such as commercial, industrial, institutional,
and irrigation; and a reduction in overall water use of 15%. To accomplish this, the Commission will take the
following actions:
(1) Issue a Proclamation to be released to local media, the Commission’s customers, and to the South
Carolina Department of Natural Resources Drought Information Center, that Moderate drought
conditions are present for the Commission's water system.
(2) Provide written notification to the South Carolina Department of Natural Resources Drought
Information Center and routinely publish in a newspaper of general circulation in the service area of
the water system the voluntary conservation measures that the customers are requested to follow
during Moderate drought conditions, including:
a. Reduce residential water use to 75 gallons per person per day and a maximum of 300
gallons per household per day;
b. Eliminate the washing down of sidewalks, walkways, driveways, parking lots, tennis courts,
and other hard surfaced areas;
c. Eliminate the washing down of buildings for purposes other than immediate fire protection;
d. Eliminate the flushing of gutters;
e. Eliminate the domestic washing of motorbikes, boats, cars, etc.;
f. Eliminate the use of non-recirculated water to maintain fountains, reflection ponds, and
decorative water bodies for aesthetic or scenic purposes; except where necessary to support
aquatic life;
g. Reduce watering of lawns, plants, trees, gardens, shrubbery, and flora on private or public
property to the minimum necessary. Encourage outdoor watering to be done during off-peak
hours;
h. Reduce the amount of water obtained from fire hydrants for construction purposes, fire drills,
or for any purpose other than fire-fighting or flushing necessary to maintain water quality; and
i. Limit normal water use by commercial and individual customers including, but not limited to,
the following:

Stop serving water in addition to another beverage routinely in restaurants;

Stop maintaining water levels in scenic and recreational ponds and lakes, except for
the minimum amount required to support aquatic life;

Cease water service to customers who have been given a 10-day notice to repair one
or more leaks and have failed to do so.
(3) Intensify maintenance efforts to identify and correct water leaks in the distribution system.
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(4) Cease to install new irrigation taps on the water system.
(5) Continue to encourage and educate customers to comply with voluntary water conservation.
(C) Severe Drought Phase. Upon notification by the Drought Response Committee that a Severe drought
condition is present and is expected to persist, and upon determination by the Commission that a severe
water supply shortage exists based on trigger levels, the Commission will seek voluntary reduction in the
use of water for all purposes and mandatory restrictions on non-essential usage and restrictions on times
when certain water usage is allowed. Specifically, the goal during this phase is to achieve a reduction of
25% in residential water use, 20% in all other water use categories, and a reduction in overall water use of
20%. To accomplish these goals, the Commission will take the following actions:
(1) Issue a Proclamation to be released to the local media, the Commission's customers, and to the
South Carolina Department of Natural Resources Drought Information Center that Severe drought
conditions are present.
(2) Provide written notification to the South Carolina Department of Natural Resources Drought
Information Center and routinely publish in a newspaper of general circulation in the service area of
the water system the voluntary conservation measures and mandatory restrictions to be placed on
the use of water supplied by the utility, including:
a. Voluntary reduction of residential water use by the utility' s customers to 65 gallons per
person per day and a maximum of 250 gallons per household or ERU per day.
b. Control landscape irrigation by the utility's customers by staggering watering times.
c. Mandatory restrictions on the use of water supplied by the utility for activities including:
 Eliminate the washing down of sidewalks, walkways, driveways, parking lots, tennis
courts, and other hard surfaced areas;
 Eliminate the washing down of buildings for purposes other than immediate fire
protection;
 Eliminate the flushing of gutters;
 Eliminate domestic washing of motorbikes, boats, cars, etc.;
 Eliminate the use of non-recirculated water to maintain fountains, reflection ponds, and
decorative water bodies for aesthetic or scenic purposes, except where necessary to
support aquatic life;
 Eliminate filling or maintaining public or private swimming pools;
 Eliminate obtaining water from fire hydrants for construction purposes, fire drills, or any
purpose other than fire-fighting or flushing necessary to maintain water quality; and
d. Limit use of water by commercial and individual customers including, but not limited to, the
following:
 Stop serving water in addition to another beverage routinely in restaurants;
 Stop maintaining water levels in scenic and recreational ponds and lakes, except for the
minimum amount required to support aquatic life;
 Limit irrigating golf courses and any portion of its grounds;
 Cease water service to customers who have been given a 10-day notice to repair one or
more leaks and have tailed to do so; and
 Limit expanding commercial nursery facilities, placing new irrigated agricultural land in
production or planting or landscaping when required by site design review process.
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(3) Intensify maintenance efforts to identify and correct water leaks in the distribution system.
(4) Continue to cease installation of new irrigation taps on the water system.
(5) Publicize widely the penalties to be imposed for violations of mandatory restrictions and the
procedures to be followed if a variance in the restrictions is requested.
(6) Expand the use of education and public relations efforts and emphasize the penalties associated
with violating the mandatory restrictions.
(7) Provide written notification monthly to the South Carolina Department of Natural Resources Drought
Information Center regarding the success of the voluntary and mandatory restrictions.
(D) Extreme Drought Phase. Upon notification by the Drought Response Committee that an Extreme
drought condition is present and is expected to persist, and upon determination by the Commission that an
extreme water supply shortage exists based on the trigger levels, the Commission will impose mandatory
restrictions in the use of water for all purposes and on the times when certain water usage is allowed.
Specifically, the goal during this phase is to achieve a reduction of 30% in residential water use, 25% in all
other categories of water uses and a reduction in overall water use of 25%. To accomplish these goals, the
Commission will take the following actions:
(1) Issue a Proclamation to be released to the local media, the Commission's customers, and to the
South Carolina Department of Natural Resources Drought Information Center that Extreme drought
conditions are present;
(2) Provide written notification to the South Carolina Department of Natural Resources Drought
Information Center and routinely publish in a newspaper of general circulation in the service area of
the water system the mandatory restrictions to be placed on the use of water supplied by the utility,
including:
a. Limiting residential water use to 55 gallons per person per day and a maximum of 225
gallons per household or ERU per day.
b. Eliminate landscape irrigation by the utility's customers.
c. Mandatory restrictions on the use of water supplied by the utility for activities including:
 Eliminate the washing down of sidewalks, walkways, driveways, parking lots, tennis
courts, and other hard surfaced areas;
 Eliminate the washing down of buildings for purposes other than immediate fire
protection;
 Eliminate the flushing of gutters;
d. Limit normal water use by commercial and individual customers including, but not limited to,
the following:
 Stop serving water in addition to another beverage routinely in restaurants;
 Stop maintaining water levels in scenic and recreational ponds and lakes, except for the
minimum amount required to support fish and wildlife;
 Limit irrigating golf courses and any portion of their grounds;
 Cease water service to customers who have been given a 10-day notice to repair one or
more leaks and have failed to do so; and
 Limit expanding commercial nursery facilities, placing new irrigated agricultural land in
production, or planting or landscaping when required by site design review process.
(3) Intensify maintenance efforts to identify and correct water leaks in the distribution system.
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(4) Continue to cease installation of new irrigation taps on the water system.
(5) Other conservation measures would be:
a. Reduce the issuance by 50% of new water service connections and contracts for all new
water main extensions. As part of the public information process, provide notice to
developers of the reduction;
b. Encourage all residential water customers to voluntarily reduce overall monthly water usage
to the aforementioned goals. If voluntary and not successful, the Commission may, at its
option, implement the following excessive use (surcharge) rate schedule for water:
Tier I
0 — 225 gallons/ERU regular rate
Tier II 225 — 250 gallons/ERU 1.5 times regular rate
Tier III Over 250 gallons/ERU 2.0 times regular rate
c. If the conservation measures of the Regulation or Plan prove inadequate to mitigate the
effects of the drought conditions or water supply availability, the Commission may take
additional actions including, but not limited to:
 Decreasing the gallon/ERU limits in the different tiers; and
 Reduction of water system pressure as needed.
(6) Publicize widely the penalties to be imposed for violations of mandatory restrictions and the
procedures to be followed if a variance in the restrictions is requested.
(7) Expand the use of education and public relations efforts as conducted under the Moderate and
Severe drought phase and emphasize the penalties associated with violating the mandatory
restrictions.
(8) Provide written notification monthly to the South Carolina Department of Natural Resources Drought
Information Center regarding the success of the mandatory restrictions.
(E) Rationing. If a drought threatens the protection of public health and safety, the Commission is hereby
authorized to ration water.
(F) Enforcement of Restrictions. If any customer of the Commission fails to comply with the mandatory
water use restrictions of this Regulation, the customer shall be given a written notice of such failure to
comply, which cites the date of said violation, and shall be assessed surcharges in accordance with the
following surcharge and shall be added to the customer's water bill;
(1) First violation: $25.00 surcharge shall be added to the customer’s water bill;
(2) Second violation: an additional $25.00 surcharge shall be added to the customer's water bill;
(3) Third violation: the customer's water service shall be terminated and restored only after payment of
a surcharge of $50.00 in addition to all previously assessed surcharges.
Law enforcement agencies and other authorized agencies or designated employees in the respective
jurisdiction which is being supplied water by the Commission, shall diligently enforce the provisions of the
Drought Response Regulation.
(G) Variances. Customers, who in their belief are unable to comply with the mandatory water use
restrictions of this Drought Response Regulation, may petition for a variance from restrictions by filing a
petition with the Commission within ten (10) working days after the issuance of the Proclamation requiring
water use restrictions. All petitions for variance shall contain the following information:
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(1)
(2)
(3)
(4)
(5)
(6)
(7)
(8)
(9)
(10)

Name and address of the petitioner;
Purpose of water usage;
Special provision from which the petitioner is requesting relief;
Detailed statement as to how the curtailment declaration adversely affects the petitioner;
Description of the relief desired;
Period of time for which the variance is sought;
Economic value of the water use;
Damage or harm to the petitioner or others if petitioner complies with the Regulation;
Restrictions with which the petitioner is expected to comply and the compliance date;
Steps the petitioner is taking to meet the restrictions from which the variance is sought and the
expected date of compliance; and
(11) Other information as needed.
In order for the variance to be granted, the petitioner must demonstrate clearly that compliance with the
Regulation cannot be technically accomplished during the duration of the water supply shortage without
having an adverse impact upon the best interests of the community. The Commission is authorized to grant
the request for variance.
In addition, the Commission is authorized to grant temporary variances for existing water uses otherwise
prohibited under the Regulation if it is determined that failure to grant such variances could cause an
emergency condition adversely affecting health, sanitation, and fire protection for the public. No such
variance shall be retroactive or otherwise justify any violation of this Regulation occurring prior to the
issuance of the variance. Variances granted by the Commission shall include a timetable for compliance and
shall expire when the water supply shortage no longer exists, unless the petitioner has failed to meet
specified requirements.
(H) Status of the Regulation.
(1) If any portion of this Regulation is held to be unconstitutional for any reason, the remaining portions
of the Drought Response Regulation shall not be affected.
(2) The provisions of this Regulation shall prevail and control in the event of any inconsistency between
this Regulation and other rules and regulations of the Commission.
(3) Nothing in this Regulation shall be deemed to invalidate or be interpreted in a manner inconsistent
with any covenants now in effect and given as security to holders of bonds secured by revenues of
the system.
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Section 3.2.1 Water System Activation / Service Acceptance
3.3.1.1. Water systems will not be activated, or approved for providing water service in any capacity, until
all of the following steps are completed:
(A) All requirements established by SC DHEC have been completely satisfied.
(B) All requirements established by the Commission’s Engineering & Construction Department have
been completely satisfied. Requirements are published in the Minimum Standards for the Design &
Construction of Water and Wastewater Systems.
(C) The Commission issues a Service Acceptance Letter.

Section 3.2.2 Engineering Service Fees for Water
3.2.2.1 Engineering Services Fee. The Commission will charge an Engineering Service Fee as a
component of each water impact fee assessed. The Engineering Services Fee will serve to fund the cost
of reviewing developer and customer plans, specifications, design documents, sketches, calculations and
providing other associated administrative services and construction inspection services associated with
new development and the installation of new services. The Engineering Services Fee will be established
based on periodic evaluations performed by the Commission staff and the amount of the fee shall be
included in the Commission’s Policies Manual.
3.2.2.2 Engineering Service Fee Deposit. One hundred dollars ($100) of the Engineering Services Fee
shall be considered a non-refundable Engineering Services Fee Deposit collected at the time plans are
submitted for review to cover the Commission’s engineering and administrative costs. In no case will the
total Engineering Services Fee Deposit amount be less than $500 for a single project submittal. No plan
review will be performed prior to payment of the deposit. The deposit will be credited toward the total
Engineering Services Fee amount due for the project once final plans are approved for permitting by the
Commission. However, the deposit amount is non-refundable if the project is cancelled after submittal
to the Commission and will not be credited if the project is reinitiated at some later date.
3.2.2.3 Refunds. Prior to submitting the project to SC DHEC for a construction permit, the Commission
will collect the balance of the Engineering Services Fees due along with the total impact fees due. Prior
to project commissioning, Engineering Services Fees paid to the Commission may be reimbursed to the
developer, less the Engineering Services Fee Deposit amount, if a project is cancelled or the scope of
the project is reduced. Upon determination by the Commission that a portion of the Engineering
Services Fees is eligible for reimbursement, the applicable amount will be refunded. The Engineering
Services Fee Deposit amount, $100 for each water service impact fee assessed in the original project
scope, is not refundable and will be retained by the Commission to cover its administrative and
engineering costs. In no case will the amount of the non-refundable Engineering Service Fee Deposit be
less than $500.
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3.2.2.4 Resubmittals. If the developer wishes to re-initiate a project or activate a delayed project phase
after receiving an impact fee refund, a new project submittal will be required in conformance with the
most current requirements of the Commission’s Minimum Standards for the Design & Construction of
Water and Wastewater Systems, at which time impact fees will be assessed according to the most
current Commission fee structure.
No credit will be given for any portion of Engineering Services Fees previously retained by the
Commission.
3.2.2.5 Exceptions. Exceptions to this Policy may be made on a case-by-case basis by the Chief
Executive Officer (CEO) if the CEO determines that extraordinary circumstances exist, such that an
exception to the Policy is required in order to make certain that the application and intent of this Policy is
fair and reasonable both to the customer and the Commission.

Section 3.2.3 Hydrants
The jurisdictional authority for fire protection in the project area shall be responsible for determining the
minimum requirements for fire hydrants. The Commission reserves the right to require the installation of
fire hydrants in addition to the minimum required by the jurisdictional authority. When no jurisdictional
requirements are established for the project area, fire hydrants will generally be spaced at intervals of
1000 feet in rural areas and at intervals of 500 feet in urban areas, as determined by the Commission’s
Engineering & Construction Department. The Commission reserves the right to require closer fire hydrant
spacing, solely at its discretion.
All costs for fire hydrants required for new development or upgrade to an existing development shall be
borne by the developer. The developer of the property shall be responsible for the design, permitting,
and construction of the fire hydrants and for deeding the fire hydrants to the Commission for operation
and maintenance.
All installed fire hydrants become the property of the Commission. The Commission will own, operate
and maintain fire hydrants that are conveyed along with the appropriate easements where required.
The Commission does not allow the installation of private fire hydrants. Exceptions to this Policy may be
made on a case-by-case basis by the Chief Executive Officer (CEO) if the CEO determines that
extraordinary circumstances exist, such that an exception to the Policy is required in order to make
certain that the application and intent of this Policy is fair and reasonable both to the customer and the
Commission.

Section 3.2.4 Installation of Water Facilities in Established Subdivisions
3.2.4.1 The Commission is sometimes requested to install water systems in established subdivisions
where public water service does not exist. The Commission will consider these requests on a case-bycase basis and may elect to install water systems provided funding is available and the request meets
the following criteria:
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(A) The subdivision or planned unit development is determined to be approximately 50% developed and
occupied.
(B) A request or petition signed by at least 75% of the existing residents is submitted to the
Commission’s Engineering & Construction Department indicating that they are willing to pay the
published the Commission’s water connection fees and rates and agree to connect to the system and
become a customer should the water system be constructed.
(C) Letter of Commitment outlining an individual’s commitment to connect to the water system.
3.2.4.2. The Commission will evaluate each request and determine the feasibility and cost effectiveness
of the project based on the total project cost, number of equivalent residential units served and other
criteria that may be specific to the request on a case by case basis. Refer to Article 2, Chapter 5,
Section 2.5.2, Cost-Effectiveness Policy for details.

Section 3.2.5 Water Service by Master Meter to an Area Currently Serving Multiple Users
by Wells
3.2.5.1. The Commission may elect to provide water service to an area where service is currently
provided through the use of wells serving multiple users. In this case, a master meter may be
considered to provide a connection to an existing water main owned by the Commission. All fire
protection requirements established by the jurisdictional authority for fire protection in the service area
must be met as a part of the project to connect the system to the existing Commission-owned water
main. The improvements required to meet the fire protection requirements will be funded by the entity
requesting service.
3.2.5.2. All construction, including abandoning and disconnecting the wells, will be in accordance with
SC DHEC regulations, the Commission’s Minimum Standards for the Design & Construction of Water
and Wastewater Systems, and the Commission’s Cross-Connection Control Program requirements, and
shall be at the expense of the owner(s).
3.2.5.3. The entity requesting service shall be responsible for payment of the published Commission
water connection fees prior to the existing system being connected to the Commission water system.

Section 3.2.6 Retail Metering
3.2.6.1 General. The Commission will only allow one (1) water meter per residential or commercial unit
with the exception of an additional meter for an irrigation system or lawn sprinkler. Other exceptions may
be considered on a case-by-case basis. The Commission’s Cross-Connection Control Program applies
to all water service connections.
3.2.6.2 Individual Meters. The Commission requires an individual water meter for each of the following
types of domestic services:
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(A) Each one-family detached dwelling
(B) Each unit in a one-family attached dwelling
(C) Each unit in a two-family dwelling
(D) Each unit in a multiple dwelling with fewer than three (3) stories
(E) Mobile homes
(F) Each commercial establishment
(G) Each commercial establishment in a multiple occupancy building with one (1) story
3.2.6.3 Master Meters. A master meter is defined as a water meter that serves multiple dwellings,
premises, or establishments, or a water distribution system not owned by the Commission. The
Commission will require a master meter for each of the following types of retail domestic services:
(A) Each multiple family dwelling building with three (3) or more stories
(B) Each multiple occupancy commercial building with two (2) or more stories
In all cases of master metering, the meter may serve as a dual-purpose meter for domestic needs and
fire suppression needs if applicable. The Commission does not accept service contracts for master water
meters.
3.2.6.4 Exceptions to this Policy may be made on a case-by-case basis by the Chief Executive Officer
(CEO) if the CEO determines that extraordinary circumstances exist, such that an exception to the Policy
is required in order to make certain that the application and intent of this Policy is fair and reasonable
both to the customer and the Commission.

Section 3.2.7 Fire Services
3.2.7.1 Dedicated Fire Services. A dedicated fire service is defined as an unmetered service to a single
structure, without looping or connection to a public or private hydrant, which provides water supply for
usage in internal fire protection systems only. No commercial, domestic, industrial, or other water uses
are allowed. In all cases, the applicant for a dedicated fire service shall submit plans prepared by a
professional engineer to the Commission’s Engineering & Construction Department for review and
approval prior to installation by a Commission Approved Contractor. The Commission will designate the
point of connection to the water system. The Commission will only be responsible for operation and
maintenance of the dedicated fire service from the Commission water main to the edge of the right-ofway or easement. The Cross-Connection Control Program will apply. Refer to the Commission’s
Minimum Standards for the Design & Construction of Water and Wastewater Systems for details. In
cases where a main extension is required to provide the level of service requested, Policy No. 88001 for
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Water System Extensions will apply. The Commission reserves the right to require installation of a flow
monitoring system on all dedicated fire services. Refer to the Commission’s Policy Regarding Fire
Services for more information and exceptions to this policy.
3.2.7.2 Dual Purpose Fire Services. For installations that meet with the Commission’s master meter
criteria outlined in Article 3, Chapter 2, Section 3.2.6 Retail Metering, a single meter may be installed to
provide both domestic and fire service (dual-purpose). In all cases, the applicant for a dual-purpose fire
service shall submit plans prepared by a professional engineer to the Commission’s Engineering &
Construction Department for review and approval prior to installation by a Commission approved
contractor. The Commission will designate the point of connection to the water system. The
Commission will only be responsible for operation and maintenance of the dual-purpose fire service from
the Commission water main to the water meter. The Commission’s Cross-Connection Control Program
will apply. Refer to the Commission’s Minimum Standards for the Design & Construction of Water and
Wastewater Systems. for details. In cases where a main extension is required to provide the level of
service requested, Policy No. 88001 for Water System Extensions will apply. The Commission will not
permit private water systems for fire service where the Commission capacity is available. Refer to Article
3, Chapter 1, Section 3.1.3 Private Fire Protection Service for more information and exceptions to this
policy.

Section 3.2.8 Water System Design and Construction Procedures
Any entity wishing to install or extend any Commission water system facility must adhere to the
requirements described in the Commission’s Minimum Standards for the Design & Construction of Water
and Wastewater Systems.as amended and in force at the time the Development Agreement is signed. In
the event that no Development Agreement is required, the system must conform to the requirements in
place at the time plans are approved for installation by the Commission. In the event that construction
does not progress at a reasonable rate following approval or is otherwise not initiated within one (1) year,
the Commission will re-evaluate the project on the basis of service availability, fees and design standards
to ensure conformance with requirements in place at the time the project is re-initiated. Refunds of fees
paid to the Commission, if applicable, will be as described in the following policies: Article 3, Chapter 2,
Section 3.2.2 Engineering Service Fees for Water and Article 3, Chapter 2, Section 3.2.10 Water System
Impact Fees.

Section 3.2.9 Water Service Area
It is the policy of the Commission to provide retail water service to areas inside and outside the city limits
of Charleston in a manner that will not infringe upon the rights or authorities of other local jurisdictions.
The Commission may also provide wholesale and/or retail service based on agreements with other
municipalities or governmental agencies.

Section 3.2.10 Water System Impact Fees
3.2.10.1 Water Impact Fees. Impact fees are defined as fees that are collected by the Commission
when new services are requested. Impact fees help to offset the costs associated with designing and
constructing capital facilities, which provide for the treatment, pumping, transmission, and distribution of
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water. Impact fees will be reviewed periodically and adjusted accordingly in conformance with sound rate
making principles and practices for utility systems.
Impact fees will be assessed to all new residential, commercial, industrial, and institutional projects for
which water service can be provided. If service cannot be provided, the project and associated impact
fees will be deferred until such time as service is available and fees will be due at the prevailing rate at
that time. Water impact fees are assessed on new services based on the size of service required.
Impact fees for all projects will be assessed and collected prior to the submittal of plans to SC DHEC for
construction permits. All fees must be paid prior to the initiation of service. Water impact fee amounts
are as defined in this manual, as amended. Each water impact fee assessed includes an engineering
services fee component, refer to Article 3, Chapter 2, Section 3.2.2 Engineering Service Fees for Water.
Impact fees will not be charged on detached single-family residential ¾-inch irrigation-only services, or
dedicated fire services. Impact fees will be assessed on all other water services.
Water impact fees (as currently published, based on tap size) will be charged for all new taps to the
Commission’s water system except for the following cases:
3.2.10.2 No impact fee to be charged for any residential 3/4-inch irrigation-only services for one-family
detached dwellings. This includes residential irrigation services for new, as well as existing residences.
Customer must first have an active domestic account or apply first for a domestic account at that location
before acceptance of the irrigation account. For any detached single-family residential irrigation-only
services greater than 3/4-inch, the customer will be required to pay a water service impact fee equal to
the difference between requested irrigation service size and the published impact fee for a typical 3/4inch service.
3.2.10.3 No impact fee to be charged for existing multiple facilities on “master”-meters, where the
customer is simply applying for new “individual” meters to segregate metering of existing Commission
master-metered facilities if the original master meter was installed prior to July 1, 2001. This is the date
the Commission began requiring pretapped services for all new projects. If such requests are made in
situations where the original master meter was installed subsequent to July 1, 2001, impact fees will be
calculated to allow impact credits upon the abandonment of a meter. If additional meters are being
applied for and no metered services are being abandoned, impact fees will apply. Refer to examples
below if a meter-up-sizing is involved.
Example: 4-unit apartment building on (1) meter
Customer applies for (3) additional individual meters. Original master-meter installed in 1984. No new
water impact fees due since units are existing Commission “master-metered” accounts which were
served prior to July 1, 2001. Charge only tap fees in this case.
New developments where water impact fees have been paid in advance by the project developer/owner,
etc. thru the Engineering & Construction Department. Check with Engineering & Construction for fee
verification.
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If an existing customer desires to up-size their existing water service, they will be charged the new tap
fee for the up-sized service; they will be charged a water impact fee based on the impact fee difference,
excluding the engineering portion of the fee, between the “old” service size and the “new”, larger service
size. “Old” service must be de-activated within sixty (60) days of installation of new service; otherwise,
the credited amount will be added to the new account.
Example: Existing customer with 3/4-inch domestic service wishes to up-size to a 1-inch domestic
service.
Customer is to be charged for new 1-inch tap fee and 1-inch water impact fee at the difference between
a 3/4 inch and 1-inch water impact fee. The difference is based on the impact portion only.
Special situations as may be directed, in writing, by a Commission Officer.
3.2.10.4 Refunds. Prior to project Commissioning, a portion of the impact fees paid to the Commission
may be reimbursed to the developer if 1) a project is cancelled, 2) the scope of the project is reduced, or
3) the project is divided into multiple phases. Upon determination by the Commission that a portion of
the impact fees is eligible for reimbursement, the applicable amount will be refunded, refer to Policy
Section 3.2.2 Engineering Service Fees for Water. After project Commissioning, the Commission will not
refund any portion of the impact fees paid by the developer.
3.2.10.5 Resubmittals. If the developer wishes to re-initiate a project or activate a delayed project
phase after receiving an impact fee refund, a new project submittal will be required in conformance with
the most current requirements of the Commission’s Minimum Standards for the Design & Construction of
Water and Wastewater Systems, at which time impact fees will be assessed according to the most
current Commission fee structure.
No credit will be given for any portion of Engineering Services Fees previously retained by the
Commission.
3.2.10.6 Exceptions. Exceptions to this Policy may be made on a case-by-case basis, by the Chief
Executive Officer (CEO), if the CEO determines that extraordinary circumstances exist such that an
exception to the Policy is required to make certain that the application and intent of the Policy is fair and
reasonable both to the customer and the Commission.

Section 3.2.11 Water System Tap Fees
The Commission assesses tap fees to all new connections made to the water system. The tap fee is
established based on sound utility rate-making principles and practices. The respective tap fee amounts
are defined in Article 6, Chapter 6.4, Water Tap & Impact Fee Schedule. Tap fees will not be charged for
dedicated fire services.
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Section 3.2.12 Commission Takeover of Private Water Distribution Systems Serving
Existing Residential Communities
3.2.12.1. This policy is applicable to the Commission’s takeover of water systems servicing existing
residential communities (trailer/mobile homes, prefabricated homes, or site-built homes) that are on
private water or well systems that have been approved for construction and operation by SC DHEC. The
goal of this policy is to help create a more uniformed water quality throughout the Commission service
area by eliminating various less controlled water sources where a variation in water quality may exist.
3.2.12.2. The Commission will evaluate each request of this nature on a case-by-case basis and
determine the feasibility and cost effectiveness of the project based on the total project cost, number of
equivalent residential units served and other criteria that may be specific to the request. Refer to Article
2, Chapter 5, Section 2.5.2 Main Extensions Cost-Effectiveness for details. This policy applies to systems
meeting all of the following criteria:
(A) Water is provided by a well or other private water source.
(B) The system was constructed to SC DHEC standards.
(C) Fire protection is either in place or will be constructed by the proponent in accordance with the
requirements of the jurisdictional authority for fire protection in the area to be served, prior to the
Commission takeover.
(D) There is an existing Commission water main adjacent to the area to be served, without a main
extension, with capacity capable of supplying the needs of the subject community.
(E) The system must be inspected by the Commission and meet the Commission’s approval for operation
and maintenance.
(F) Once the system has been found to meet the preceding criteria, the system will be considered for
takeover.
3.2.12.3. All construction, including well abandonment, will be in accordance with SC DHEC regulations,
the Commission’s Minimum Standards for the Design & Construction of Water and Wastewater
Systems., and the Commission’s Cross-Connection Control Program requirements.
3.2.12.4. The Commission will contract with a Commission-approved contractor to install any required pipe,
obtain necessary permits, install tapping equipment, and make the physical connection to the water main.
The proponent(s) will be responsible for any cost associated with connection of the existing water system
with the Commission water main in excess of the amount the Commission will contribute under its CostEffectiveness Policy.
Water meters shall be established within the existing residential community in
accordance Article 3, Chapter 2, Section 3.2.6 Retail Metering. The proponent(s) shall be responsible for
payment of the published Commission water connection fees prior to the existing system being connected to
the Commission water system. The Commission will install the individual water services to include: meters,
meter boxes and connection materials.
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3.2.12.5. The existing water system assets will be deeded to the Commission for operation and
maintenance. The conveyance will include easements, right-of-way agreements, Record Drawings, as
well as any other documentation required within the Commission’s Minimum Standards for the Design &
Construction of Water and Wastewater Systems. All conveyance costs shall be the responsibility of the
proponent.

Section 3.2.13 Alternate Source Mains
An alternate source main is defined as a water main that provides a second supply of water to an area,
development, or subdivision. It is installed to assure that the Commission customers will be minimally
inconvenienced in case of a supply interruption, and to comply with SC DHEC regulations regarding
looping of water systems to avoid unnecessary dead ends.
The Commission requires an alternate source main be installed when an alternate source of water
supply is available within 500 feet of the new the development. All costs for the alternate source main
shall be borne by the developer. In cases where the alternate source is not accessible via public right-ofway, the developer shall attempt to obtain the easement(s) or encroachment permit needed to access
the alternate source. Unusual construction conditions that preclude this policy requirement include
wetlands crossings, open cuts over 10 feet deep, or documented denial of the easement(s) or
encroachment permit needed to access the alternate source. Roadway crossings in the method
prescribed by the permitting authority will be considered as normal construction and will be required if
necessary. For distances greater than 500 feet, or if the aforementioned unusual construction conditions
exist, the Commission may elect to provide funding over and above what is normal to install the alternate
source main. The size of the alternate source main shall be equal to the main at the connection point in
the new system or the existing main that will serve as the secondary supply source, and in all cases shall
not be less than 6-inches.

Section 3.2.14 Water System Extensions
3.2.14.1 Approach Mains. An approach main is defined as a main extension that is necessary in order to
provide water service to a parcel of property or development. An approach main connects a developer’s
proposed water system with an existing water facility owned and operated by the Commission that has
available capacity to provide the required level of service for all phases of the development.
The Commission will not extend an approach main at its expense. All costs for the approach main
necessary to provide the required level of service for all phases of the development shall be borne by the
developer. The developer shall be responsible for the design, permitting, and construction of the approach
main and for deeding the water assets to the Commission for operation and maintenance. All mains,
hydrants, valves, services and appurtenances shall be designed and installed in accordance with the
Commission’s Minimum Standards for the Design & Construction of Water and Wastewater Systems.
3.2.14.2 Extensions within New Development. The Commission will not extend water systems within
new development at its expense. All costs for the water system extension necessary to provide the
required capacity to serve all phases of the development shall be borne by the developer. The
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developer of the property shall be responsible for the design, permitting, and construction of the water
system extension and for deeding the water system assets to the Commission for operation and
maintenance. All mains, hydrants, valves, services and appurtenances shall be designed and installed in
accordance with the Commission’s Minimum Standards for the Design & Construction of Water and
Wastewater Systems.
3.2.14.3 Extensions within Subdivided Property. The Commission will not extend water systems at its
expense to serve subdivided property that was served prior to the property being subdivided. All costs
for the water system extension necessary to provide the required capacity to serve the subdivided
property shall be borne by the developer. The developer of the property shall be responsible for the
design, permitting, and construction of the water system extension and for deeding the water system
assets to the Commission for operation and maintenance. All mains, hydrants, valves, services and
appurtenances shall be designed and installed in accordance with the Commission’s Minimum Standards
for the Design & Construction of Water and Wastewater Systems.
3.2.14.4 Mains with Future Service Capacity. The Commission reserves the right to establish design
parameters for all proposed water systems serving new residential, commercial, institutional and/or industrial
developments so that all water system improvements are consistent with the Commission’s master plans.
These design parameters will require the water systems to include design capacity to serve future phases of
a development, and may require design capacity to serve other potential areas as identified by the
Commission’s master plans. The cost of designing and constructing the mains required for future phases of
development will be paid by the development requiring the main extension. The Commission will not
provide funding for the additional costs associated with designing and constructing a water main, which
includes provisions for future phases of a development. The Commission may elect to provide design and
construction funding to increase main capacity and/or length for other future needs that are not associated
with the development requiring the main extension. In this case, the Commission funding will only be for the
incremental cost of design, materials and installation associated with upsizing facilities beyond the capacity
needed to supply all phases of a development requiring the extension. Three competitive bids from a
Commission Approved Contractor may be required in order to determine the cost of upsizing.
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Section 4.1.1 Service Connections
4.1.1.1 Service Responsibility of Commission. The Commission shall be responsible for ensuring that
one (1) six inch (6") gravity service connection is provided to the property line of each lot or parcel of
property provided the owner has paid all applicable fees in accordance with Article 2, Chapter 1, Section
2.2.1 Customer Relations and Article 6, Chapter 6.4 Water Tap & Impact Fee Schedule. The Commission
shall only be responsible for providing one (1) such connection to each existing platted parcel of property at
the time of the construction of the main sewer. Additional parcels or lots which may be created by
subdivision subsequent to the time of the main sewer construction will not be the responsibility of the
Commission to provide additional sewer services. In such cases, refer to item 4.1.1.2 below.
4.1.1.2 Additional Service Connections Per Lot ("Cost-to-Extend" Fee). The owner shall pay the
Commission the published average cost of installing or extending more than one (1) service connection per
lot or parcel to the property line or relocating an existing service, or installing a new service to a sub-divided
parcel, where an existing gravity main is available. Periodically, the Commission will prepare an estimated
average cost and amend the associated Cost-to-Extend Fee accordingly for each additional service
connection being installed or relocated. Refer to Article 6, Chapter 6.3 Service Charges / Penalty Fees.
The above requirement does not apply to planned developments, where sewer main extensions and sewer
laterals are required, and installed during initial property development. Refer to Article 4, Chapter 1, Section
4.1.3, Building Sewers and Utility Service Laterals.
4.1.1.3 Size of Service Connection Prescribed. The Commission, in every instance, reserves the right, at
its option, to designate and prescribe the size of a service connection, either upon original installation of a
new connection, or upon any renewal or replacement of any old connection. The owner shall be
responsible for complying with the service size requirements as prescribed by the Commission. Refer to
Article 4, Chapter 1, Section 4.1.3, Building Sewers and Utility Service Laterals.
4.1.1.4 Wastewater Service Connections. The Commission will require all sewer service connections to
comply with the requirements and conditions as referenced in Article 4, Chapter 1, Section 4.1.3, Building
Sewers and Utility Service Laterals and other related requirements.
4.1.1.5 Not Requiring a Premise to Have a Sewer Connection. In cases where the building sewer (inside
the property) will be 500' feet in length or longer, or conditions make it impossible or impracticable to
connect to the sewer system, the Commission may, in its discretion, not require that the lot be connected to
the sanitary sewer system. In this event, wastewater fees and/or charges will not be applied.
In the event that a sewer service connection to the property line becomes or is available to a septicsystem served customer (and the customer chooses not to connect to the Commission system), the
customer will not be billed for wastewater availability.
However, customers who have requested and/or have signed a petition for the Commission sewer service
for a designated parcel, but do not connect to the extended collection system and have not paid the
connection fees, as required, will be charged the applicable published monthly minimum sewer charge after
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proper written notice from the Commission. Such charges, once paid, may be credited against future
connection fees, upon formal application for sewer service.
Any septic tank-served property (where the Commission public sewer was assumed in error to be in
use), which is discovered to have been paying the Commission published sewer charges for the given
property, will promptly, upon the customer’s and the Commission’s verification of septic service only, be
dropped from the monthly sewer billing. Additionally, such customers will be allowed to have their sewer
tap and impact fees credited against prior bill payments upon their application for connection to the
Commission’s sewer system at any time in the future. However, no reimbursements of prior payments
for any other charges (other than wastewater tap and impact fees) will be allowed.
4.1.1.6 Prohibition of Individual Wastewater Pump to A Commission Force Main. The Commission
does not permit individual wastewater pump systems for residential buildings to be connected to a
Commission force main without a written waiver from a Commission Officer. Where a written waiver is
granted by the Commission, the owner of the premise must install, at his expense, a grinder pump system in
accordance with the Commission’s requirements and minimum standards, enter into a written maintenance
contract with the Commission for the grinder pump system, pay all applicable connection fees, and pay the
published monthly grinder pump maintenance fee. Refer to Article 7, Exhibit 5, Maintenance Contract for
Individual Wastewater Pump Stations.
4.1.1.7 Permissible Connection of Individual Wastewater Pump. In the event an available gravity
sewer with adequate capacity exists, per the Availability Policy, and the premise under consideration cannot
be served by onsite gravity, the owner of said premise may install, at his expense, an individual wastewater
grinder pump system to connect to the Commission’s gravity sewer lateral. The premise owner in such
case, will be responsible for maintaining the individual wastewater grinder pump station and force main
system up to the Commission lateral connection and shall construct all appurtenances in accordance with
the Commission minimum standards. All applicable connection fees will apply. For determination of
availability, refer to Article 4, Chapter 1, Section 4.1.6 Sewer Tap Inspection (Licensed Plumbers).
In the event only an available force main with adequate capacity exists, per the Availability Policy, the
Commission will consider a satellite sewer system for a single non-residential building under the ownership
of a single entity or individual and located on a single parcel of property, and the requested service is for
a total Unit Contributory Loading of 24,000 gallons per day or less. In such case, the developer may
install an individual wastewater pump as part of the satellite sewer system to connect with the available
Commission force main. The Commission will not construct any component of a satellite sewer system
at its expense. All costs for the satellite sewer system, including connection to the Commission force
main, shall be borne by the developer. The developer shall be responsible for the design, permitting, and
construction of the satellite sewer system. All satellite sewer systems shall be designed and installed in
accordance with the requirements of SC DHEC and the Commission’s Minimum Standards for the Design
& Construction of Water and Wastewater Systems. The Commission will not allow subsequent
extensions of or connections to permitted satellite sewer systems. All costs to operate and maintain a
satellite sewer system shall be the responsibility of the permitted owner. All applicable connection fees
will apply. (For determination of availability, refer to Article 4, Chapter 1, Section 4.1.12 Acceptance of
Sewer Services and Sewer Availability. )
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A permitted satellite sewer system owner may voluntarily connect to a Commission-owned gravity sewer
when such service becomes accessible to the property. In such cases the permitted owner shall, at his or
her expense, design and construct the necessary facilities in accordance with the Commission Minimum
Standards to connect into the Commission-owned gravity sewer. This shall in no way imply or constitute
transfer of ownership or responsibility for the permitted satellite sewer system to the Commission.
If an owner of a permitted satellite sewer system fails to comply with SC DHEC operation requirements
he or she may be required by SC DHEC to cease operations or connect to a publicly owned treatment
works (POTW). In such cases the permitted owner shall, at his or her expense, construct the necessary
facilities in accordance with the Commission’s Minimum Standards to extend and/or connect to the
Commission’s collection system to serve the property. This shall in no way imply or constitute transfer of
ownership or responsibility for the permitted satellite sewer system to the Commission.
4.1.1.8 Other Requirements Relating to Service Connections. The Commission reserves the right, at its
discretion, to require any owner to install on his service line a tank, check valve or valves, or other
appurtenances approved by the Commission and thereafter to require any repair, alteration, substitution or
addition as needed. Failure upon the part of the owner to comply with such requirements of the
Commission within thirty (30) days, after written notice to the owner, or within some agreed extension
beyond such thirty (30) days, also in writing, shall authorize the Commission at its option, and without further
notice, to cancel the contract for such service and discontinue the same.
The Commission further reserves the right, at its option, and without notice if the conditions in its discretion
warrant and justify such action for the protection of the system, to discontinue its service to any premise or
premises where and when the continuance of the service to such premise or premises will reduce or in any
manner affect the efficiency of any of the rest of the Commission's system.

Section 4.1.2 Use of Public Sewers Required
4.1.2.1. It shall be unlawful for any person to place, deposit or permit to be deposited in any Commission
sewer appurtenance, any human or animal excrement, garbage, or other objectionable waste in an
unauthorized or unsanitary manner. Failure to comply with this provision will subject the violator to penalties
as outlined in Article 6, Chapter 6.3 Service Charges / Penalty Fees.
4.1.2.2. It shall be unlawful to discharge to any natural outlet within the jurisdictional area of the
Commission, any sewage or other polluted waters except where suitable treatment has been provided in
accordance with subsequent provisions of this resolution.
4.1.2.3. It shall be unlawful to construct or maintain any privy, privy vault, septic tank, cesspool, or other
facility intended or used for disposal of sewage, where a public sewer lateral is available within less than 500
feet of a premise, unless previously authorized, in writing, by the Commission.
4.1.2.4. It shall be unlawful to collect stormwater, rainwater, condensate, groundwater, tidal water, or any
other waters (except metered potable water) for eventual direct discharge into the Commission’s wastewater
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collection system without prior approval as conditioned in writing from the Commission. Refer to Article 4,
Chapter 1, Section 4.1.3. Building Sewer and Utility Service Laterals for exceptions. Failure to comply with
this provision will subject the violator to penalties as outlined in Article 6, Chapter 6.3 Service Charges /
Penalty Fees. In addition, the Commission shall also impose a monthly surcharge of not less than ten (10)
percent to the volumetric charges billed to any sewer customer with an unauthorized disposal into the
Commission’s wastewater collection system.
4.1.2.5. At such time as a public sewer becomes available to a property, a service connection shall be made
available in compliance with this Policy. Refer to Article 4, Chapter 1, Section 4.1.1. Service Connections.
4.1.2.6. No statement contained in this Section shall be construed to nullify any additional requirements that
may be imposed by the appropriate State or County Health Officer.

Section 4.1.3 Building Sewers and Utility Service Laterals
4.1.3.1. All utility service laterals and building sewer connections shall be constructed in accordance with
the Commission’s Minimum Standards for the Design & Construction of Water and Wastewater Systems.
4.1.3.2. No more than two (2) single-family dwelling units, one (1) two-family dwelling unit, or up to four (4)
multi-family dwelling units, may be connected to one (1) six-inch (6") house service lateral, or six-inch (6”)
building service lateral, except in rare cases as approved by the Commission. Multi-family buildings
consisting of more than four (4) dwelling units, shall be connected to an eight-inch (8”) service lateral.
4.1.3.3. The top of all utility service laterals shall be placed by the developer to within forty-eight inches (48”)
(+ 12") of the finished grade, and to within eighteen-inches (18”) (+ 12") of the horizontal dimension as
indicated on the sewer system "as-built" drawings. Service wyes (when utilized) shall be installed so as to
provide a suitable connection for each building being served.
4.1.3.4. All PVC utility service laterals shall be installed with an electronically or magnetically detectable
tape buried directly over the sewer line and twelve-inches (12") below the ground surface continuously, in
accordance with the Commission’s Minimum Standards for the Design & Construction of Water and
Wastewater Systems.
4.1.3.5. No person shall uncover, make any connections with or opening into, use, alter or disturb any public
sewer or appurtenance thereof without first notifying and obtaining approval from the Commission.
4.1.3.6. All applicable sewer Impact, Tap and Cost-to-Extend Fees, in accordance with the provisions of
Article 6, Chapter 6.4 Water Tap & Impact Fee Schedule must be paid to the Commission before
connection is made to public sewer.
(A) Cost-to-Extend Fees, as established herein, are based upon meeting the following conditions related to
the construction of utility service laterals:
TOC

Water and Wastewater Policy Manual
Document No.: EO-CEO-00001 - Date Approved: 4/19/2021
When printed, this document is uncontrolled.
Page 116 of 224

ARTICLE 4 WASTEWATER
CHAPTER 4.1 GENERAL

(1) Construction shall be limited to open trench excavation across no more than two (2) lanes of paved
roadway surface having a maximum width of twenty-six feet (26'), excluding curb, gutter and
sidewalks.
(2) Construction shall not require the relocation of existing underground or overhead utilities, i.e., water
mains, gas mains, sewers, telephone and electrical power cables and wires, or the relocation of
existing structures located within public rights-of-way.
(3) Construction shall not require the relocation or reconstruction of existing storm sewers or drainage
structures due to grade conflicts which may exist between existing storm sewers and proposed utility
service laterals.
(B) Utility service lateral extensions involving construction costs in excess of the published cost-to-extend
fee as a result of items not meeting the conditions listed in paragraph 4.1.3.6 (A) (1) above must be paid by
the applicant upon presentation of an estimate by the Commission before construction can begin.
(C) In the circumstance where a conflict between storm drainage piping or a utility service lateral becomes
apparent in the course of new sewer construction or construction of highway facilities, and the sanitary
sewer facilities of the Commission lie within the highway right-of-way, and no other alternatives are
available, then a conflict box will be constructed by the Commission at its expense.
(D) In the circumstance where the private property owner, at his own expense, installs storm drainage
piping in a ditch in the public right-of-way in front of his property, and if the proposed storm drainage piping
installation will conflict with the utility service lateral, the property owner will pay the full cost of any utility
service lateral relocation or conflict box installation as necessary.
(E) In a circumstance where a conflict exists between any new storm drainage piping and any Commission
sanitary sewer, and said sewers lie within the Commissioner's sewer easements, the Commission will not
incur the cost of a conflict box and may require the use of alternate methods of installation, if possible.
(F) The fees, rates, and charges for the use of the Commission's wastewater system for disposal and
treatment of sewage or other water shall, at all times, be subject to change by act of the Commissioners of
Public Works in order to meet the cost of operation, maintenance of the sewage disposal system and
treatment facilities.
(G) The Commission reserves the right to fix and determine by contract, charges for services to be
rendered to any person, firm or Governmental entity situated outside the City of Charleston, utilizing the
wastewater system(s) of the Commission for the disposal and treatment of sewage or other water (where
adequate capacity is available) provided such service is determined by the Commission to be cost-effective
and the required jurisdictional authority is obtained.
In all cases, the applicable Impact, Tap, Cost-to-Extend and other fees in effect at time of service application
will be charged. Sewer service provided to outside-city parcels will be charged the prevailing outside-city
wastewater rate(s) and fees in effect at the time of the billing.
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The provision of sewer service in all cases must be cost-effective as determined solely by the Commission.
All main and service line extension costs necessary to connect to the Commission’s existing mains must be
borne by the customer / developer, in accordance with Article 4, Chapter 2, Section 4.2.3 Wastewater
Collection System Extensions for approach mains in effect at the time of service application.
4.1.3.7. All costs and expenses incident to the installation and connection of the building sewer to the
connection point provided by the Commission shall be borne by the customer / developer. This shall include
the cost to install a grinder pump station where applicable and in accordance with the Commission’s Policy
on Acceptance of Sewer Services and Sewer Availability. The owner shall indemnify the Commission from
any loss or damage that may directly or indirectly be occasioned by the installation of the building sewer.
4.1.3.8. A separate and independent building sewer shall be provided for every building. Where one (1)
building stands to the rear of another on a single lot and no private sewer is available or can be constructed
to the rear building through an adjoining alley, courtyard, or driveway, the Commission may grant permission
for the building sewer from the front building to be extended to the rear building and the whole considered as
one (1) building sewer, upon presentation of evidence by the applicant that it is not feasible that the two (2)
buildings so connected will ultimately be on separate building lots.
4.1.3.9. Existing building sewers shall be used in connection with new replacement buildings when they are
found by the Commission to meet all of the requirements of this resolution. The published Change-in-Use
and Tap Fees will be paid by the applicant, if applicable, for reuse of existing utility service laterals. The
published Impact, Cost-to-Extend and Tap Fee for a new utility service lateral or an additional utility service
lateral will be paid by the applicant, if applicable.
4.1.3.10. The building sewer shall be constructed to such a point as directed by the Commission. When the
lowest floor of a building is at an elevation less than one (1’) foot above the top of the next upstream
manhole in the sewer system, the building sewer must include a backflow preventer or backwater valve and
relief over-flow fittings prior to connection to the Commission's sewer system, and the property owner shall
be required to execute a Hold Harmless Agreement (Exhibit 4) with the Commission which shall be to the
effect that the Commission will not be held responsible for any damage occurring from connection to the
sanitary sewer system. Such agreement shall be made on a form prepared by the attorney for the
Commission and provided to the property owner by the Commission. Said Hold Harmless Agreement shall
be recorded in the R.M.C. Office for Charleston County.
4.1.3.11. No person shall maintain or make a connection of roof downspouts, exterior foundation drains,
area drains, rainwater collection systems, or other sources of surface runoff, flood water, or groundwater to
a building sewer or building drain which, in turn, is connected directly or indirectly to the Commission’s
sanitary sewer. Refer to paragraphs 4.1.3.12, 4.1.3.13, and 4.1.3.14 below for exceptions. Customers who
are discovered having unauthorized and/or malfunctioning connections of this type will be subject to the
requirements and conditions in the Commission’s Smoke Testing Surcharge. Refer to Article 6, Chapter
6.3 Service Charges / Penalty Fees.
4.1.3.12. Engineered rainwater harvesting systems for domestic uses that are ultimately connected directly
or indirectly to a building sewer may only be authorized for connection to the public sanitary sewer following
review and written approval by the Commission. All such systems shall include metering for both the
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harvested water supply and the stand-by public water supply. Meters for such systems shall be specified
and owned by the Commission and accessible for reads at intervals prescribed by the Commission. The
Commission’s Cross-Connection Control Program will apply to all such systems. Any engineered rainwater
harvesting system failing to meet the Commission’s requirements or found to be malfunctioning shall be
subject to the requirements and conditions in the Commission’s Smoke Testing Surcharge. Refer to Article
6, Chapter 6.3 Service Charges / Penalty Fees. All costs for corrections to make the engineered rainwater
harvesting system compliant with the Commission’s policies shall be the responsibility of the owner.
4.1.3.13. Interior drains for enclosed parking garages and trash dumpster pads may only be authorized for
connection to the public sanitary sewer following review and written approval by the Commission. The
following requirements shall apply to all such drains:
(A) Finished floor served by drains shall be covered by occupied space and curbed or protected by other
Commission-approved means to prevent entry of rainwater and exterior surface runoff or flood water.
(B) Access drives shall be designed and constructed to prevent rainwater and exterior surface runoff or
flood water from entering floor drains connected to the sanitary sewer system.
(C) Drains shall be separate from the building sanitary sewer piping and be connected to the public sanitary
sewer independently from the building sanitary sewer.
(D) Drains shall be designed and constructed to prevent sewer gas from entering the structure, and
connected to a Commission-approved oil/sand/water separator device which shall be located prior to the
connection with the utility service lateral.
(E) Pumps, if required, shall be placed downstream of the oil/sand/water separator device.
(F) Drains shall comply with the requirements of paragraph 4.1.3.10 above and Section 4.1.4 Use of the
Public Sewers and Assessment of Sewer Surcharges.
(G) Any such drainage system failing to meet the Commission’s requirements or found to be malfunctioning
shall be subject to the requirements and conditions in CPW’s Smoke Testing, Sewer Surcharge Policy.
Refer to Article 6, Chapter 6.3 Service Charges / Penalty Fees.
(H) All costs for corrections to make the drainage system compliant with the Commission’s policies shall be
the responsibility of the building owner.
(I) Published Commission tap and impact fees will apply.
4.1.3.14. Area drains for residential car washing may only be authorized for connection to the public sanitary
sewer following review and written approval by the Commission. The following requirements shall apply to
all such drains:
TOC
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(A) Car wash area shall be covered by a roof and curbed or protected by other Commission-approved
means to prevent entry of rainwater and exterior surface runoff or flood water.
(B) Access drives shall be designed and constructed to prevent rainwater and exterior surface runoff or
flood water from entering car wash area drains.
(C) Drains shall be connected to the public sanitary sewer independently from any building sanitary sewer.
(D) Drains shall be designed and constructed to prevent sewer gas from entering the structure, and
connected to a Commission-approved oil/sand/water separator device which shall be located prior to the
connection with the utility service lateral.
(E) Pumps, if required, shall be placed downstream of the oil/sand/water separator device.
(F) Drains shall comply with the requirements of paragraph 4.1.3.10 above and Article 4, Chapter 1, Section
4.1.4 Use of the Public Sewers and Assessment of Sewer Surcharges of this policy.
(G) Any such drainage system failing to meet the Commission’s requirements or found to be malfunctioning
shall be subject to the requirements and conditions in the Commission’s Smoke Testing, Sewer Surcharge
Policy. Refer to Article 6, Chapter 6.3 Service Charges / Penalty Fees.
(1) All costs for corrections to make the drainage system compliant with the Commission’s policies shall
be the responsibility of the building owner
(2) Published Commission tap and impact fees will apply.
4.1.3.15. The applicant for the sewer connection shall notify the Commission when the building sewer is
ready for connection to the utility service lateral. The connection of the building sewer to the utility service
lateral shall be the responsibility of the property owner, and shall be made by a licensed plumber or
contractor. The inspection thereof by the Commission shall be made within two (2) working days of the
receipt of notice from the property owner. The Commission shall inspect the connection and check the
building sewer for excessive inflow. Any building sewer having excessive inflow will not be connected to the
Commission’s sewer. Excessive inflow will be that inflow above 50 gallons per inch diameter, per pipe mile,
per day. Any improperly made connection will not be approved. Sewer connections must be made in
accordance with the administrative and technical guidelines as provided for in the Commission’s Minimum
Standards for the Design & Construction of Water and Wastewater Systems, and specifically Tap Fees,
Item B, Sewer Tap Inspection, and Sewer Service Renewal Inspection.
4.1.3.16. Any unauthorized sewer connection to the Commission's sewer main will result in the violator
being assessed a penalty in accordance with the provisions of Article 6, Chapter 6.3 Service Charges /
Penalty Fees.
4.1.3.17. All excavations for utility service lateral and sewer service connection installations shall be
adequately guarded with barricades and lights so as to protect the public from hazards. Streets, sidewalks,
TOC
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parkways and other public property disturbed in the course of the work shall be restored in a manner
satisfactory to the regulatory agencies having jurisdiction, and the Commission.
4.1.3.18. The Commission shall endeavor to keep a permanent and accurate record of the location and
direction of all new sewer connections, including such dimensions, landmarks, etc., as may be necessary to
make an adequate description.
4.1.3.19. On any service call, the Commission will investigate the condition of the Commission's sewer in the
street. If the street sewer is functioning properly, the following procedure will be followed:
(A) If a licensed plumber is working on the job to clean the building sewer on private property, then they
may work with on-site Commission personnel, at no cost to the Commission, on the portion of the utility
service lateral that lies within the public right-of-way between the sewer main and the sewer connection
at the private property line if they so desire. Otherwise, the Commission will investigate the matter from
the main to the edge of the easement or right-of-way and the licensed plumber will investigate the matter
within the private property boundary.
(B) The Commission will not investigate any building sewer problems on private property except as done in
conjunction with a licensed plumber's activities as described in paragraph 4.1.3.19 (A) above.
4.1.3.20. Building sewers shall conform with the International Plumbing Code, latest revision or edition,
unless otherwise specified by the Commission's guidelines.
4.1.3.21. A building sewer or utility service lateral shall not be connected to any part of the sanitary sewer
tunnel system including drop shafts and drop pipes.

Section 4.1.4 Use of Public Sewers and Assessment of Sewer Surcharges
4.1.4.1 Prohibited Waste Discharges.
(A) General Prohibitions. No person shall introduce into the Publicly Owned Treatment Works (POTW)
directly or indirectly any pollutant(s) or wastewater which cause Pass Through or Interference. These
general prohibitions and the specific prohibitions in paragraph 4.1.4.1 (B) below apply to each User
introducing pollutants into the POTW whether or not the User is subject to other National Categorical
Pretreatment Standards or any national, state or local pretreatment requirements
(B) Specific Prohibitions. In addition, the following substances shall not be introduced into the POTW:
(1) Any liquid, solid or gas, which create or could create a fire or explosion hazard in the POTW,
including, but not limited to, waste-streams with a closed-cup flash point of less than 140°
Fahrenheit, using the test methods specified in 40 CFR 261.21. Prohibited substances include, but
are not limited to, gasoline, naphtha, fuel oil, kerosene and alcohols, or any substance which could
produce a Lower Explosion Limit (LEL) of 10% or above.
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(2) Any wastewater which will cause corrosive structural damage to the POTW, but in no case
discharges with pH lower than 6.0 or greater than 9.0.
(3) Solid or viscous substances in quantities or of such size capable of causing obstruction to the flow in
sewers, or other interference with the proper operation of the sewage works such as but not limited
to, ashes, cinders, sand, mud, straw, shavings, metal, glass, rags, disposable wipes, towels, or
towelettes feathers, tar, plastics, wood, un-ground garbage, whole blood, paunch manure, hair and
fleshings, entrails, paper dishes, cups, milk containers, lime residues, chemical residues, paint
residues, mortar, concrete, and cannery waste bulk solids.
(4) Any pollutant, including oxygen demanding pollutants, (BOD, etc.), released in a discharge at a flow
rate and/or pollutant concentration which will cause Interference with the POTW.
(5) Any liquid or vapor having a temperature higher than 140° Fahrenheit or which results in the
temperature at the POTW Wastewater Treatment Plant exceeding 104° Fahrenheit or which inhibits
biological activity in the POTW resulting in treatment Interference.
(6) Any petroleum, oil, non-biodegradable cutting oil, or products of mineral oil origin in amounts that will
cause Interference or Pass Through, but in no case in an amount greater than 100 mg/l. Refer to the
requirements of Charleston Commissioners of Public Works Grease Trap and Grease Interceptor
Standards.
(7) Any waters or wastes, acid or alkaline in reaction, having corrosive properties capable of causing
damage or hazard to structures, equipment and personnel of the sewerage system.
(8) Any noxious or malodorous gas (or gas in solution at concentrations above 10 mg/l, such as
hydrogen sulfide, sulfur dioxide or nitrous oxide) or other substance, which either singly or by
interaction with other wastes is capable of creating a public nuisance or hazard to life or of
preventing entry into sewers for their repair and maintenance.
(9) Any trucked or hauled wastewaters, except at discharge points designated by the POTW, as
outlined in the Commission’s Category Waste Policy.
(10) Any substance which may cause the POTW's effluent or any other product of the POTW such as
residues, sludge, or scum, to be unsuitable for disposal, reclamation and reuse or to interfere with
the disposal, reuse, or reclamation process. In no case, shall a substance discharged to the POTW
cause the POTW to be in non-compliance with sludge use or disposal criteria, guidelines or
regulations developed under Section 405 or 503 of the Act; any criteria, guidelines, or regulations
affecting sludge use or disposal developed pursuant to the Solid Waste Disposal Act, Clean Air Act,
The Toxic Substance Control Act, or State criteria applicable to the sludge management method
being used.
(11) No person shall discharge or cause to be discharged any storm water, surface water, ground water,
flood water, roof run-off, sub-surface drainage, condensate, uncontaminated cooling water, or
unpolluted industrial process waters into any sanitary sewer, except where permitted or officially
authorized by the Commission. Refer to Article 4, Chapter 1, Section 4.1.3 Building Sewers and
Utility Service Laterals for exceptions. Failure to comply with this provision will subject the violator
to penalties as outlined in Article 2, Chapter 4, Section 4.4.2 Penalty Fees. In addition, the
Commission shall also impose a monthly surcharge of not less than ten (10) percent to the
volumetric charges billed to any sewer customer with an unauthorized disposal into the
Commission’s wastewater collection system.
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4.1.4.2 Conditionally Prohibited Discharges.
(A) No person shall discharge or cause to be discharged the following described substances, materials,
waters or wastes if it appears likely as determined by the Commission, that such wastes may have a
deleterious effect upon the sewers, sewage treatment plant processes, equipment, or receiving waters or
which otherwise may create a hazard to life, limb, property, or constitute a public nuisance. (In forming its
determination as to the acceptability of these wastes, the Commission will give consideration to such factors
as: quantities of subject wastes in relation to flows and velocities in the sewers, materials of construction of
the sewers, natures of the sewage treatment process, capacity of the sewage treatment process, capacity of
the sewage treatment plant, degree of treatability of wastes in the sewage treatment plant and other
pertinent factors as described in the Commission’s Industrial Pre-Treatment Program.
(1) Any waters or wastes having a 5-day BOD exceeding 290 mg/l, COD exceeding 1000 mg/l, or a
suspended solids concentration exceeding 290 mg/l, without prior approval of the Commission.
(2) Any wastewater containing fats, wax, grease or oils of an animal or vegetable origin (whether
emulsified or not) in excess of 100 mg/l or containing substances which may solidify or become
viscous at temperatures between 32° Fahrenheit and 150° Fahrenheit, without prior approval of the
Commission.
(3) Any wastewaters containing concentrations of pollutants exceeding the values set forth in the
Commission's approved pretreatment program.
(4) Any water or wastes containing volatile or odor-producing substances in such concentrations
exceeding limits which may be established by the Commission as necessary, after treatment of the
composite sewage, to meet the requirements of state, federal or other public agencies of jurisdiction
for such discharge to the receiving waters.
(5) Any radioactive wastes or isotopes of such half-life or concentration as may exceed limits
established by the Commission in compliance with applicable state or federal regulations.
(6) Highly colored wastewater (such as, but not limited to, dye wastes and spent canning solutions) in
excess of 1,000 true color units.
(B) If any waters or wastes are discharged, or are proposed to be discharged to the public sewers, which
waters contain the substances or possess the characteristics enumerated in paragraph 4.1.4.2 Conditionally
Prohibited Discharges and which, in the judgment of the Commission, may have a deleterious effect upon
the sewers, sewage treatment plant processes, equipment or receiving waters, or which otherwise may
create a hazard to life, limb, property or constitute a public nuisance, the Commission may:
(1) Reject the wastes.
(2) Require pretreatment to an acceptable condition for discharge to the public sewers.
(3) Require control over the quantities and rates of discharge.
(4) Impose sewer surcharges as may be necessary, appropriate, and reasonable to recover costs
associated with transportation and treatment of non-acceptable wastewater.
(C) If the Commission permits the pretreatment or equalization of waste flows, the design and installation of
the pretreatment facilities and equipment shall be subject to the requirements of all applicable codes,
resolutions, laws and discharge permits.
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(D) Grease, oil and sand interceptors or traps shall be provided when, as determined by the
Commission, they are necessary for the proper handling of liquid wastes containing grease in excessive
amounts, any flammable wastes, sand, grit, or other harmful ingredients. All interceptors or traps shall
be of a type and capacity approved by the Commission, and shall be located so as to be readily and
easily accessible for cleaning and inspection. All interceptors shall be supplied and properly maintained
continuously in satisfactory and effective operation by the owner at his expense. Refer to Article 4,
Chapter 1, Section 4.1.8 Grease Interceptor Standard. Fees for administering a grease trap review and
inspection program will be charged as shown in Article 6, Chapter 6.3 Service Charges / Penalty Fees.
(E) Where preliminary treatment or flow-equalizing facilities are provided for any waters or wastes, they
shall be maintained continuously in satisfactory and effective operation at the owner's expense.
(F) No statement contained in this Article shall be construed as preventing any special agreement or
arrangement between the Commission and any industrial concern. Industrial waste of unusual strength or
character may be accepted by the Commission for treatment subject to payment by the industry, provided
that the approval granted by the Commission for the agreement does not cause the Commission to
contravene its NPDES permit. In such cases, approval from SCDHEC must first be obtained before
waste acceptance is granted by the Commission.
(G) US EPA and SC DHEC Hazardous Waste Notification Requirements
The Industrial User shall notify the POTW, the EPA Regional Waste Management Division Director, and
State hazardous waste authorities in writing of any discharge into the POTW of a substance, which, if
otherwise disposed of, would be a hazardous waste under 40 CFR Part 261. Such notification must
include the name of the hazardous waste as set forth in 40 CFR Part 261, the EPA hazardous waste
number, and the type of discharge (continuous, batch, or other). If the Industrial User discharges more
than 100 kilograms of such waste per calendar month to the POTW, the notification shall also contain the
following information to the extent such information is known and readily available to the Industrial User.
An identification of the hazardous constituents contained in the wastes, an estimation of the mass and
concentration of such constituents in the waste stream discharged during that calendar month, and an
estimation of the mass of constituents in the waste stream expected to be discharged during the
following twelve months. All notifications must take place within 180 days of the effective date of this
regulation. Industrial users who commence discharging after the effective date of this regulation shall
provide the notification no later than 180 days after the discharge of the listed or characteristic hazardous
waste. Any notification under this paragraph need be submitted only once for each hazardous waste
discharged. However, notifications of changed discharges must be submitted under section 403.12(j).
The notification requirement in this section does not apply to pollutants already reported under the selfmonitoring requirements of section 403.12(b), (d), and (e) of SC DHEC Regulation 61-9, Water Pollution
Control Permits.
4.1.4.3 Compliance with Federal and State Pretreatment Guidelines, Laws and Regulations.
(A) Upon the promulgation of the US EPA National Categorical Pretreatment Standards for a particular
industrial sub-category, the Federal Standard, if more stringent than limitations imposed under these
Policies for sources in that sub-category, shall promptly supersede the limitations imposed under these
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Policies. The Commission shall notify all affected Users of the applicable reporting requirements under 40
CFR, Section 403.12.
(B) State requirements and limitations for discharges shall apply in any case where they are more stringent
than Federal requirements and limitations or those in these Policies.
(C) Except where expressly authorized to do so by an applicable pretreatment standard or requirement, no
Industrial User shall ever increase the use of process water, or in any other way attempt to dilute a
discharge as a partial or complete substitute for adequate treatment to achieve compliance with a
pretreatment standard or requirement. The Commission may impose mass limitations (weight related) on
Industrial Users which are using dilution to meet applicable pretreatment standards or requirements, or in
other cases where the imposition of mass limitations is appropriate.
4.1.4.4 Wastewater Discharge Permits or Approvals.
(A) General Permits. All significant industrial or non-domestic Users proposing to connect to or to
contribute to the POTW shall obtain a Wastewater Discharge Permit before connecting to or contributing
to the POTW. All existing significant users connected to or contributing to the POTW shall obtain a
Wastewater Discharge Permit within ninety (90) days after the effective date of this Regulation. For
intermittent or periodic discharges such as domestic septage, vactor truck wastes, groundwater
remediation projects, etc., the Commission will issue conditional approval letters in lieu of formal general
permits, provided these discharges do not meet the National Categorical Waste Standards. For hauled
wastes of this type, the acceptance and approval criteria will be in accordance with Category Waste
Policy. For directly discharged wastes of this type, conditions of the acceptance or approval will be as
outlined in the individual approval letter on a case-by-case basis.
(B) Permit Applications. Users required to obtain a Wastewater Discharge Permit shall complete, then file
with the Commission, an application in the form prescribed by the Commission. Existing Users shall apply
for a Wastewater Discharge Permit within thirty (30) days after the effective date of this Resolution, and
proposed new Users shall apply at least ninety (90) days prior to connecting to or contributing to the POTW.
In support of the application, the User shall submit, in units and terms appropriate for evaluation, information
requested by the Commission.
(C) Permit Modifications. Within nine (9) months of the promulgation of the National Categorical
Pretreatment Standard, the Wastewater Discharge Permit of Users subject to such standards shall be
revised to require compliance with such standard within the time frame prescribed by such standard. Where
a User, subject to a National Categorical Pretreatment Standard, has not previously submitted an
application for a Wastewater Discharge Permit as required by (B) above, the User shall apply for a
Wastewater Discharge Permit within 180 days after the promulgation of the applicable National Categorical
Pretreatment Standard. In addition, the User with an existing Wastewater Discharge Permit shall submit to
the Commission within 180 days after the promulgation of the applicable Federal Categorical Pretreatment
Standard the following information:
(1) Where known, the nature and concentration of any pollutants in the discharge which are limited by
any City, State, or Federal pretreatment standards, and a statement regarding whether or not the
pretreatment standards are being met on a consistent basis, and if not, whether additional Operation
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and Maintenance (O&M) and/or additional pretreatment is required for the User to meet applicable
pretreatment standards;
(2) If additional pretreatment and/or O&M will be required to meet the pretreatment standards, the
shortest schedule by which the User will provide such additional pretreatment. The completion date
in this schedule shall not be later than the compliance date established for the applicable
pretreatment standard. The following conditions shall apply to this schedule:
a. The schedule shall contain increments of progress in the form of dates for the
commencement and completion of major events leading to the construction and operation of
additional pretreatment required for the User to meet the applicable pretreatment standard
(e.g., hiring an engineer, completing preliminary plans, completing final plans, executing
contract for major components, commencing construction, completing construction, etc.).
b. No increment referred to in Paragraph (a) above shall exceed nine (9) months.
c. No later than fourteen (14) days following each date in the schedule and the final date for
compliance, the User shall submit a progress report to the Commission including, as a
minimum, whether or not it complied with the increment of progress to be met on such date
and, if not, the date on which it expects to comply with this increment of progress, the reason
for delay, and the steps being taken by the User to return the construction to the schedule
established. In no event shall more than nine (9) months elapse between such progress
reports to the Commission.
(D) Permit Conditions. Wastewater Discharge Permits shall be expressly subject to all provisions of
these Policies and all other applicable regulations, User charges, and fees established by the
Commission. Permits may contain the following:
(1) The unit charge or schedule of User charges and fees for the wastewater to be discharged to a
public sewer;
(2) Limits on the average and maximum wastewater constituents and characteristics;
(3) Limits on average and maximum rate and time of discharge or requirements for flow regulations and
equalization;
(4) Requirements for installation and maintenance of inspection and sampling facilities;
(5) Specifications for monitoring programs which may include sampling locations, frequency of
sampling, number, types and standards for tests and reporting schedule;
(6) Compliance schedules;
(7) Requirements for submission of technical reports or discharge reports;
(8) Requirements for maintaining and retaining plant records relating to wastewater discharge as
specified by the Commission, and affording the Commission access thereto;
(9) Requirements for notification of the Commission of any new introduction of wastewater constituents
or any substantial change in the column or character of the wastewater constituents being
introduced into the wastewater treatment system;
(10) Requirements for notification of slug discharges;
(11) Other conditions as deemed appropriate by the Commission to ensure compliance with these
Policies.
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(E) Permits Duration. Permits shall be issued for a specified time period, not to exceed five (5) years. A
permit may be issued for a period less than a year or may be stated to expire on a specific date. The User
shall apply for permit re-issuance a minimum of 180 days prior to the expiration of the User's existing permit.
The terms and conditions of the permit may be subject to modification by the Commission during the term of
the permit as limitations or requirements, as identified in these Policies, are modified or other just cause
exists. The User shall be informed of any proposed changes in his permit at least thirty (30) days prior to
the effective date of change. Any changes or new conditions in the permit shall include a reasonable time
schedule for compliance.
(F) Permit Transfer. Wastewater Discharge Permits are issued to a specific User for a specific operation. A
wastewater discharge permit shall not be reassigned or transferred or sold to a new owner, new User,
different premises, or a new or changed operation without the approval of the Commission. Any succeeding
owner or User shall also comply with the terms and conditions of the existing permit.
4.1.4.5 Preventive Measures Pertaining to Accidental Discharges. Each User shall provide protection
from accidental discharge of prohibited materials or other substances regulated by these Policies.
Facilities to prevent accidental discharge prohibited materials shall be provided and maintained at the
owner's own cost and expense. Detailed plans showing facilities and operating procedures to provide
this protection shall be approved by the Commission before construction of the facility. All existing Users
shall complete such a plan within ninety (90) days of the effective date of these Policies. No User who
commences discharge to the POTW ninety (90) days following the effective date of these Policies shall
be permitted to introduce pollutants into the system until accidental discharge procedures have been
approved by the Commission. Review and approval of such plans and operating procedures shall not
relieve the industrial User from the responsibility to modify the User's facility as necessary to meet the
requirements of these Policies.
(A) In the case of an accidental discharge, it is the responsibility of the User to promptly telephone and
notify the POTW of the incident. The notification shall include location of discharge, type of waste,
concentration and volume, and corrective action.
(B) Written Notice - Within fifteen (15) days following an accidental discharge, the User shall submit to the
Commission a detailed written report describing the cause of the discharge and the measures to be taken by
the User to prevent similar future occurrences. Such notification shall not relieve the User of any expense,
loss, damage, or other liability which may be incurred as a result of damage to the POTW, fish kills, or any
other damage to person or property; nor shall such notification relieve the User of any fines, civil penalties,
or other liability which may be imposed by this article or other applicable law.
(C) Notice to Employees - A notice shall be permanently posted on the User's bulletin board or other
prominent place advising employees whom to call in the event of a dangerous discharge. Employers shall
ensure that all employees who may cause or suffer such a dangerous discharge to occur are advised of the
emergency notification procedure.
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4.1.4.6 Industrial Wastewater Self-Monitoring, Reporting and Record Keeping.
(A) Self-Monitoring Requirement. Each Significant Industrial User shall perform, at his own cost and
expense, flow measurement, sampling and analysis of the discharge to the public sewer. All conditions
concerning the self-monitoring including the location of sampling, frequency of monitoring, method of
collection, and parameters to be analyzed shall be as outlined on the Wastewater Discharge Permit.
(B) Categorical Baseline Report. Upon promulgation of a Federal Categorical Pretreatment Standard, all
affected Industrial Users shall monitor and report to the Commission within 180 days of effective date of the
Standard in conformance with the provisions of 40 CFR 403.12.
(C) Self-Monitoring Reporting. Each Significant Industrial User shall submit to the Commission the results of
all self-monitoring in accordance with the requirements contained on each Wastewater Discharge Permit.
(D) If an Industrial User monitors any pollutant not required by the Commission or monitors any pollutant
more frequently than required by the Commission, the results of such monitoring shall be included in the
routine self-monitoring report.
(E) If any monitoring indicates a violation of these Policies or of any conditions of the Wastewater Discharge
Permit, the Industrial User must notify the Commission within 24 hours of becoming aware of each violation.
The Industrial User shall also repeat the sampling and analysis and submit the results of the analysis to the
Commission within thirty (30) days.
(F) Record Keeping Requirements. All Industrial Users who discharge or propose to discharge wastewaters
to the wastewater treatment system shall maintain such records of production and related facts, effluent
flows, and pollutant amounts of concentrations as are necessary to demonstrate compliance with the
requirements of these Policies and any applicable State or Federal pretreatment standards or requirements.
Records shall be maintained for a minimum of five (5) years. This period of retention shall be extended
during the course of any unresolved litigation or when requested by the Commission. Such records shall be
made available upon request of the Commission and to officials of the U.S. Environmental Protection
Agency and South Carolina Departments of Health and Environmental Control.
(G) The owner or operator of any premise or facility discharging industrial wastes into the system shall
install, at his own expense, suitable monitoring equipment to facilitate the accurate observation, sampling,
and measurement of wastes. Such equipment shall be maintained in proper working order and kept safe
and accessible at all times.
(H) Whether constructed on public or private property, the monitoring facilities shall be constructed in
accordance with the Commission's requirements and all applicable construction standards and
specifications.
4.1.4.7 Sampling and Analysis. All sampling and laboratory analysis shall be performed in accordance
with procedures established by EPA and contained in 40 CFR Part 136. Where 40 CFR Part 136 does
not include sampling or analytical technique for the pollutant in question, the Commission shall provide
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the technique to be used on the basis of recommendations from the SCDHEC. All laboratory analysis
shall be performed in a State of South Carolina certified laboratory. Sampling techniques must meet
proper chain-of-custody procedure.
4.1.4.8 Enforcement Procedures - Notification of Violation. Whenever the Commission finds that any
person has violated or is violating these Policies, or any prohibition, limitation or requirement contained
herein, it may serve upon such person a written notice stating the nature of the violation and providing a
reasonable time, not to exceed thirty (30) days, for the satisfactory correction thereof. A reasonable time
may be defined as meaning immediately in the event of a violation affecting health, life or damage to the
wastewater treatment facilities or violations which cause interference with wastewater treatment
operations. A reasonable time may be less than thirty (30) days under other circumstances, but in such
other circumstances not less than twenty-four (24) hours.
4.1.4.9 Orders.
(A) The Commission may enter into a Consent Order or other similar document of voluntary compliance
establishing an agreement with the Industrial User responsible for non-compliance.
(B) The Commission may issue an Administrative Order to an Industrial User who has violated or continues
to violate these Policies, the Wastewater Discharge Permit or other Orders of the Commission. Such
Administrative Orders may direct that, following a specific time period, action by the Industrial User must be
taken to correct any violation. Orders may also contain other requirements as might be reasonably
necessary to address the non-compliance.
4.1.4.10 Show Cause Hearing.
(A) The Commission may order any person who causes or allows a violation of these Policies to show
cause before the hearing authority, appointed by the Manager, why further enforcement action should not
be taken. A notice shall be served on the offending party, specifying the time and place of a hearing to be
held by the Commission regarding the violation, and directing the offending party to show cause before said
authority why an order should not be made directing further enforcement action including the termination of
service. The notice of the hearing shall be served personally or by registered or certified mail (return receipt
requested) at least ten (10) days before the hearing. Service may be made on any agent or officer of a
corporation.
(B) The Commission may itself conduct the hearing and take the evidence, or may designate any of its
members or any officer of the Commission to:
(1) Issue, in the name of the Commission, notices of hearings requesting the attendance and testimony
of witnesses and the production of evidence relevant to any matter involved in any such hearings.
(2) Take the evidence.
(3) Transmit a report of the evidence and hearing, including transcripts and other evidence, together
with recommendations to the Commission for action thereon.
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(C) After any public hearing, testimony taken before the Commission or any person designated by it, must
be under oath and recorded stenographically. The transcript or any part thereof, so recorded, will be made
available to the party or to any member of the public upon payment of the costs therefore.
(D) After the Commission has reviewed the necessary information, it can issue an order to the party
responsible for the discharge directing that, following a specified time period, the water and/or sewer
service be discontinued unless adequate treatment facilities, devices or other related appurtenances
shall have been installed or existing treatment facilities, devices or other related appurtenances are
properly operated. The Commission may issue further orders and directives as are necessary and
appropriate. If water and/or sewer service is terminated, the owner will be responsible for all appropriate
reconnection and reactivation fees.
4.1.4.11 Harmful Contributions; Commission's Response and User's Responsibility.
(A) The Commission may suspend the wastewater treatment service and/or a Wastewater Discharge Permit
when such suspension is necessary, as determined by the Commission, in order to stop an actual or
threatened discharge which presents or may present an imminent or substantial endangerment to the health
or welfare of persons, or the environment; or causes interference in the POTW's processes; or causes the
Commission to violate any condition of its NPDES permit.
(B) Any person notified verbally or in writing regarding a violation of the Water and Wastewater Policy
Manual or the Wastewater Discharge Permit shall immediately stop or eliminate the contribution. In the
event of a failure of the person to comply voluntarily with the suspension order, the Commission shall
take such steps as deemed necessary, including immediate severance of the sewer connection, to
prevent or minimize damage to the POTW system or endangerment to any individuals. The Commission
shall reinstate the Wastewater Discharge Permit and/or the wastewater treatment service upon proof of
the elimination of the non-complying discharge. A detailed written statement submitted by the User
describing the causes of the harmful contribution and the measures taken to prevent any future
occurrence shall be submitted to the Commission within fifteen (15) days of the date of occurrence.
4.1.4.12 Revocation of Wastewater Discharge Permit. Any Users who violate the following conditions of
these Policies, or applicable state and federal regulations, are subject to having their permit revoked in
accordance with the procedures of paragraph 4.1.4.10 above.
(A) Failure of a User to factually report the wastewater constituents and characteristics of his discharge;
(B) Failure of the User to report significant changes in operations, or wastewater constituents and
characteristics;
(C) Refusal of reasonable access to the User's premises for the purpose of inspection or monitoring; or,
(D) Violation of conditions of the permit.
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4.1.4.13 Legal Action.
(A) Any discharge in violation of the substantive provisions of these Policies or an Order of the
Commission shall be considered a public nuisance. If any person discharges sewage, industrial wastes
or other wastes into the treatment system contrary to the substantive provisions of these Policies or any
Order of the Commission, the Commission may commence an action for appropriate legal and/or
equitable relief in the appropriate Court. This remedy shall be in addition to the right to terminate service
as provided in paragraph 4.1.4.11 above. In any legal action, the Commission may recover all damages
sustained to the treatment facilities, as well as any penalties incurred by the Commission by reason of
the violation by any User of these Policies the rules and regulations of the City, or State or Federal laws,
rules and regulations, plus all attorney fees, cost and expenses incurred by the Commission in the
enforcement of these regulations.
(B) Any User by its use of the wastewater treatment facilities of the Commission does consent to and agree
to comply and abide with the terms and conditions of these Policies, the rules and regulations promulgated
hereunder and to the enforcement procedures and penalty provisions herein.
4.1.4.14 Surcharges. A schedule of surcharges has been established which takes into consideration the
total cost for the treatment of wastes. In this schedule, a BOD5 concentration of 0 to 290 mg/l and a total
suspended solids concentration of 0 to 290 mg/l is considered to be a standard sewage waste. Any
wastewaters having a concentration in excess of the stated limits is subject to a surcharge in accordance
with a schedule set forth by the Commission. Refer to Article 6, Chapter 2, Wastewater Rates. This
surcharge is based on the equitable recovery of wastewater treatment costs as required for those
municipalities receiving Federal assistance for the construction of wastewater treatment facilities and is in
compliance with the regulations of 40 CFR Part 35. This issuance of this surcharge schedule does not in
itself permit, nor does it imply, that any such high strength wastewater will be received by the Commission
for treatment. In each instance, the actual acceptance of the waste for treatment is subject to review and
evaluation by the Commission. In some instances, pretreatment may be required before acceptance of the
wastewater for final treatment by the Commission.
4.1.4.15 Confidential Information. Information and data on User obtained from reports, questionnaires,
monitoring programs, records, inspections, sampling and analysis shall be available to the public or other
govern-mental agencies without restriction unless the User specifically requests and is able to
demonstrate to the satisfaction of the Commission that the release of such information would divulge
information, processes or methods of production entitled to protection as trade secrets of the User. Any
data concerning the nature and concentration of pollutants in the effluent shall not be considered to be
confidential.
4.1.4.16 Public Report of Non-Compliance. The Commission shall annually publish, in the largest daily
newspaper of local distribution, a list of the Users which are in significant non-compliance with any
pretreatment requirements or standards during the twelve (12) previous months. The notification shall also
summarize any enforcement actions taken against the User(s) during the same twelve-month (12) period.
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4.1.4.17 Funding. Costs associated with the continuing operation of the Commission’s pretreatment
program include those costs associated with engineering reviews, permit processing, inspections, review of
monitoring data, investigations and enforcement of compliance, and sampling. The funds to recover these
costs will be obtained through an annual permit fee charged to those facilities who are under the purview of
the pretreatment requirements. Each permit will be calculated annually, based on a schedule established by
the Commission.

Section 4.1.5 Wastewater Backups for Commission Customers
This Policy establishes consistent procedures to be followed in the event of a sewer back-up at a
Commission customer residence or place of business. The following procedures are to be followed:
4.1.5.1 Upon discovery of a sewer back-up or service failure, the customer should notify the Commission
at (843) 727-6800. Dispatchers can handle customer calls 24 hours a day, seven (7) days a week.
Caller should give their name, address, and phone number to the dispatcher and any other pertinent
information regarding the situation to the Dispatcher. (Dispatcher will be provided a list of questions to
ask and procedures to follow to assist in handling the customer's problems and improving the
Commission's response capabilities.) The customer will be notified by the Dispatcher that there may be
an emergency response fee charged to the customer’s account should it be determined that the cause of
the problem is located within the customer’s service line, outside of the Commission’s right-of-way. If a
customer so desires, he or she may opt to call a private plumbing service first to correct the situation.
Refer to paragraph 4.1.5.6 below.
4.1.5.2 As quickly as possible (usually within an hour), the Commission will have a crew representative
inspect the situation to determine if the back-up is attributed to malfunctions of the Commission sewer
main or if the customer's service line is the cause of the problem.
4.1.5.3 If the cause of the back-up is in the sewer main, the Commission personnel will correct the situation
as quickly as possible at no charge to the customer.
4.1.5.4 If it appears that the cause of the problem is on the customer's service line outside of the
Commission right-of-way, the customer will be informed that the apparent cause of the back-up is not the
responsibility of the Commission, but that of the customer. Suggestions will be made for them to contact a
private, licensed plumbing service (or line-cleaning service) to relieve the problem in the service line. If the
customer opts to call a plumbing service and the plumber corrects the problem on the customer's property,
then the customer will be responsible for all charges associated with the repair.
However, if a licensed plumber (or line-cleaning service) can determine, and the Commission concurs,
that the cause of the sewer service back-up was in the Commission maintained right-of-way, (i.e. main
stoppage, broken or sheared sewer lateral within right-of-way, large roots within right-of-way, etc.) then
the Commission will reimburse to the customer all reasonable plumbing service charges.
4.1.5.5 If the customer feels that, for whatever reason, the problem is on the portion of the service lateral
maintained by the Commission, (i.e., the portion from the property line to the main collection line), the
Water and Wastewater Policy Manual
Document No.: EO-CEO-00001 - Date Approved: 4/19/2021
When printed, this document is uncontrolled.
Page 132 of 224

ARTICLE 4 WASTEWATER
CHAPTER 4.1 GENERAL

Commission will dig the connection to determine where the problem is located. However, should the
Commission go to the time and expense of digging a customer's service and finds the problem is actually
on private property, Charleston Water will be required to charge the customer actual costs to perform this
work. These charges may be added to the customer's monthly bill, or may be billed separate
4.1.5.6 If for some reason, the customer has called a licensed plumber or sewer line-cleaning service
prior to calling the Commission and the cause of the problem is verified by all parties to be the
Commission's responsibility then the Commission will be responsible for payment to the customer for all
reasonable plumbing charges incurred. A copy of the customer's invoice from the plumber or linecleaning service will be required in order for the Commission to make these reimbursements. However,
should the plumbing service correct the problem on private property (outside the Commission right-ofway), then the Commission bears no responsibility for plumbing service charges.
4.1.5.7 Additionally, if it is determined that the cause of the sewer lateral blockage in the Commission rightof-way is directly associated with improper usage by the customer, (i.e. discharge of unauthorized materials,
etc.), the customer will be charged for cost involved in restoration of service.
4.1.5.8 If the customer is found to have introduced unauthorized materials or unauthorized quantities of
material into the sewer system which are in violation of this Policy, the charges for private plumbing
service may not be reimbursed by the Commission. Requirements outlined in these Policies for
requirements dealing with these matters will be enforced.
4.1.5.9 It will be the Commission’s responsibility to make appropriate retribution for any property damage
suffered by a Commission customer as a result of malfunctions of the Commission sewer system (within
its jurisdictional boundaries. Major claims in excess of $250.00 may be handled by the Commission’s
insurance underwriters.
4.1.5.10 Paragraphs 4.1.5.1 and 4.1.5.2 above applies as well for the Commission’s sewer customers
whose service lines tie into the James Island PSD main lines. However, if the cause of the sewer back-up is
determined to be located in main lines not owned or operated by the Commission, then the Commission will
notify the responsible party for the customer. If response is not timely, the Commission may request that the
particular PSD or other responsible party allow the Commission crews to attempt to relieve the situation by
working on their main lines. However, the Commission will not be responsible for reimbursement of
plumbing charges for sewer back-ups which result from problems associated with lines outside of the
ownership or operational control of the Commission.

Section 4.1.6 Sewer Tap Inspection (Notice to Licensed Plumbers)
Beginning September 1st, 1991, the Commission began inspecting all wastewater taps at the time of actual
tie-in to the sanitary sewer collection system. This includes all new connection, replacement connection,
repairs to connections or other work involving the connection of the wastewater building service at the
service connection to the sanitary sewer system. All connections must be made with approved
appurtenances, including a cleanout provided at the property line. According to current Commission
Construction Standards, clean-outs shall be terminated 6 to 12 inches below finish grade or level with
pavement as required by site conditions. Also, it is requested that metallic tape or clean-outs with metallic
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inserts be utilized to aid the Commission in locating these conditions and servicing our customers in the
future.
Arrangements for inspections should be scheduled at least three (3) working days in advance of the day
the connection is to be made. Contact the Commission Inspectors at the Supply Street Operations
Center office. The Wastewater Inspector(s) will make every attempt to return your phone calls during the
same business day. Any request for tap locates, inspection status, etc. or any other additional
information should be directed to the Commission wastewater inspectors.

Section 4.1.7 Sewer Service Renewal Inspection
All sewer service renewals to the point of connection with the Commission's lateral shall be assessed a
wastewater inspection/investigation fee or a sewer tap fee, whichever is appropriate, based on the
criteria below:
(A) A customer who merely replaces his sewer service line (no Change-in-Use Fee involved) with new
pipe (connecting to the original point of the old service line) will not be required to pay a sewer tap fee if
records indicate that a tap fee for that particular parcel has been paid at any time in the past. In this case
only, the inspection/investigation fee will be charged.
(B) On the other hand, if it cannot be verified that a tap fee has been paid in the past, we may charge a
sewer tap fee. In this case, an investigation fee would not be assessed, if the tap fee charge is
assessed.
(C) Replacement of a customer's service line to the point of connection with the Commission's lateral
and/or a call for an inspection of a renewal (of any kind) will require a wastewater inspection/
investigation fee.
(D) The following situations will also require the assessment of the inspection/investigation fee:
(1) connections to private systems (which discharge to the Commission's system) must be assessed
(2) inspection on existing connections where a tap has been paid previously (replacement of lines)
must also be assessed
(3) connections to existing manholes must also be inspected
*The wastewater inspection/investigation fee may be paid prior to the inspection or billed on the customer's
monthly bill upon approval by Management/Supervisor.
Any questions regarding this Policy should be directed to the Collection System Engineering Manager.

Section 4.1.8 Grease Interceptor Standard
The Commission shall have a Grease Interceptor Standard (WWC-TE-00016) to provide specific
standards for grease trap location, design, installation, construction, operation and maintenance of new
and existing grease interceptors so as to comply with applicable discharge standards. This policy is
maintained, reviewed, and revised periodically by the Wastewater Collection Department.
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Section 4.1.9 Category Waste Program
The Commission shall have a Category Waste Program (ER-A-00024) to establish procedures when an
individual or company waste hauler (hauler) requests disposal of category waste, as defined by this
policy, at the Plum Island Wastewater Treatment Facility. This policy is maintained, reviewed, and
revised periodically by the Environmental Resources Department.

Section 4.1.10 Industrial Pre-Treatment Program
The Commission shall have an Industrial Pretreatment Program (ER-A-00027) to establish procedures.
This policy is maintained, reviewed, and revised periodically by the Environmental Resources
Department.

Section 4.1.11 Sewer Surcharge Program
The Commission shall have a Sewer Surcharge Program (WWC-G-00062) develop a systematic
approach to field-identify any and all unauthorized connections and to have voluntary corrective action
taken by property owners/ customers within a reasonable, specified timeframe. This policy is
maintained, reviewed, and revised periodically by the Wastewater Collection Department.

Section 4.1.12 Acceptance of Sewer Services and Sewer Availability
The Commission is frequently requested to provide a Service Availability Letter for wastewater projects,
including new developments, single family lots, and other commercial, residential, or industrial properties
within the Commission retail wastewater service area. The intent of this Policy is to define as clearly as
possible, how the Commission will ascertain if wastewater service is or is not “available” to a particular
property, and if so, under what circumstances.
Any subdivision of property for any purpose, especially when transferring property ownership rights, must
obtain a Commission’s Service Availability Letter. Any subdivision of property will be considered a “new
development”. This applies to single-family residential, multi-family residential, commercial, industrial or
institutional subdivisions of any nature.
The proponent must complete and submit a Request for Service Availability form, available on the
Commission’s website. The information provided in the request will be utilized by the Commission to
perform a preliminary hydraulic analysis in order to determine wastewater service availability. Based on
the results and conclusions determined by the preliminary hydraulic analysis, a Service Availability Letter
will be issued by the Commission stating whether wastewater service is available or is not available.
This letter can also be written to indicate wastewater service availability upon the completion of
wastewater system improvements, such as a wastewater main extension /or pump station, and designed
and installed in accordance with the requirement of the Commission’s Minimum Standards for the Design
& Construction of Water and Wastewater Systems.
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4.1.12.1 Application of this Policy will follow the steps below. The first determination will be to ascertain
whether the proposed request is for a facility estimated to be one (1) ERU (Equivalent Residential Unit)
or less, i.e. 300 GPD as defined in the Commission’s-approved Unit Contributory Guidelines in effect at
the time of the request for availability. If so, paragraph A below applies. If the proposed facility use is
greater than one (1) ERU, paragraph B below will apply. Paragraph C will apply only on a case-by-case
basis to consider qualified service availability for a Satellite Sewer System to serve a single nonresidential building. The second determination will be to ascertain the proximity of the nearest surface
collection system component with capacity to provide the level of service required for the property in
question. In no case will service be considered available via a direct connection to any portion of the
sanitary sewer tunnel system, including drop shafts and drop pipes.
(A) (One (1) ERU or less); 300 GPD or less
Capacity will be considered “available” for requests in this category, if:
Gravity service is available to the proposed property. This may be via an existing sewer lateral or a new
lateral installed by the Commission for an existing parcel not currently served where the Commission is
required by policy, to provide a lateral, (not to exceed 75 feet in total length). For properties more than
75 feet from the sewer main, a main extension will be required if said extension can be cost-effectively
constructed. Refer to Article 2, Chapter 5, Section 2.5.2 Main Extensions Cost-Effectiveness.
In such cases, the property under consideration must have access to a gravity sewer main. In the
context of this Policy and for service availability, “access” means that a gravity sewer line exists in a
public Right-of-Way (ROW) or the Commission easement which borders or is contiguous to the property
under consideration or an easement may be obtained, by the proponent, through which to extend service
to the property under consideration. Cost-to-extend fees, if applicable, may apply in certain situations in
this category. Refer to the examples below.
Example #1: If the owner of the property desiring wastewater service does not have frontage to
an existing ROW or the Commission easement where wastewater is available and must obtain a
private easement to reach said ROW or the Commission easement.
Example #2: If the property is currently served with an existing lateral and is requesting an
additional service lateral, then the Cost-to-Extend Fee applies.
In each case a conditional letter of availability may be written, instructing the interested party to contact
the New Development Program Manager or Utility Service Specialist for more information on costs to
obtain a service.
(1) Individual Wastewater Pump Stations. Wastewater capacity will be considered available if the tiein point for the individual wastewater pump station force main is a direct gravity connection (i.e.,
service lateral or manhole). Again, the property under consideration must have access, as
defined above, to the gravity connection point of the grinder station force main.
Note 1: For cases A and B above, no SCDHEC permits for sewer installations are currently required for
projects consisting of one (1) ERU or less, unless a main extension is required.
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Note 2: All individual wastewater pump stations in this category will be owned, operated and maintained
by the property owner(s), etc. and not by the Commission.
Note 3: If the property under consideration is not adjacent/contiguous to a gravity connection point,
wastewater service will be considered unavailable until such time as an easement is obtained.
Note 4: Individual wastewater pump station force main connections serving one (1) ERU or less will not
typically be allowed to be manifolded into existing Commission-owned force mains or manifolded into any
other private force mains. Again, in such cases, sewer service will be considered unavailable, unless a
written waiver is obtained from a Commission Officer. Where a written waiver is granted by the
Commission, the owner of the premise must install, at his expense, an individual wastewater pump
system in accordance with the Commission’s requirements and minimum, standards, enter into a written
maintenance contract with the Commission for the individual wastewater pump system (Refer to Article 7,
Exhibit 5, Maintenance Contract for Individual Wastewater Pump Stations) and pay the published monthly
individual wastewater pump maintenance fee. Refer to Article 6, Chapter 6.3 Service Charges / Penalty
Fees.
Refer to Attachment #1 below for a graphical depiction of typical cases in this category whereby
individual properties consisting of 1.0 ERU or less are evaluated for availability of sewer service.
(B) (Greater Than One (1) ERU); Greater Than 300 GPD
Capacity will be considered “available” for requests in this category, if:
(1) Availability requests for properties proposed to serve greater than one (1) ERU must first be
prepared, in writing, by the property owner or a Registered Professional Engineer in SC. Such
requests are to be submitted to the Commission’s Engineering & Construction Department for
review to first determine the proximity of existing wastewater infrastructure and then to determine
if the proposed project’s wastewater flow can be hydraulically accepted into the Commission’s
existing wastewater collection system via a gravity or force main connection. If capacity is
determined to be available at the proposed point of connection, an Availability Letter (with
requisite conditions) will be issued by the Commission.
In such case, the proponent will be financially responsible for all costs associated with design,
permitting, and construction of all wastewater infrastructure required to make such connection to
the Commission’s existing system and to serve the proposed development in accordance with the
requirements of the Commission’s Minimum Standards for the Design & Construction of Water
and Wastewater Systems as amended and in effect at the time a development agreement is
signed. The Commission will own, operate and maintain the newly constructed wastewater
collection system(s) upon satisfactory completion of all of the Commission’s transfer and closeout requirements. SCDHEC construction and operational permits will be required for all such
cases in this category, whether ultimately connecting to an existing Commission-owned force
main or Commission-owned gravity line.
The Commission will typically not approve vacuum or low-pressure alternative systems as a
means of provision of sewer service. However, any low-pressure systems within a given
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development which have not yet been completely built out may be grandfathered under this
clause.
(Refer to Attachment #2 below for a graphical depiction of typical cases in this category wherein
proposed properties consisting of greater than 1.0 ERU are evaluated for wastewater availability.)
(C) Satellite Sewer Systems
Capacity will be considered “available” on a case-by-case basis if the following conditions are met:
(1) The Commission-owned gravity sewer service is not available to the property.
(2) The property to be served has access to a Commission-owned sewer force main with the
required capacity to provide the requested service. In the context of this Policy and for service
availability, “access” means that a Commission-owned sewer force main exists in a public Rightof-Way or the Commission easement which borders or is contiguous to the property under
consideration.
(3) The proposed satellite sewer system is to provide service to a single non-residential building
under the ownership of a single entity or individual and located on a single parcel of property.
(4) The requested sewer service is for 24,000 gallons per day or less as defined by the
Commission’s-approved Unit Contributory Guidelines criteria.
(5) The system will not be extended to serve other properties.
(6) All permitting requirements established by SC DHEC have been satisfied. In all such cases, the
proponent for sewer service will be financially responsible for all costs associated with design,
permitting, and construction of all wastewater infrastructure required to make such connection to
the Commission-owned sewer system and to serve the proposed building in accordance with the
requirements of the Commission’s Minimum Standards for the Design & Construction of Water
and Wastewater Systems, as amended and in effect at the time a development agreement is
signed. The Commission will not own, operate or maintain the newly constructed satellite sewer
system. SC DHEC construction and operational permits will be required for all such cases in this
category. The proponent for sewer service shall be solely responsible for operation and
maintenance of the satellite sewer system in compliance with SC DHEC requirements.
(D) Any properties not meeting the strict requirements of either paragraph A or Item B, above, will result
in the Commission’s official determination that wastewater service is not available to a given parcel of
property.
In such cases of determination, the proponent will be notified, in writing, of this determination, by
Commission staff.
Note 5:
This Policy is only intended to specify and clarify the Commission’s evaluation process for
wastewater availability. All other Commission policies and requirements relating to
wastewater service remain in effect, and are not superseded by this Policy.
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Note 6:

The Commission’s Chief Executive Officer shall have the authority to waive specific
requirements of this Policy, when justified, and as circumstances warrant, on a case-bycase basis.

(E) Exceptions. Space constraints and other utility conflicts will not allow for a wastewater main to be
constructed in an adequate wastewater easement to allow for maintenance and or repairs. These will be
considered on a case-by-case basis.
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Section 4.1.13 Control of Contaminants of Emerging Concern
Charleston Water System has determined that the discharge by Users, management within the POTW,
discharge to receiving waters, and presence within biosolids of CECs may bring about risks to the
POTW, and human health or pass-through or other environmental impacts addressed by these Policies
and the pretreatment program. Charleston Water System shall address CECs in the following manner
when the Director determines it necessary for the purposes of these Policies.
4.1.13.1 Information. Charleston Water System may require Users to provide specified information on
the User’s purchase, use, manufacturer (intentional or incidental), discharge as a wastewater or other
waste constituent, or other information or data on specified CEC; and specified information on Users’
products and processes that may contribute to the creation of or discharge of CECs.
4.1.13.2 Data. Charleston Water System may require Users to provide specified wastewater discharge
or other data on any CECs identified by either Charleston Water System or by the User consistent with
4.1.13.1 above or otherwise determined by the Director to be potentially discharged by the User as a
wastewater or other waste constituent. Such data shall include any existing data in the possession or
control of the User, and may include requirements for the User to sample and generate at its cost such
data. Charleston Water System may also itself sample and generate such data, and Charleston Water
System’s costs therefore shall be billed to User as an additional service associated with sewered wastes.
4.1.13.3 User Management Requirements. When the Director determines it necessary for the
purposes of these Policies, he may require by Pretreatment Permit (through either a new permit,
reissuance or amendment), by General Permit issued to IUS with common characteristics, by [Order] or
otherwise pursuant to the terms of these Policies, actions by a User to address CECs. Such actions may
include numeric effluent limits adopted as Local Limits or calculated as either generally-applicable or
User specific technology-based limits; and requirements for Best Management Practices. Any such
requirements may be based on Charleston Water System’s determination of CEC numeric criteria based
on available toxicity or other data; U.S. EPA or [State Agency] standards or criteria; or generallyaccepted criteria determinations by recognized national scientific entities.
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Section 4.2.1 Wastewater Pump Stations
4.2.1.1 Pump Stations for Development. The Commission will not construct wastewater pump stations at
its expense to serve development. All costs for the wastewater pump station necessary to provide the
required capacity to serve all phases of the development shall be borne by the developer. The developer
shall be responsible for the design, permitting, and construction of the wastewater pump station and for
deeding the wastewater pump station assets to the Commission for operation and maintenance. All gravity
mains, force mains, manholes, valves, pump stations, services and appurtenances shall be designed and
installed in accordance with the Commission’s Minimum Standards for the Design & Construction of Water
and Wastewater Systems.
4.2.1.2 Pump Stations with Future Service Capacity. The Commission reserves the right to establish
design parameters for all proposed wastewater systems serving new residential, commercial, institutional
and industrial developments so that all wastewater system improvements are consistent with the
Commission’s master plans. These design parameters will require the wastewater systems to include
design capacity to serve future phases of a development, and may require design capacity to serve other
potential areas as identified by the Commission’s master plan. The cost of designing and constructing
the wastewater pump station and associated facilities required for future phases of development shall be
paid by the development requiring the pump station. The Commission will not provide funding for the
additional costs associated with designing and constructing the wastewater pump station and associated
facilities, which include provisions for future phases of development. The Commission may elect to
provide design and construction funding to increase capacity for other future needs that are not
associated with the development requiring the wastewater pump station. In this case, the Commission
funding will only be for the incremental cost of design, materials and installation associated with upsizing
the wastewater pump station and associated facilities beyond the capacity needed to supply all phases
of a development requiring the pump station. Three competitive bids from the Commission approved
contractors may be required in order to determine the cost of upsizing.

Section 4.2.2 Satellite Sewer Systems
SC DHEC defines a satellite sewer system as a sewer system that is owned or operated by one person
that discharges to a system that is owned or operated by a different person. On a case-by-case basis,
the Commission will consider for approval a satellite sewer system discharge to a Commission-owned
sewer system under the following conditions:
4.2.2.1. The Commission-owned gravity sewer service is not available to the property.
4.2.2.2. The property to be served has access to a Commission-owned sewer force main with the
required capacity to provide the requested service. “Access” shall mean that a Commission-owned sewer
force main exists in a public Right-of-Way or Commission easement which borders or is contiguous to
the property under consideration.
4.2.2.3. The proposed satellite sewer system is to provide service to a single non-residential building
under the ownership of a single entity or individual and is located on a single parcel of property.
Water and Wastewater Policy Manual
Document No.: EO-CEO-00001 - Date Approved: 4/19/2021
When printed, this document is uncontrolled.
Page 144 of 224

ARTICLE 4 WASTEWATER
CHAPTER 4.2 NEW DEVELOPMENT AND CONSTRUCTION

4.2.2.4. The requested sewer service is for 24,000 gallons per day or less as defined by the
Commission’s-approved Unit Contributory Guidelines criteria.
4.2.2.5. All permitting requirements established by SC DHEC have been satisfied.
4.2.2.6. The Commission will not construct any component of a satellite sewer system at its expense. All
costs for the satellite sewer system, including connection to the Commission-owned force main, shall be
borne by the single entity or individual requesting service. The single entity or individual requesting
service shall be responsible for the design, permitting, and construction of the satellite sewer system. All
components of a satellite sewer system shall be designed and installed in accordance with the requirements
of SC DHEC and the Commission’s Minimum Standards for the Design & Construction of Water and
Wastewater Systems. The Commission will not allow subsequent extensions of or connections to
permitted satellite sewer systems. All costs to operate and maintain a satellite sewer system shall be the
responsibility of the permitted owner.
4.2.2.7. A permitted satellite sewer system owner may voluntarily connect to a Commission-owned
gravity sewer when such service becomes accessible to the property. In such cases the permitted owner
shall, at his or her expense, be responsible for the design, permitting and construction of the facilities
necessary to connect to the Commission-owned gravity sewer in accordance with the requirements of
the Commission’s Minimum Standards for the Design & Construction of Water and Wastewater Systems.
This shall in no way imply or constitute transfer of ownership or responsibility for the permitted satellite
sewer system to the Commission.
4.2.2.8. If an owner of a permitted satellite sewer system fails to comply with SC DHEC requirements for
operation and maintenance he or she may be required by SC DHEC to cease operations or connect to a
publicly owned treatment works (POTW). In such cases the permitted owner shall, at his or her expense,
be responsible for the design, permitting and construction of the facilities necessary to connect to the
Commission-owned wastewater system in accordance with the requirements of the Commission.
4.2.2.9 Systems. This shall in no way imply or constitute transfer of ownership or responsibility for the
permitted satellite sewer system to the Commission.

Section 4.2.3 Wastewater Collection System Extensions
4.2.3.1 Approach Main. An approach main is defined as a main that is necessary in order to provide
wastewater service to a parcel of property or development. An approach main connects a developer’s
proposed wastewater system with an existing wastewater facility owned and operated by the
Commission that has available capacity to provide the required level of service for all phases of the
development.
4.2.3.2. The Commission will not extend an approach main at its expense. All costs for the approach
main necessary to provide the required capacity to serve all phases of the development shall be borne
by the developer. The approach main shall be a gravity sewer when depth of the existing wastewater
facilities is sufficient to provide service to any portion of the development. The approach main may be a
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sewer force main if both of the following apply: depth of the existing wastewater facilities is insufficient to
reach any portion of the development, and the force main serves more than one (1) equivalent residential
unit (ERU). When the approach main is a gravity sewer, the approach main shall be connected at full
depth and installed at the minimum grade for the size main required to serve all phases of the
development. The developer shall be responsible for the design, permitting, and construction of the
approach main and for deeding the wastewater assets to the Commission for operation and
maintenance. All gravity mains, force mains, manholes, pump stations, services and appurtenances
shall be designed and installed in accordance with the Commission’s Minimum Standards for the Design
& Construction of Water and Wastewater Systems.
4.2.3.3 Wastewater Main Extensions within New Development. The Commission will not extend
wastewater systems within new development at its expense. All costs for the wastewater system
extension necessary to provide the required capacity to serve all phases of the development shall be
borne by the developer. Wastewater system extensions shall be by gravity sewer when depth of the
existing wastewater facilities is sufficient to provide service to any portion of the new development. The
wastewater system extension may be a sewer force main if both of the following apply: depth of the
existing wastewater facilities is insufficient to reach any portion of the new development, and the force
main serves more than one equivalent residential unit (ERU). When the wastewater system is extended
by gravity sewer, all mains shall be connected at full depth and installed at the minimum grade for the
size main required to serve all phases of the development. Exceptions to this requirement may be
considered when it can be demonstrated to the satisfaction of the Commission that the main being
extended is a terminus main or a main that cannot otherwise be extended in the future to provide service.
The developer of the property shall be responsible for the design, permitting, and construction of the
wastewater system extension and for deeding the wastewater assets to the Commission for operation
and maintenance. All gravity mains, force mains, manholes, pump stations, services and appurtenances
shall be designed and installed in accordance with the Minimum Standards for the Design & Construction
of Water and Wastewater Systems.
4.2.3.4 Wastewater Extensions within Subdivided Property. The Commission will not extend
wastewater systems at its expense to serve subdivided property that was served prior to the property
being subdivided. All costs for the wastewater system extension necessary to provide the required
capacity to serve the subdivided property shall be borne by the developer. Wastewater system extensions
shall be by gravity sewer when depth of the existing wastewater facilities is sufficient to provide service to
any portion of the subdivided property. The main extension may be a sewer force main if both of the
following apply: depth of the existing wastewater facilities is insufficient to reach any portion of the
subdivided property, and the force main serves more than one equivalent residential unit (ERU). When the
wastewater system is extended by gravity sewer, all mains shall be connected at full depth and installed at
the minimum grade for the size main required to serve all phases of the development. Exceptions to this
requirement may be considered when it can be demonstrated to the satisfaction of the Commission that
the main being extended is a terminus main or a main that cannot otherwise be extended in the future to
provide service. The developer of the property shall be responsible for the design, permitting, and
construction of the wastewater system extension and for deeding the wastewater assets to the
Commission for operation and maintenance. All gravity mains, force mains, manholes, pump stations,
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services and appurtenances shall be designed and installed in accordance with the Commission’s
Minimum Standards for the Design & Construction of Water and Wastewater Systems.
4.2.3.5 Wastewater Mains with Future Service Capacity. The Commission reserves the right to
establish design parameters for all proposed wastewater systems serving new residential, commercial,
institutional and industrial developments so that all wastewater system improvements are consistent with
the Commission’s master plans. These design parameters will require the wastewater systems to
include design capacity to serve future phases of a development, and may require design capacity to
serve other potential areas as identified by the Commission’s master plans. The cost of designing and
constructing the mains required for future phases of development will be paid by the development
requiring the extension. The Commission will not provide funding for the additional costs associated with
designing and constructing wastewater facilities, which include provisions for future phases of
development. The Commission may elect to provide design and construction funding to increase
capacity for other future needs that are not associated with the development requiring the wastewater
system extension. In this case, the Commission funding will only be for the incremental cost of design,
materials and installation associated with upsizing facilities beyond the capacity needed to supply all
phases of a development requiring the extension. Three competitive bids from the Commission’s
approved contractors may be required in order to determine the cost of upsizing.

Section 4.2.4 Wastewater System Activation, Service Acceptance
4.2.4.1. Wastewater systems will not be activated, or approved for providing wastewater service in any
capacity, until all of the following steps are completed:
(A) All requirements established by SC DHEC have been completely satisfied.
(B) All requirements established by The Commission’s Engineering & Construction Department have
been completely satisfied. Requirements are published in the Commission’s Minimum Standards for the
Design & Construction of Water and Wastewater Systems.
(C) The Commission issues a Service Acceptance Letter.

Section 4.2.5 Engineering Services Fee for Wastewater
4.2.5.1 Engineering Services Fee. The Commission will charge an Engineering Service Fee as a
component of each wastewater impact fee assessed. The Engineering Services Fee will serve to fund
the cost of reviewing developer and customer plans, specifications, design documents, sketches,
calculations and providing other associated administrative services and construction inspection services
associated with new development and the installation of new services. The Engineering Services Fee
will be established based on periodic evaluations performed by the Commission staff.
4.2.5.2 Engineering Service Fee Deposit. One hundred dollars ($100) of the Engineering Services Fee
shall be considered a non-refundable Engineering Services Fee Deposit collected at the time plans are
submitted for review to cover the Commission engineering and administrative costs. In no case will the
Water and Wastewater Policy Manual
Document No.: EO-CEO-00001 - Date Approved: 4/19/2021
When printed, this document is uncontrolled.
Page 147 of 224

ARTICLE 4 WASTEWATER
CHAPTER 4.2 NEW DEVELOPMENT AND CONSTRUCTION

total Engineering Services Fee Deposit amount be less than $500 for a single project. No plan review
will be performed prior to payment of the deposit. The deposit will be credited toward the total
Engineering Services Fee amount due for the project once final plans are approved for permitting by the
Commission. However, the deposit amount is non-refundable if the project is cancelled after submittal
to the Commission and will not be credited if the project is reinitiated at some later date.
4.2.5.3 Refunds. Prior to submitting the project to SC DHEC for a construction permit, the Commission
will collect the balance of the Engineering Services Fees due along with the total impact fees due. Prior
to project Commissioning, Engineering Services Fees paid to the Commission may be reimbursed to the
developer, less the Engineering Services Fee Deposit amount, if a project is cancelled or the scope of
the project is reduced. Upon determination by the Commission that a portion of the Engineering
Services Fees is eligible for reimbursement, the applicable amount will be refunded. The Engineering
Services Fee Deposit amount for each wastewater service impact fee assessed in the original project
scope, is not refundable and will be retained by the Commission to cover its administrative and
engineering costs. In no case will the amount of the non-refundable Engineering Services Fee Deposit
be less than $500.
4.2.5.4 Resubmittals. If the developer wishes to re-initiate a previously cancelled project or activate a
delayed project phase, a new project submittal will be required in conformance with the most current
Commission Minimum Standards for the Design & Construction of Water and Wastewater Systems, at
which time Engineering Services Fees will be assessed according to the most current Commission fee
structure. No credit will be given for any portion of Engineering Services Fees previously retained by the
Commission.
4.2.5.5 Exceptions. Exceptions to this Policy may be made on a case-by-case basis by the Chief
Executive Officer (CEO) if the CEO determines that extraordinary circumstances exist such that an
exception to the Policy is required to make certain that the application and intent of the Policy is fair and
reasonable both to the customer and the Commission.
4.2.5.6. In cases where the Commission provides service for retail wastewater accounts under the basis
of a wholesale service contract, and the Commission does not provide the engineering services
described above, the Commission may waive the Engineering Services Fee portion of each impact fee
assessed.

Section 4.2.6 Installation of Wastewater Systems in Established Subdivisions
4.2.6.1. The Commission is sometimes requested to install wastewater systems in established
subdivisions where public wastewater service does not exist. The Commission will consider these
requests on a case-by-case basis and may elect to install wastewater systems provided funding is
available and the request meet the following criteria:
(A) The subdivision or planned unit development is determined to be approximately 50% developed and
occupied.
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(B) A request or petition signed by at least 75% of the existing residents is submitted to the
Commission’s Engineering & Construction Department indicating that they are willing to pay the
published wastewater connection fees and rates and agree to connect to the system and become a
customer should the wastewater system be constructed.
(C) Letter of Commitment outlining an individual’s commitment to connect to the wastewater system.
4.2.6.2. The Commission will evaluate each request and determine the feasibility and cost-effectiveness
of the project based on the total project cost, number of equivalent residential units served and other
criteria that may be specific to the request on a case-by-case basis. Refer to Article 2, Chapter 5,
Section 2.5.2 Main Extension Cost-Effectiveness Policy for details.

Section 4.2.7 Wastewater Design and Construction Procedures
Any entity wishing to install or extend any Commission wastewater facility must adhere to the
requirements described in the Commission’s Minimum Standards for the Design & Construction of Water
and Wastewater Systems as amended and in force at the time the Development Agreement is signed. In
the event that no Development Agreement is required, the system must conform to the requirements in
place at the time plans are approved for installation by the Commission. In the event that construction
does not progress at a reasonable rate following approval or is otherwise not initiated within one (1) year,
the Commission will re-evaluate the project on the basis of service availability, fees and design standards
to ensure conformance with requirements in place at the time the project is re-initiated. Refunds of fees
paid to the Commission, if applicable, will be as described in Article 4, Chapter 2, Section 4.2.5.
Engineering Services Fee for Wastewater and Article 4, Chapter 2, Section 4.2.10 Wastewater System
Impact Fees and Change In Use Fees.

Section 4.2.8 Wastewater Service
The Commission wastewater service area will include all areas within the corporate boundary of the St.
Andrews Public Service District and the City of Charleston, except for a small area within the City limits,
north of Mt. Pleasant Street, located on the Charleston Peninsula. The Commission may provide service
outside these areas through special agreements with the governing authority having the right to provide
wastewater service or as assigned by the area 208 Plan administered by the Charleston-BerkeleyDorchester Council of Governments. The Commission may also provide wholesale service based on
agreements with other municipalities or governmental agencies.

Section 4.2.9 Wastewater Tap
4.2.9.1 Wastewater Tap Fees. The Commission assesses tap fees to all new connections made

to the wastewater system. The tap fee is established based on sound utility rate making
principles and practices. The respective tap fee amounts are defined in Article 6, Chapter 6.4 Tap
and Impact Fee Schedule.
4.2.9.2 Wastewater Change-in-Use Fees. Change-in-Use fees will be assessed to new or expanded
wastewater customers where the proposed use of a parcel of property will generate more wastewater (as
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existing use or more than one (1) Equivalent Residential Unit (ERU). The Change-in-Use fee is charged
to the customer at the time of application for service. No credits will be issued for decreases in flow
which result from a proposed Change-in-Use of a parcel of property or facility.

Section 4.2.10 Wastewater System Impact Fees and Change in Use Fees
4.2.10.1 Wastewater Impact Fees. Impact fees are defined as fees that are collected by the
Commission when new services are requested. Impact fees help to offset the costs associated with
designing and constructing capital facilities, which provide for the treatment, collection, and pumping of
wastewater. Impact fees will be reviewed periodically and adjusted accordingly in conformance with
sound rate making principles and practices for utility systems.
Impact fees will be assessed to all new residential, commercial, industrial, and institutional projects for
which wastewater service can be provided. If service cannot be provided, the project and associated
impact fees will be deferred until such time as service is available and fees will be due at the prevailing
rate at that time. Wastewater impact fees are assessed on new services based on the number of
equivalent residential units (ERU) in the proposed project at the impact fee rate per ERU. The number of
ERUs will be determined based on the unit contributory loadings. Refer to Commission’s-approved Unit
Contributory Guidelines. Impact fees for all projects will be assessed and collected prior to the submittal
of plans to SC DHEC for construction permits. All fees must be paid prior to the initiation of service.
Refer to Article 6, Chapter 6.4 Tap and Impact Fee Schedule for current wastewater impact fee
amounts. Each wastewater impact fee assessed includes an engineering services component, refer to
Section 4.2.5. Engineering Services Fee for Wastewater.
4.2.10.2 Exceptions. Wastewater impact fees must be paid on all new wastewater connections with the
following exceptions:
(A) No wastewater impact fee will be charged for new developments where these fees have been paid in
advance by the project developer/owner, etc. through the Engineering Department. Check with the
Engineering Department for fee verification.
(B) No wastewater impact fees will be charged to existing facilities where additional wastewater taps are
installed, but no additional facilities are being served. Where such cases exist, tap fees and/or cost-toextend fees should be charged. Where served facility(s) use has been changed, change-in-use fees
should be evaluated in lieu of wastewater impact fees.
4.2.10.3 Change-In-Use Fees. Change-in-use fees should be coordinated through the Commission
Utility Services Specialist. Special situations as may be directed by a Commission Officer.
4.2.10.4 Regarding existing facilities. The following shall be the policy of the Wastewater Collection
Department when computing the Change-in-Use (CIU) fees for existing facilities:
(A) Credit for equivalent units shall be based on the most immediate previous use of the facility, regardless
of the facility's age.
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(B) In special cases, consideration may be given at the discretion of the Chief Executive Officer for
equivalent unit credits for an earlier use of the facility in question, as opposed to the most immediate
previous use. However, for consideration to be given, sufficient documentation or verifiable proof must be
provided to the Commission, in writing, indicating an earlier facility use. Such cases are expected to be
rare, and in most instances, the most immediate previous facility use will be utilized to calculate appropriate
CIU fees.
(C) The Change-In-Use (CIU) Fee is established to reduce the magnitude of required general sewer rate
increases attributable to system expansion. The CIU Fees which are collected are used to reduce future
bond issuance amounts for major sewer interceptors, collector lines, pump stations, and expansions at the
Plum Island Wastewater Treatment Plant, or other Commission-owned treatment or transportation facility(s).
4.2.10.5 How the CIU Fee Amount Is Determined. Black and Veatch, our rate consulting engineer,
calculates our CIU Fee. Their determination is based on equity "buy-in" which is the recognized industry
approach. Refer to Article 6, Chapter 6.4 Tap and Impact Fee Schedule for current fees.
4.2.10.6 When the Change-In-Use Fee Applies. When the use of an existing facility changes, the impact
of the additional wastewater loading on the Commission's sewer collection system must be determined.
The CIU Fee is applied to facilities to be served by existing sewer facilities only that do not require a main
extension.
Note: Example calculations are based on CIU Fee as of July 1, 2018. Refer to Article 6, Chapter 6.4 Tap
and Impact Fee Schedule for current fees.
Please refer to the following examples for CIU Fee calculations:
(A) New Facilities — Greater Than 300 GPD
Construction of a structure(s) on one (1) TMS parcel generating more than 300 GPD, such as:
Office Building
Restaurant
Hotel
Motel

Laundromat
Car Wash
Beauty Parlor
Church

Apartment
Clinic
Condominium

(B) Addition to Existing Structure
Subdivision of a property and addition of a new structure. If a property in the Commission’s service area is
later sub-divided, then a CIU fee applies to the additional structure. Subdivision of, or addition, to an existing
structure, resulting in more than one (1) equivalent unit.
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Change-In-Use of an existing structure, where the end-result is a structure that would generate more
wastewater flow than the previous structure's wastewater flow.
Example:

Convert a 4,000 sq. ft. retail space to a Laundromat with four (4) washing machines.
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4.2.10.7 Calculation of the Change-In-Use Fee. The Change-In-Use fee rate is charged to each
equivalent unit of wastewater flow generated by a proposed facility, which is calculated to be the difference
between the proposed number of equivalent units and the existing use equivalent units; or, for new facilities
where there was no previous use, a standard credit of one (1) equivalent unit per tax map number is used.
The CIU fee will be charged to the customer/developer at the time of application for wastewater service, and
shall be paid "up-front" for the total development of each phase of a proposed project at the time of
application for wastewater service.
The CIU fee is not due if impact fees have been previously paid for a particular development, as long as the
projected unit contributory flow has not increased.
(A) Shopping Centers, etc. Change-in-Use (CIU) fees for existing shopping centers, strip malls, business
and commercial complexes, etc., who may have numerous tenants within the complex will be calculated
based on the new, proposed use of the available square footage, compared to the previous use of the same
square footage. CIU fees for additional square footage (new construction) to these types of facilities will be
calculated as with any new, similar construction or development activity.
4.2.10.8 Formula for determination of CIU Fee. Proposed Equivalent Residential Unit minus the Existing
Equivalent Residential Unit equals the number of Equivalent Residential Units (ERUs) subject to CIU Fee.
This number of ERUs is then multiplied by the change-in-use fee per ERU.
4.2.10.9 What is an Equivalent Unit? An equivalent residential unit is equal to 300 GPD of wastewater
flow or 2,000 sq. ft. of usable building space.
4.2.10.10 How are wastewater flows determined? The theoretical daily wastewater flows are based on
the most current South Carolina Department of Health and Environmental Controls’ (SCDHEC) Unit
Contributory Loading Guidelines (UCLG) (Regulation 61-67 Appendix A) as adopted by the Commission
below. These guidelines are based upon SCDHEC’s updated standards which have been in use for over
twenty (20) years. The type of establishment is first determined; then based on the criteria given in the
UCLG guidelines, the total theoretical wastewater flow is determined. Once the theoretical flows are
determined from the UCLG’s this flow is divided by 300 to obtain the theoretical number of ERUs.
Note: For establishment types not included in or closely matching those given in the UCLG guideline,
Commission has adopted a “Fixture Unit Methodology” for ERU calculations. Wastewater-generating
fixtures for such establishments are counted and assigned a fixture-unit count as provided for in the
Standard Plumbing Code (Refer to Attachment #1). The total fixture-unit count is then divided by 15 fixture
units per ERU to determine the theoretical ERU equivalents. Refer to 2.3.3.9 “Indicators” of Possible
Change-In-Use Fee below for fixture unit loading criteria.
1.0 ERU = 15 Fixture Units (F.U.) = 300 GPD; or 15 GPD/F.U.
UCLG Examples: *Note: These examples are assuming a CIU fee of $3,370.00 per ERU.
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(A) Build a commercial building of 4,000 sq. ft.
4,000 sq. ft. = 2 equivalent residential units
2,000
2 equivalent units - 1 credit = 1 equivalent unit subject to CIU fee
1 equivalent unit @ $3,370.00 CIU fee per ERU = $3,370.00
Note: ERU credits are based on existing facility's # of ERUs. If no existing nor previous, credit is based on
# of TMS parcels used for the particular project.
(B) Subdivide a parcel and build a new structure

1 typical SF dwelling = 300 GPD = 1 equivalent unit subject to CIU fee
1 @ $3,370.00 = $3,370.00
Note: No Equivalent Unit Credit is given in the above example because the subdivision results in a greater
number of equivalent units on one original parcel.

(C) Convert a 2-unit apartment to four (4) units
Proposed = 4 units
Existing = 2 units
Therefore: 4 - 2 = 2 equivalent units subject to CIU fee
2 equivalent unit @ $3,370.00 = $6,740.00
(D) Convert a 4,000 sq. ft. retail space to Laundromat with four (4) washing machines
Proposed: 4 washing machines = 4 ERUs
Existing:
4,000 sq. ft./2,000 = 2 ERUs credit
Therefore: 4 - 2 = 2 equivalent unit subject to CIU fee
2 equivalent unit @ $3,370.00 = $6,740.00
(E) Renovate to add 5,000 sq. ft. of retail space to existing structure
Retail
Space

Proposed
Addition

Additional area = 5,000 sq. ft.
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Therefore, 5,000 = 2.5 equivalent unit subject to CIU fee
2,000
2.5 @ $3,370.00 = $8,425.00
Note: No Equivalent Unit Credit is given in the above example because the renovation results in a greater
number of equivalent units on one original parcel.
(F) Fixture Unit Example:

Church Fellowship Hall Addition

Note: Since there is no specific category for this type of facility in the Commission’s Unit Contributing
Loading Guidelines, the fixture unit method is employed as follows:
Actual Fixtures to be added:
(8) water closets
(2) urinals
(5) sinks
(1) drinking fountain

x
x
x
x

4 fixture units each *
4 fixture units each *
2 fixture units each *
.5 fixture units each *
Total (Fixture Units)

50.5 F.U. Total

15 F.U./ERU
Total CIU Fee (using fixture unit method)
Total Fee

=
=
=

=
=
=
=
=

32
8
10
.5
50.5

3.37 ERUs
3.37 x $3,370.00 / ERU
$11,356.90

* From Chart of Fixture Units, Attachment #1 (next page).
4.2.10.11 “Indicators” of Possible Change-In-Use Fee
(A) Application for new or separate water service at the same address.
(B) Application for new sewer service at the same address.
(C) Addresses numbered as: 8A, 4B, 10-1/2, 52-1/2
(D) Application for water and/or sewer service for facilities other than a typical Single-Family dwelling unit
(restaurant, bar, commercial building, car wash, etc.)
(E) Upgrade of water line
(F) Change in name or ownership
(G) Peninsula City — water/sewer service applications
(H) Coffee Shops
(I) Subdivision of property
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CHART OF FIXTURE UNITS
Unit Value
Factors

Fixture Type

as

Load Minimum Size
Trap (Inches)

Bathroom Group consisting of: Water closet, lavatory, and bathtub or
6
shower
Bathtub (with or without overhead shower) or whirlpool attachments
2
Bidet
3 Nominal
Combination sink and tray
3
Combination sink and tray with food disposal unit
Separate Traps
Dental unit or cuspidor
1
Dental lavatory
1
Drinking fountain
½
Dishwashing machine, domestic
2
Floor drains
1
Kitchen sink, domestic
2
Kitchen sink, domestic with food waste grinder
3
Lavatory
1 Small P.O.
Lavatory
2 Large P.O.
Lavatory, barber, beauty parlor
2
Lavatory, surgeon’s
2
Laundry tray (1 or 2 compartments
2
Shower stall, domestic
2
Showers (group) per head
3
Sinks, surgeon
3
Flushing rim (with valve)
8
Service (trap standard
3
Service (P trap)
2
Pot, scullery, etc.
4
Urinal, pedestal, siphon, jet, blowout, Industry Standard
8
Urinal, wall lip Industry Standard
4
Urinal, washout
4
Washing machines (Commercial)
Washing machines (Residential)
3
Wash sink (Circular or Multiple)
2
Water closet flushometer tank, (Public or Private)
4
Water closet, private installation
4
Water closet, public installation
4
Note: Fixtures not listed above shall be estimated in accordance with the following:

1-1/2”
1-1/2”
1-1/2”
1-1/2”
1-1/4”
1-1/4”
1’
2
1-1/2”
1-1/2”
1-1/4”
1-1/4”
1-1/2”
1-1/2”
1-1/2”
2”
1-1/2”
3”
3”
2”
1-1/2”
Industry Standard
Industry Standard
Industry Standard
2’
Normal 1-1/2”
Industry Standard
Industry Standard
Industry Standard

FIXTURES NOT LISTED ABOVE
______________________________________________________________________________
Fixture Drain or Trap Size

Fixture-Unit Value

1-1/4” and smaller

1

1-1/2 “

2

2”

3

2-1/2”

4

3”

5

4”

6
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4.2.10.12 SCDHEC and the Commission’s Guidelines for Wastewater Impact Fee and Change in
Use Fee Calculations.
The following guidelines are for the computation of Wastewater Impact and Change-in-Use Fees:
Unit Contributory Loadings to All Domestic Wastewater Treatment Facilities
TYPE OF ESTABLISHMENT
A. Airport
1. Per Employee
2. Per Passenger
B. Apartments, Condominiums, Patio Homes
1. Three (3) Bedrooms (Per Unit) or greater
2. Two (2) Bedrooms (Per Unit)
3. One (1) Bedroom (Per Unit)
C. Assembly Halls (Per Seat)
D. Barber Shop
1. Per Employee
2. Per Chair
E. Bars, Taverns
1. Per Employee
2. Per Seat, Excluding Restaurant
F. Beauty Shop
1. Per Employee
2. Per Chair
G. Boarding House, Dormitory (Per Resident)
H. Bowling Alley
1. Per Employee
2. Per Lane, No Restaurant, Bar or Lounge
I. Camps
1. Resort, Luxury (Per Person)
2. Summer (Per Person)
3. Day, with Central Bathhouse (Per Person)
4. Travel Trailer (Per Site)
J. Car Wash
1. Commercial (Per Car Washed)
K. Churches (Per Seat)
L. Clinics, Doctor’s Offices
1. Per Employee
2. Per Patient
M. Country Club, Fitness Center, Spa (Per Member)
N. Dentist Office
1. Per Employee
2. Per Chair
3. Per Suction Unit; Standard Unit
4. Per Suction Unit; Recycling Unit
5. Per Suction Unit; Air Generated Unit
O. Factories, Industries
1. Per Employee
2. Per Employee, with Showers
3. Per Employee, with Kitchen
4. Per employee, with Showers and Kitchen
P. Fairgrounds (Average Attendance)
Q. Grocery Stores: (Per Person, No Restaurant or Food Preparation)
R. Hospitals
1. Per Resident Staff
2. Per Bed
S. Hotels (Per Bedroom, No Restaurant)
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HYDRAULIC
LOADING (GPD)
8
4
300
225
150
4
8
75
8
30
8
94
38
8
94
75
38
26
131
56
2
11
4
38
11
6
278
71
0
19
26
30
34
4
19
75
150
75
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T. Institutions (Per Resident)
U. Laundries (Self Service, Per Machine)
V. Marinas (Per Slip)
W. Mobile Homes (Per Unit)
X. Motels (Per Unit, No Restaurant)
Y. Nursing Homes
1. Per Bed
2. Per Bed, with Laundry
Z. Offices, Small Stores, Business, Administration Buildings (Per Person, No Restaurant)
AA. Picnic Parks (Average Attendance, Per Person)
BB. Prison /Jail
1. Per Employee
2. Per Inmate
CC. Residences (Per House, Unit)
DD. Rest Areas, Welcome Centers
1. Per Person
2. Per Person, with showers
EE. Rest Homes
1. Per Bed
2. Per Bed, with laundry
FF. Restaurants *
1. Fast Food Type, Not Twenty-Four (24) Hours. (Per Seat)
2. Twenty-Four (24) Hour Restaurant (Per Seat)
3. Drive-In (Per Car Service Space)
4. Vending Machine, Walk-up Deli or Food Preparation
GG. Schools, Day Care
1. Per Person
2. Per Person, with Cafeteria
3. Per Person, with Cafeteria, Gym and Showers
HH. Service Stations
1. Per Employee
2. Per Car Served
3. Car Wash (Per Car Washed)
II. Shopping Centers, Large Department Stores, Malls **
(Per Person, No Restaurant)
JJ. Stadiums, Coliseums (Per Seat, No Restaurant)
KK. Swimming Pools (Per Person, with Sewer Facilities and Showers)
LL. Theaters
1. Indoor (Per Seat)
2. Drive-In (Per Stall)
MM. Covered Parking Floor Drain (Per Each) ***

75
300
23
225
75
75
113
19
8
11
94
300
4
8
75
113
30
53
30
30
8
11
15
8
8
56
19
4
8
4
4
15

*FF -Equivalent number of seats for delivery restaurant (take-out only)
Number of Meals/Day
= Equivalent Number of Seats
No. Hours of Operation
Each Equivalent Seat

= 30 GPD of Flow

**II – Other Retail – 1 ERU / 2,000 ft2
*** MM – Calculated according to Fixture Unit methodology, 1 ERU/20 covered parking area floor drains.
NOTE: CWS reserves the right to calculate wastewater equivalency in unusual circumstances utilizing the Fixture
Unit methodology. (15 G.P.D. = 1 Fixture Unit) Refer to Paragraph 4.2.10.10 above.
Values of Continuous Flow. For a continuous or semi-continuous flow into a drainage system, such as from a
pump, pump ejector, air conditioning equipment, or similar device, two (2) fixture units shall be utilized for each
GPM of flow.
Note: All other water and wastewater fees and charges remain as currently administered.
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4.2.10.13 Refunds. Prior to project Commissioning, a portion of the impact fees paid to the Commission
may be reimbursed to the developer if 1) a project is cancelled, 2) the scope of the project is reduced, or
3) the project is divided into multiple phases. Upon determination by the Commission that a portion of
the impact fees is eligible for reimbursement, the applicable amount will be refunded, Refer to Article 4,
Chapter 2, Section 4.2.5. Engineering Services Fee for Wastewater. After project Commissioning, the
Commission will not refund any portion of the impact fees paid by the developer.
4.2.10.14 Resubmittals. If the developer wishes to re-initiate a project or activate a delayed project
phase after receiving an impact fee refund, a new project submittal will be required in conformance with
the most current requirements of the Commission’s Minimum Standards for the Design & Construction of
Water and Wastewater Systems, at which time impact fees will be assessed according to the most
current Commission fee structure.
4.2.10.15 Exceptions. Exceptions to this Policy may be made on a case-by-case basis, by the Chief
Executive Officer (CEO), if the CEO determines that extraordinary circumstances exist such that an
exception to the Policy is required to make certain that the application and intent of the Policy is fair and
reasonable both to the customer and the Commission.
4.2.10.16. In cases where the Commission provides service for retail wastewater accounts under the
basis of a wholesale service contract, and the Commission does not provide the engineering services
described in Article 4, Chapter 2, Section 4.2.5. Engineering Services Fee for Wastewater, the
Commission may waive the Engineering Services Fee portion of each impact fee assessed.
Refer to Article 2, Chapter 3, Section 2.3.2 Wastewater Impact Fees for more important information and
details regarding wastewater system impact fees.
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Section 5.1.1 Purpose
5.1.1.1 Purpose. The purpose of the Commission’s Land and Water Management Program is to
establish policies and procedures for management of the Commissioned-owned property and
easements, and for property transactions involving sales or acquisitions. The Land and Water
Management Program is not meant to supersede the regulatory requirements of any jurisdictional
agency or government body. No vested right or rights enforceable by third parties are created by the
Commission’s Water and Wastewater Policy Manual. The Land and Water Management Program may
be amended by the Commissioners from time to time as necessary.
5.1.1.2. Water Quality Standards. The Commission will conduct a continuing water quality monitoring
program as needed to ensure that the waters of Bushy Park and Goose Creek Reservoirs continue to be
suitable for raw drinking water sources.
5.1.1.3. Future Development. The Commission owns suitable land for development. The land can be
sold subject to the Real Estate Procurement and/or Conveyance Policy of the Commission. Refer to
5.1.4 below. The development of the land must be in accordance with acceptable land management
plans designed to protect the water quality of the reservoirs.
5.1.1.4 Undeveloped Areas. The Commission land not suited for development will be maintained
through a sound forest management program. Timber will be harvested in a multiple use manner to
maintain a balance of quality watershed conditions and promotion of new timber growth.

Section 5.1.2 Public Fishing, Boating, and Hunting
5.1.2.1 Fisheries Management. Fisheries Management of the reservoirs will consist of annual checks of
the population. State fishing regulations and fisheries management are enforced by the South Carolina
Department of Natural Resources.
5.1.2.2 Boating Safety. The boating laws of South Carolina are enforced by the South Carolina
Department of Natural Resources on Bushy Park and Goose Creek Reservoirs.
5.1.2.3 Public Hunting. There will be no hunting allowed on any of Commission land holdings. Hunting
and fishing laws are enforced by the South Carolina Department of Natural Resources.

Section 5.1.3 Public Landings
5.1.3.1 Public Facilities. The Berkeley County boat ramp facilities are located on Durham Canal, Bushy
Park Reservoir and Cooper River. City of Hanahan boat ramp facilities are located on Goose Creek
Reservoir.
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5.1.3.2 Criteria for Establishing New Facilities. When public use demonstrates the need for additional
boat ramps, these sites may be developed in cooperation with Federal, State and County regulatory
agencies.

Section 5.1.4 Real Estate Procurement and/or Conveyance
5.1.4.1 Application Procedures. When any action is to be taken on the sale, purchase or lease of real
property by the Commissioners, there must be submitted to the Property Committee a written description
of the property, a copy of the plat or tax map showing the location of the property and, if applicable, the
terms of the proposed sale, lease or purchase of the property and its intended use. Upon receipt, the
proposal shall be subject to the following procedures:
As to the sale or lease of real property by the Commission:
(A) The Property Committee shall identify the property and shall ascertain the fair market value thereof.
The Property Committee shall as a general rule, secure an appraisal prepared by an M.A.I., except when
the Property Committee deems it unnecessary or not cost effective. In that case, the fair market value
may be determined by the Property Committee.
(B) The Property Committee shall then determine whether or not the property shall be offered for sale or
lease and make a recommendation to the Commissioners.
(C) The Commissioners shall consider the recommendation of the Property Committee and the
Commissioners shall have final authority to approve or disapprove any proposed sale or lease of real
property.
(D) In the event that the Commissioners decide to sell or lease any real property, the real property shall
be offered for sale or lease in the following manner:
(1) By advertising the real property in a newspaper of general circulation in the Charleston area,
calling for sealed bids on the same and reserving the right to reject any or all bids or to accept the
bid most advantageous to the Commission; such sale may be at a minimum price to be set by the
Commission and may contain such conditions as deemed appropriate. If no bids are received,
the Property Committee may choose a real estate broker to continue marketing property for sale.
Advertising of said property shall be through the realtor’s website and MLS site.
(2) Item [1] above shall not apply to sales of real property to governmental entities possessing
the power of condemnation. or sales to public agencies for public purposes. In such case, the
Commission may sell the property by negotiated contract. At least one M.A.I. appraisal shall be
received to use as a guideline for determining fair market value, unless the Property Committee
deems it unnecessary or not cost effective.
(E) The Commissioners shall have the right to waive, by Resolution, any provision of this policy, by vote
of the majority of the Commissioners, if it deems the public bidding procedures set forth herein are not in
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the public interest. The reason(s) for such waiver shall be stated in the Resolution approving the waiver
of policy.
(F) The Commissioners, at their discretion, may elect to include in the bid specifications a real estate
commission fee made payable to a licensed real estate broker representing the approved purchaser. The
real estate commission fee will be established by the Commissioners, not to exceed 6% of the purchase
amount.
(G) As to the purchase or lease of real property by the Commission:
(1) The Property Committee shall identify the property and shall ascertain the fair market value
thereof. The Property Committee shall. as a general rule, secure an M.A.l. appraisal except when
the Property Committee deems it unnecessary or not cost effective. In that case, fair market value
may be determined by the Property Committee.
(2) Upon the initial drafting of the contract to purchase or lease real property, the Property
Committee shall review the proposed contract to purchase or lease with legal counsel and make
a recommendation to the Commissioners.
(3) The Commissioners shall consider the recommendation of the Property Committee and it
shall have final authority to approve or disapprove the proposed contract to purchase or lease
real property.

Section 5.1.5 Encroachment on CWS Lands or Right-of-Ways
5.1.5.1 Policy. Encroachment on, across, through and over Commission property or right-of-ways is not
permitted without prior authorization from the Commission. All such unauthorized encroachments shall
be removed within a reasonable time after notice is served to the individual concerned. If the
encroachment has to be removed by the Commission it shall be at the owner’s expense.
5.1.5.2 Application Procedure. Plans of the proposed encroachment shall be submitted to and meet the
approval of the Commission before construction is begun. The applicant will be required to apply to the
Commission in writing and submit the following:
(A) Surveyed drawings prepared and sealed by a licensed professional showing location and
dimensions of the proposed encroachment.
(B) Professional design drawings of any proposed structures within the encroachment area.
(C) Signed and dated copy of the Hold Harmless Agreement herein.
(D) Permits issued by the Commission will be contingent upon obtaining approval from all other
applicable state and federal regulatory agencies.
(E) The Commissioners and/or the CEO, or Assistant CEO, have the final authority to approve or
disapprove the proposed encroachment across the Commission property or right-of-ways.
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(F) Before application can be reviewed by the Commission, the permit fee will be attached to the
application. CHECK ONLY is to be made payable to Charleston Water System.

Section 5.1.6 Excavations or Dredging
5.1.6.1 Policy. Excavation of soil below the high-water contour is not permitted without prior
authorization from the Commission and the jurisdictional federal and state regulatory authorities as
applicable. For the purposes of this policy section, the high-water contour shall be defined as the deeded
elevation retained by the Commission for flooding rights on all properties contiguous with the reservoir or
the associated watershed. All authorized excavations must be in accordance with the Commission permit
specifications and requirements and requirements of all other federal and state regulatory authorities.
5.1.6.2 Application Procedure. Applications for permits to excavate shall be submitted to the
Commission in writing and shall include the following:
(A) A copy of applicant's deed and plat to the property.
(B) Surveyed drawings prepared and sealed by a licensed professional showing the area on plat where
located and type of erosion control structure proposed.
(C) Specific directions, by land, to applicant's property.
(D) Professional design drawings of the proposed excavation, grading, and soil stabilization measures
as applicable.
(E) Signed and dated copy of the Hold Harmless Agreement herein.
(F) Permits issued by the Commission will be contingent upon obtaining approvals from all other
applicable state and federal regulatory agencies.
(G) The Commissioners and/or the CEO, or Assistant CEO have the final authority to approve or
disapprove the proposed work on CWS property or right-of-ways.
(H) Before application can be reviewed by the Commission, the permit fee will be attached to the
application. CHECK ONLY is to be made out to Charleston Water System.
5.1.6.3 Excavation Specifications.
(A) All excavating must be done directly in front of the individual's lot; no encroachment onto adjacent
properties is permitted.
(B) Ordinarily, no excavation will be permitted when the excavation site is covered with water.
(C) All displaced soil must be moved above the high-water contour and must be removed from the site
or contoured and sodded to prevent erosion.
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Section 5.1.7 Docks, Piers and Floats
5.1.7.1 General. The Commission requires that all docks, fixed, floating or combinations, be inspected by
the Commission agents to comply with section after construction. Refer to 5.1.7.5 below.
5.1.7.2 Policy.
(A) The Commission requires that anyone desiring to repair, replace, add to or construct a dock will be
required to have a permit from The Commission prior to start of construction. All approved permits must
be visible on the construction site. If permits are not visible or if the structure is not in compliance with all
issued permits, all construction must cease. Docks, whether fixed or floating, must not interfere with
surface water activities or navigation and must be compatible with scenic values in the vicinity. Common
use of docks will be encouraged where practical.
(B) A dock structure may be permitted, provided it conforms to the standards stated herein. The dock
structure may originate at or below the high-water contour, but not below the wetlands critical line
delineated by regulatory authority, and shall be no greater in length than specified in 5.1.7.5 below. An
ingress/egress easement may be granted by the Commission where dock structures encroach on the
Commission property to reach the adjacent water body.
(C) For the purposes of this policy section, the high-water contour shall be defined as the deeded
elevation retained by CWS for flooding rights on all properties contiguous with the reservoir or the
associated watershed. The recapturing of land by earthen fill below the high-water contour will not be
permitted.
(D) The Commission’s review and issuance of a permit to construct does not relieve the applicant from
obtaining the necessary permits from local, state and federal agencies having jurisdiction over the
proposed work.
(E) Authorized structures shall be limited to private-owner, non-commercial use in conjunction with
residential Jots only. Berthing of vessels abreast, i.e., multiple berthing, will not be allowed unless the
structure is common for multiple lots.
(F) The applicant must make every reasonable effort to perform the work authorized herein in a manner
so as to minimize any adverse impact of the work on fish, wildlife and natural environmental values.
(G) The applicant must perform the work authorized herein in a manner so as to minimize any
degradation of water quality.
(H) The applicant shall maintain the pier, dock, or float herein in good condition at his/her cost.
(I) No attempt shall be made by the applicant to prevent reasonable use by the public of all navigable
waters adjacent to the pier, dock or float.
(J) There shall be no unreasonable interference with navigation by the existence or use of the pier, dock,
or float.
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(K) If the display of lights and signals on any structure authorized herein is not otherwise provided by
law, such lights and signals as may be prescribed by the United States Coast Guard shall be installed
and maintained by and at the expense of the applicant.
(L) If and when an applicant desires to abandon an authorized pier, dock, or float, unless such
abandonment is part of a transfer procedure by which the individual is transferring ownership of the
structure, the structure owner will be required to remove the structure.
(M) The issuance of a permit does not relieve the applicant from taking all proper steps to insure the
integrity of the structures permitted hereby and the safety of boats moored thereto from damage by wave
wash and the structure owner shall indemnify the Commission, the State of South Carolina, and the
United States.
(N) An applicant, upon receipt of a notice from the Corps of Engineers, SCDHEC, the Commission, or
the State Budget and Control Board of failure to comply with the terms, conditions or standards of the
permit, shall within sixty (60) days, without expense to the Commission, the Corps of Engineers, or the
State Budget and Control Board or the United States effect compliance with the terms, conditions and
standards or remove the structure.
5.1.7.3 Revocable License. The permit for activities or structures described herein shall constitute a
revocable license. The Commission may require the permittee to modify or remove activities or
structures authorized herein if it is determined by the Commission that such activity or structure is in
violation of the public health, safety and welfare or such activity or structure is detrimental to the
Commission’s management of its water supply, water rights and/or related properties. Modification or
removal under this condition shall be ordered only after reasonable notice stating the reasons therefore
and providing the permittee with an opportunity to respond in writing.
5.1.7.4 Dock Application Procedure for New Construction, Additions or Replacements.
(A) The applicant will be required to apply to the Commission in writing and submit the following:
(1) A copy of applicant's deed and plat to the property.
(2) Surveyed drawings prepared and sealed by a licensed professional showing location, design
and dimensions of the proposed structure, and any neighboring or adjoining structures as
applicable.
(3) Specific directions, by land, to applicant's property.
(4) Professionally prepared design drawings (plan and profile) of the proposed dock and walkway
structure. Show adjoining structures if applicable.
(5) Signed and dated copy of the Hold Harmless Agreement herein.
(6) Permits issued by the Commission will be contingent upon obtaining approval from all other
applicable state and federal regulatory agencies.
(7) The Commissioners and/or the CEO, or Assistant CEO have the final authority to approve or
disapprove the proposed structure and encroachment on CWS property or right-of-ways.
(8) Before application can be reviewed by Charleston Water System, the permit fee will be
attached to the application. CHECK ONLY is to be payable to Charleston Water System.
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5.1.7.5 Dock Specifications.
(A) Private docks whether permanent, floating or a combination of both shall not exceed the maximum
allowable dimensions prescribed by the governing jurisdictional agency provided they do not interfere
with navigation, ingress or egress to adjoining property or, are in any manner hazardous. Walkway length
shall typically be no greater than that which is necessary to reach open water and in no case greater
than fifty (50') feet. The approval of docks is within the Commission’s discretion. In some locations, such
as narrow coves, the maximum size may not be permitted or docks may not be permitted at all. Floating
docks or platforms attached to permanent docks, may be moved out as the water level recedes, provided
they are secured by steel cables to anchors on land.
(B) A variance in the dimensions related to the length of docks may be granted in instances where
conformity with existing structures would be practical and in cases where exceptions would be desirable
due to curvature and/or slope of the shoreline. However, the effects on navigation and the aesthetic
values of the surrounding area will take precedent over the issuance of any variance.
(C) Docks shall be located a minimum of fifteen (15') feet from adjacent property lines and the projected
length shall not encroach across the straight-line extension of said property lines. Common use docks
between adjacent property owners, is encouraged. The sideline limitation of fifteen (15 ') feet will be
waived for existing or proposed common use docks. A copy of the written agreement between
participating property owners will be furnished to the Commission.
(D) Where practical, piers will extend into project waters at right angles to the general direction of the
shoreline.
(E) Piers shall be constructed of treated wood or concrete. Creosote or petroleum-based treatment will
not be permitted.
(F) The elevation of the top of the decking of the fixed pier or dock will be a minimum of two (2') feet
above the full lake elevation.
(G) Hand railings and covers on docks are permissible, provided that the sides of the docks are not
enclosed so as to obscure cross-vision. Covers shall not exceed one hundred twenty (120) square feet in
area.
(H) Piers and docks may have "T" or ''L" shaped terminals having an overall surface area not greater
than one hundred twenty (120) square feet. Terminals may be fixed or floating and shall not project
beyond the fifty (50') feet maximum prescribed in 5.1.7.5 (A) above.
(I) Where flotation material is used, such material will be encased or encapsulated or equivalent.
Exposed Styrofoam bead billets, steel drums, tanks, cylinders and other such materials are not permitted
for floatation purposes.
(J) White reflective tape or white reflectors are required on each furthermost waterward corner of the
pier and every ten (10’) feet on both sides of the length of the pier.
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(K) No structure shall be provided with any type of equipment or construction which will create or cause
any liquid or solid discharge into the waters of the reservoir waters will be permitted. Living quarters,
sinks, bathroom facilities and showers will not be allowed on docks, piers or floats.
(L) Houseboats used for habitation may not be permanently moored at private docks.
(M) The structure or work authorized herein shall be maintained in good condition and in accordance
with the plans and drawings attached hereto. Failure to maintain the structure in this condition shall be
grounds for revocation of the permit.
(N) Best Management Practices for erosion and sediment control are required during construct ion of a
dock or other similar facility.
(O) All approved permits must be visible on the construction site. If permits are not visible. and the
structure is not constructed in compliance with all issued permits, all construction must cease.
(P) Authorization obtained under a permit limits the size. length and use of structures. Any deviation
from the specifications or other terms or conditions contained herein would constitute a violation and
could result in having to remove the structures or work and restore the waterway to its former conditions
and/or imposition of penalties as provided by law. Refer to 5.1.7.5 (O) and 5.1.7.5 (Q).
(Q) New structures must comply with the latest applicable regulatory requirements and local building
codes. ordinances, etc.
(R) The aforementioned requirements shall not preempt other state, federal or local requirements.
5.1.7.6 Compliance for Existing Docks. Currently existing docks meeting permit requirements will be
issued a permit at no cost. Modifications may be required if an existing structure fails to meet the
Commission policy requirements. Docks which have been previously constructed pursuant to valid
permits will not require a permit for repairs.
5.1.7.7 Notification of Adjoining Property Owners. Prior to the issuance of permit, applicants shall
provide written proof that the work proposed has been reviewed by the adjoining owners to which such
work is proposed and no objections have been received. In the event the applicant is unable to provide
said written proof from the adjoining property owners, the Commission will solicit written comments from
the appropriate individuals.
5.1.7.8 Cultural Resources. In the event that significant, archeological or paleontological remains are
discovered, the applicant agrees to cease work and contact the Corps of Engineers, and South Carolina
Institute of Archeology and Anthropology.

Section 5.1.8 Boathouses and Boat Lifts
5.8.1.1 Policy. Boathouses and boat lifts will not be permitted.

Section 5.1.9 Erosion Control
5.1.9.1 Policy. This policy refers to the placement of stone rip-rap material or the construction,
replacement, or repair of retaining walls as erosion control or bank stabilization measures. Retaining
Water and Wastewater Policy Manual
Document No.: EO-CEO-00001 - Date Approved: 4/19/2021
When printed, this document is uncontrolled.
Page 169 of 224

ARTICLE 5 LAND AND WATER MANAGEMENT PROGRAM
CHAPTER 5.1 GENERAL POLICY AND PROCEDURE

walls for erosion control may be permitted, provided they are constructed on the applicant's property and
on the high-water contour or above.
(A) Placement of stone rip-rap material for erosion control will generally be permitted provided it is
aesthetically acceptable and materials used are approved by the Commission and local, state and
federal agencies having jurisdiction. All types of the aforementioned measures shall be hereinafter
referred to as “structure or structures"'.
(B) For the purposes of this policy section, the high-water contour shall be defined as the deeded
elevation retained by the Commission for flooding rights on all properties contiguous with the reservoir or
the associated watershed. The recapturing of land by earthen fill below the high-water contour will not be
permitted.
(C) The Commission requires that anyone desiring to repair, replace, add to or construct a structure will
be required to have a permit from the Commission prior to start of construction. All approved permits
must be visible on the construction site. If permits are not visible or if the structure is not in compliance
with all issued permits, all construction must cease. Structures must not interfere with surface water
activities or navigation and must be compatible with scenic values in the vicinity. Authorized structures
shall conform to the standards stated herein.
(D) The Commission’s review and issuance of a permit to construct does not relieve the applicant from
obtaining the necessary permits from local, state and federal agencies having jurisdiction over the
proposed work.
(E) Authorized structures shall be limited to private, non-commercial use in conjunction with residential
lots only.
(F) The applicant must make every reasonable effort to perform the work authorized herein in a manner
so as to minimize any adverse impact of the work on fish, wildlife, and natural environmental values.
(G) The applicant must perform the work authorized herein in a manner so as to minimize any
degradation of water quality.
(H) The applicant shall maintain the structure authorized herein in good condition at his/her cost.
(I) No attempt shall be made by the applicant to prevent reasonable use by the public of all navigable
waters adjacent to the structure.
(J) There shall be no unreasonable interference with navigation by the existence or use of the structure.
(K) If and when an applicant desires to abandon an authorized structure, unless such abandonment is
part of a transfer procedure by which the individual is transferring ownership of the structure, the
applicant will be required to remove the structure.
(L) The issuance of a permit does not relieve the applicant from taking all proper steps to insure the
integrity of the structures permitted hereby and from damage by wave wash and the structure owner
shall indemnify the Commission, the State of South Carolina, and the United States.
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(M) An applicant, upon receipt of a notice from the Corps of Engineers, SCDHEC, the Commission, or
the State Budget and Control Board of failure to comply with the terms, conditions or standards of the
permit, shall within sixty (60) days, without expense to the Commission, the Corps of Engineers, or the
State Budget and Control Board or the United States effect compliance with the terms, conditions and
standards or remove the structure.
5.1.9.2 Application Procedure. Application for permits for erosion control shall be submitted to the
Commission in writing and shall include the following:
(A) A copy of applicant’s deed and plat to the property.
(B) Surveyed drawings prepared and sealed by a licensed professional showing the area on plat where
located and type of erosion control structure proposed, and showing neighboring or adjoining structures
as applicable.
(C) Specific directions, by land, to applicant's property.
(D) Professional design drawings of the proposed erosion control structure.
(E) Signed and dated copy of the Hold Harmless Agreement herein.
(F) Permits issued by CWS will be contingent upon obtaining approvals from all other applicable state
and federal regulatory agencies.
(G) The Commissioners and/or the CEO, or Assistant CEO have the final authority to approve or
disapprove the proposed structure and encroachment on CWS property right-of-ways.
(H) Before application can be reviewed by the Commission, the permit fee will be attached to the
application. CHECK ONLY is to be made payable to Charleston Water System.
5.1.9.3 Specifications.
(A) Retaining walls for erosion control may be permitted provided the material used consists of treated
wood, aluminum or concrete. Creosote or petroleum-based treatment will not be permitted.
(B) Retaining walls will generally follow the high-water contour.
(C) Only clean earthen fill will be allowed as backfill behind any retaining wall.
(D) Stone rip-rap at the normal high-water mark and below is permitted provided the material used is
granite riprap, aesthetically acceptable, and prior approval of the Commission is received. Riprapping is
not allowed over emergent vegetation.
(E) Retaining walls shall generally be located no closer than six (6) inches from adjacent property lines
and from the straight-line extension of said property lines. Property owners/applicants are solely
responsible for establishing legal property boundaries.
(F) Authorization obtained under a permit limits the size, length and use of structures. Any deviation
from the specifications or other terms or conditions contained herein would constitute a violation and
could result in having to remove the structures or work and restore the waterway to its former condition
and/or imposition of penalties as provided by law. (Refer to 5.1.15 and 5.1.17)
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5.1.9.4 Compliance for Existing Structures. Currently existing structures meeting permit requirements
will be issued a permit at no cost. Modifications may be required if an existing structure fails to meet the
Commission policy requirements. Structures which have been previously constructed pursuant to valid
permits will not require a permit for repairs.
5.1.9.5 Notification of Adjoining Property Owners. Prior to the issuance of permit, applicants shall
provide written proof that the work proposed has been reviewed by the adjoining owners to which such
work is proposed and no objections have been received.
In the event the applicant is unable to provide said written proof from the adjoining property owners, the
Commission will solicit written comments from the appropriate individuals.
5.1.9.6 Cultural Resources. In the event that significant, archeological or paleontological remains are
discovered, the applicant agrees to cease work and contact the Corps of Engineers, and South Carolina
Institute of Archeology and Anthropology.

Section 5.1.10 Land Use
5.1.10.1 Encroachments. The Commission does not allow construction, replacement or additions to
existing fences, seawalls. earth fills or structures other than docks below high-water contour. All such
unauthorized encroachments shall be removed within a reasonable time after notice is served.

Section 5.1.11 Water Removal from the Reservoir
5.1.11.1 Water Removal. The Commission does not allow removal of water from the reservoirs except
as authorized by contract and regulatory permit.
5.1.11.2 Application Procedure. An application to withdraw water from the reservoir must include a
complete description of the processes to be used, the volumes to be withdrawn and ultimately to be
returned to the project waters and copies of all required local, state and federal permits and reports.

Section 5.1.12 Effluent Discharges
5.1.12.1 Policy. The Commission does not allow point source discharge of pollutants into the reservoirs.
However, applications for discharge permits may be submitted to the Commission. The Commission will
deny the application if it is detrimental to water quality, wildlife or plant life. No permit will be issued and
construction will be halted if the applicant has not abided by the South Carolina Storm Water
Management and Sediment Reduction Act.
5.1.12.2 Application Procedure. Applicants must apply to the Commission in writing for a discharge
permit and submit the following:
(A) Copy of applicant's deed and plat.
(B) Engineering plans, specifications and calculations for discharge design prepared and sealed by a
licensed professional engineer.
(C) Signed and dated copy of the Hold Harmless Agreement herein.
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(D) Environmental report according to the format established in the National Environmental Policy Act.
(E) Evidence of compliance with local, state and federal laws, and copies of all permits or certificates
and correspondence. (Including the S.C. Department of Health and Environmental Control and the U.S.
Environmental Protection Agency.)
(F) Permits issued by the Commission will be contingent upon obtaining approvals from all other
applicable state and federal regulatory agencies.
(G) The Commissioners and/or the CEO, or Assistant CEO have the final authority to approve or
disapprove the proposed structure and encroachment on the Commission property or right-of-ways.
(H) Before application can be reviewed by the Commission, the permit fee will be attached to the
application. CHECK ONLY is to be payable to Charleston Water System.
(I) Unauthorized Discharges. The Commission will continue to notify the South Carolina Department of
Health and Environmental Control or the U.S. Environmental Protection Agency of any unauthorized
discharges which are discovered. Anyone found to have an unauthorized discharge source on land or in
the reservoir will be required to remove it.

Section 5.1.13 Governmental Consents
5.1.13.1. The South Carolina Department of Natural Resources has jurisdiction over navigation, wildlife
and fisheries on CWS land and reservoirs. Construction of new docks, boat ramps, excavations, filling
and other encroachments will require the consent from the Commission.
5.1.13.2. The South Carolina Department of Health and Environmental Control and the U.S.
Environmental Protection Agency will check any and all discharges and activities affecting water quality
in the reservoir.
5.1.13.3. Permits and certificates from these agencies will be required. The Commission has the right to
deny any and all applicants' permits, even if they have all other agencies approval.

Section 5.1.14 Assignability
5.1.14.1. No permit may be transferred or assigned to a third party without prior written consent of the
Commission.

Section 5.1.15 Enforcement Provisions
5.1.15.1. The permittee shall allow the Commission, the Corps of Engineers, the South Carolina
Department of Health and Environmental Control, the South Carolina Department of Natural Resources
and other State and Federal agencies. their representative(s) or designee(s) to make periodic
inspections at any time deemed necessary in order to assure that the permitted activity is being
performed is in accordance with the terms and conditions prescribed herein.
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5.1.15.2. Before revocation, suspension or modification of a permit, the Commission shall provide
written notification to the permittee of intention to revoke, suspend, or modify the permit, and the
permittee shall be given an opportunity to present a written response to the Commission.
5.1.15.3. The permittee, upon receipt from the Commission of written notification of intent to revoke,
suspend or modify the permit, shall cease all work under the permit. Furthermore, work shall not be
resumed under the permit until final disposition of the proceeding has occurred.
5.1.15.4 The permittee, upon receipt of written notice of revocation or suspension of the permit from the
Commission, and before completion of the authorized structure or work shall, without expense to the
Commission in such time and manner as the Commission or its authorized representative may direct,
restore the area to its former condition. If the permittee fails to comply with the direction of the
Commission or its authorized representative, the Commission may seek legal recourse to restore the
affected area to its former condition, by contract or otherwise, and recover the cost thereof from the
permittee.
5.1.15.5. In issuing a permit, the Commission has relied on the information and data which the permittee
has provided in connection with the permit application. If subsequent to the issuance of the permit, such
information and data prove to be false, incomplete, or inaccurate, the permit may be modified,
suspended or revoked, in whole or in part, and the Commission may, in addition, institute appropriate
legal proceedings.
5.1.15.6. Any modification, suspension or revocation of a permit shall not be the basis for any claim for
damages against the Commission.

Section 5.1.16 General Duty
5.1.16.1. The permittee, in accepting the permit, covenants and agrees to comply with and abide by the
provisions and conditions herein and assumes all responsibility and liability and agrees to hold CWS, its
employees or representatives, harmless from all claims of damage arising out of operations conducted
pursuant to the permit. As a condition to the Commission granting the permit, the permittee shall sign
such hold harmless agreement as the Commission shall deem appropriate.
5.1.16.2. The permittee shall allow the Commission or its authorized agents or representatives to make
periodic inspections at any time deemed necessary in order to assure that the activity being performed is
in accordance with the terms and conditions of the permit.
5.1.16.3. If and when the permittee desires to abandon the activity authorized herein, unless such
abandonment is part of a transfer procedure by which the permittee is transferring his interests herein to
a third party pursuant to 5.1.14 hereof, he/she must restore the area to a condition satisfactory to the
Commission.
5.1.16.4. Deeds, permits or other instruments affecting the Commission lands and waters shall contain
all standard covenants customarily imposed upon the Commission property and such other covenants
as, in the sole discretion of the Commission may be desirable or appropriate. The instrument may
contain indemnity clauses and insurance provisions.
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Section 5.1.17 Violations
5.1.17.1 Violations of these standards may result in civil penalties as allowed by law to include recovery
of any incurred legal and other legitimate and documented expenses.

Section 5.1.18 Appeals Procedure
5.1.18.1. Any party aggrieved by a decision of the Commission to issue, deny, modify, or revoke a
permit, or enforce the provisions of these Policies, may request a review of that decision by submitting a
written request to the Commission within thirty (30) days of receipt of notice of such decision. The
Commissioners, or a committee appointed by the Commissioners, shall schedule a hearing at one of its
regularly scheduled Board meetings and, following such hearing, may vote to affirm, reverse, modify or
remand the decision to the Commission staff. Any further appeal from the decision of the Commissioners
or its committee shall be to the Circuit Court.
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Retail Treated Water
Service
Effective: January 1, 2021
Volume charge per hundred cubic feet (Ccf) of water use (1)
Monthly Volume

Inside City

Outside City

See below to determine the basic facility charge based on the
connection size, then add the volume charge for each additional
Ccf above 2 Ccf.

First 2
Over 2 Ccf

$1.97

$3.74

Basic Facility Charge (Monthly Minimum Charge)
Connection Size (inches)

Inside City

Outside City

3/4

$13.35

$21.15

1

16.30

24.50

1 1/2

29.40

39.20

2

39.50

50.70

3

83.00

100.00

4

132.50

155.50

6

257.50

297.00

8

381.50

437.50

10

506.00

577.50

12

580.50

661.50

Fire Protection Service (Monthly Charge)
Private Fire Connection

Inside City

Outside City

4 Inch Fire Service (or Less)

$7.75

$11.75

6 Inch Fire Service

22.92

34.00

8 Inch Fire Service

48.75

73.00

10 Inch Fire Service

87.58

131.00

12 Inch Fire Service

141.67

211.50

N/A

$56.58

Wholesale -- per hydrant

Wholesale Water Service - Effective January 1, 2021

Rate / CCF

Municipalities

$2.50

Subdivisions

2.84

Note: Retail and Wholesale Water Rates are Board-approved and established according to rate
consultant analysis.
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Retail Wastewater Service
Effective: January 1, 2021
Volume charge for wastewater service per hundred cubic feet (Ccf) (1-6)
Monthly Volume

Inside City

Outside City

First 2 Ccf (Minimum Charge)

$ 32.40

$ 45.80

Over 2 Ccf

$ 8.21

$ 11.10

$156.37

$213.41

$ 62.78

$ 86.87

Maximum Residential Wastewater Charge (6)
Non-metered Flat Rate 6 Ccf

(1) Volume billed for in cubic feet (CF) for all fractional usage under a hundred cubic feet (Ccf).
(2) Billable wastewater volume for Domestic class customers with a 3/4”, 1”, or 1 1/2” tap (not having a separate
meter for irrigation purposes provided by CWS to the property on which the customer account is located) is
based on 95% of metered water usage.
(3) All other customer classes, and for those Domestic class customers which do have a separate meter for
irrigation purposes provided by CWS to the property on which the account is located, billable wastewater
volume is based on 100% of metered water usage.
(4) Wastewater charges for non-residential or multi-family accounts are based on 100% of water usage.
(5) CWS Domestic Class customers who are provided retail water service by St. Johns Water Company are billed for
wastewater based on 100% of water volume.
(6) Single family residences without an irrigation meter will be charged no more than the maximum rate for
wastewater service. Maximum charge is based on 18 Ccf of water usage (17.1 Ccf wastewater volume).
Extra Strength Surcharge (7)
Type
Biochemical Oxygen Demand (BOD)

Rate / CCF
$0.00422/mg/l over 290 mg/l

Total Suspended Solids (TSS)

$0.00427/mg/l over 290 mg/l

(7) The extra strength surcharge for BOD5, as shown above, is also applicable to Ultimate Oxygen Demand (UOD).
UOD is expressed in milligrams per liter (mg/l) by multiplying the BOD5 concentration (mg/l) by 1.5 and adding
that to 4.57 times the ammonia (NH3-N) concentration (mg/l).
Base Category Waste Charges
Rate
Category I: Domestic Septage (per 1000 gallons)

$ 87.29

Category II: Vactor/Pad Delivered Waste (per 1000 gallons)

$ 223.07

Category III: Non-Domestic Scavenger Waste (per 1000 gallons)

$ 138.50

Category IV: Special Case Waste

Calculated on a Case-by-Case
Basis

Note: Retail and Wholesale Wastewater Rates are Board-approved and established according
to rate consultant analysis. Wastewater Wholesale Rates are also subject to contract type.
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COMMON SERVICE CHARGES
SERVICE CHARGES

EFFECTIVE
AMOUNT
DATE

CPW/MASC Processing Fee

1/1/2020

$

25.00

Engineering Service Fee

12/1/2008

$

500.00

Finance Processing Fee

2/1/1996

$

20.00

Late Payment Charge

1/1/2020

$

7.40

Origination Fee

1/1/2020

$

35.00

Returned Payment Charge (NSF)

1/1/2020

$

30.00

1/1/2020

$

0.70

$

200.00

Warranty Inspection Fee (per linear foot)
Water Distribution and Wastewater Force Mains
Land and Water Management Program Application for
Permit
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WATER SERVICE CHARGES
SERVICE CHARGES

EFFECTIVE
AMOUNT
DATE

Annual Backflow Administrative Fee

1/1/2020

$

30.00

Cross-Connection Testers Recertification Fee

12/1/2008

$

80.00

Emergency/After Hours Fee

1/1/2020

$

70.00

Flow Search Investigation Fee - CH Datalog
Investigation Fee

1/1/2020

$

70.00

Hydrostatic Fire Flow Test Fee

1/1/2020

$

250.00

Meter Replacement and Test Fee

1/1/2020

$

70.00

Non-Payment Process Fee

1/1/2020

$

60.00

Return Visit Fee (Open Fixture)

1/1/2020

$

40.00

WATER SERVICE CHARGES
SERVICE CHARGES

EFFECTIVE
AMOUNT
DATE

Transient Water Use Fees (Hydrant Use):
Class 1 - 3,000 or more gallons

1/1/2020

$

2,750.00

Class 2 - 2,000 - 2,999 gallons

1/1/2020

$

2,000.00

Class 3 - 1,000 - 1,999 gallons

1/1/2020

$

1,500.00

Class 4 - 501 - 999 gallons

1/1/2020

$

1,000.00

Class 5 - 500 gallons or less

1/1/2020

$

750.00

Seven (7) Days or less - 3/4 Inch

1/1/2020

$

200.00

Seven (7) Days or less - 1-1/2 Inch

1/1/2020

$

475.00

Seven (7) Days to Ninety (90) Days - 3/4 Inch

1/1/2020

$

475.00

Seven (7) Days to Ninety (90) Days - 1-1/2 Inch

1/1/2020

$

950.00

Extensions - 3/4 Inch (Monthly)

1/1/2020

$

200.00

Extensions - 1-1/2 Inch (Monthly)

1/1/2020

$

380.00

Non-Transient Water Use Fees (Hydrant Use):
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WASTEWATER SERVICE CHARGES
SERVICE CHARGES

EFFECTIVE
DATE

AMOUNT

Category Waste Application Fee

1/1/2020

$

70.00

Change-In-Use Fee – All Tap Sizes

7/1/2018

$

3,370.00

Cost-to-Extend (flat charge)

9/1/2005

$

3,000.00

1/1/2020

$

1,200.00

1/1/2020

$

40.00

Grease Trap - Inspection Fee

1/1/2020

$

70.00

Grease Trap - Origination Fee

1/1/2020

$

30.00

Individual Pump Grinder Maintenance Fee (per month)

1/1/2020

$

40.00

Industrial Wastewater Annual Maintenance Fee

1/1/2020

$

800.00

Industrial Wastewater Permit Fee

1/1/2020

$

1,200.00

1/1/2020

$

200.00

includes the cost to turn off Elder Valves due to nonpayment.

1/1/2020

$

60.00

Smoke Testing Surcharge (per month)

1/1/2020

$

70.00

Unauthorized Use Sewer Connection

1/1/1981

$

500.00

Warranty Inspection Fee - (per linear foot)
Gravity Wastewater Main

1/1/2020

$

3.00

Disconnection/Reconnection (Flat Fee)
Installation of an Elder Valve on a Sewer Service Lateral

Emergency Response Fee (Sewer Back Up)
(Sewer Plug - Revisit Fee)

Investigation Fee (Includes field marking and/or
verification based on document review only)

Non-Pay Processing Fee (shut off fee) This Fee
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WATER PENALTY FEES
PENALTY FEES

EFFECTIVE
DATE

AMOUNT

Authorized Crimp/Renewal Fee

6/1/2004

$

500.00

Meter Tampering: 1st Offense

6/1/2004

$

100.00

Meter Tampering: 2nd Offense

6/1/2004

$

150.00

Meter Tampering: 3rd Offense

6/1/2004

$

400.00

Meter Tampering: 4th Offense

6/1/2004

$

600.00

Preventing Meter Reading/Termination of Water Service 1st
Offense [no access to meter]
Preventing Meter Reading/Termination of Water Service
2nd Offense [no access to meter]
Preventing Meter Reading/Termination of Water Service
3rd Offense

6/1/2004

No Charge

6/1/2004

$

50.00

6/1/2004

$

100.00

Unauthorized CWS-owned water distribution system
construction and/or extension. For each incident, lump sum
penalty plus all costs to comply with CWS Policies and
Minimum Standards, including any amounts due for connection
fees.

$

2,000.00

Unauthorized tap, bypass, tampering or use of any CWSowned water system components greater than 2-inches
diameter. Lump Sum Penalty Per Incident plus any amounts
due for connection fees.

$

2,000.00

Unauthorized tap, bypass, tampering, or use of any CWSowned water system component up to and including 2-inches
diameter. Lump sum penalty plus any amounts due for
connection fees.

$

500.00

$

50.00

Unauthorized Use Fire Service (Water from a Hydrant)

$

500.00

Willful Violation of the Commissions' Cross-Connection
Program (Lump sum penalty per incident)

$

2,000.00

Unauthorized Turn On of a Water Meter that was Shut Off by
the Commission-Unauthorized Use of Curb

6/1/2004
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ARTICLE 6 SCHEDULE OF RATES
CHAPTER 6.3 SERVICE CHARGES / PENALTY FEES

WASTEWATER PENALTY FEES
PENALTY FEES
Industrial Wastewater Permit Violation Penalty
(per day/per occurrence)

EFFECTIVE
DATE
1/1/2020

Unauthorized CWS-owned sewer system construction and/or
extension. For each incident, lump sum penalty plus all costs to
comply with CWS Policies and Minimum Standards, including
any amounts due for connection fees and/or change-in-use
fees.
Unauthorized tap, disposal, bypass, tampering or use of any
CWS-owned wastewater collection or treatment system
component. For each incident, lump sum penalty plus all costs
to comply with CWS Policies and Minimum Standards, including
any amounts due for connection fees and/or change-in-use
fees.
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AMOUNT
$

200.00

$

2,000.00

$

2,000.00

ARTICLE 6 SCHEDULE OF RATES

CHAPTER 6.4 TAP AND IMPACT FEE SCHEDULE
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ARTICLE 6 SCHEDULE OF RATES
CHAPTER 6.4 TAP AND IMPACT FEE SCHEDULE

WATER TAP & IMPACT FEE SCHEDULE
Effective July 1, 2018
Tap Size
3/4 Inch

Tap Fee*
$500

Impact Fee**
$3,401

1 Inch

$1,200

$5,335

1-1/2nch

$2,000

$10,170

2 Inch

$2,200

$15,972

3 Inch

$8,000

$29,510

4 Inch

$14,000

$48,850

6 Inch

$16,000

$61,980

8 Inch

$20,000

$96,800

10 Inch

$28,000

$115,260

12 Inch

$34,000

$140,800

WASTEWATER TAP & IMPACT FEE SCHEDULE
Effective July 1, 2018
Tap Size

Tap Fee*

Impact Fee**

6 Inch service
connection or
smaller

$200

$3,870

8-inch service
connection or actual
cost, whichever is
greater

$700

$3,870

*Tap Fee Applies to Inspections of Pre-Taps and New Tap Installations.
**Impact Fees Include $500 Engineering Service Fee.
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ARTICLE 7 EXHIBITS

Exhibit 1 – Affordable Housing Impact Fee Agreement
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ARTICLE 7 EXHIBITS
Exhibit 1 – AFFORDABLE HOUSING IMPACT FEE AGREEMENT

STATE OF SOUTH CAROLINA
IMPACT FEE AGREEMENT
COUNTY OF CHARLESTON

)
)

THIS IMPACT FEE AGREEMENT (the “Agreement”) is effective as of month day, 20
and is entered
between the Commissioners of Public Works of the City of Charleston, SC (hereinafter referred to as
“Commission”) and the SC Community Loan Fund (SCCLF).
Purpose and Intent. The intent of the Commission’s Affordable Housing Incentive Program (the
“Program”) in partnership with the SC Community Loan Fund SCCLF is to provide private and public
sector builders and developers (the “Builders”) with regulatory and financial incentives to produce
affordable housing in the Tri-County Area. This Program will ease barriers to affordable housing
production by deferring and reducing the payment of water and wastewater impact fees for such
residential units that will provide affordable rents or affordable housing costs to Low and Very-Low
Income Households.
The Commission, through this Program, will partner with the SCCLF to offer to the Builders of affordable
housing the option to: (i) reduce the payment of impact fees for affordable housing; and (ii) defer
payment of impact fees for affordable housing until the issuance by the Commission of the Letter of
Acceptance of the water service mains and/or wastewater collection system.
Definitions
“Affordable Housing” shall mean housing with costs that are equal to or less than thirty percent (30%)
of a homeowner’s or renter’s household income.
“Low Income Households” shall mean households whose total gross annual income is at or below
eighty percent (80%) of the gross annual income of the median of the designated county in which the
project is located as defined and published annually by the U.S. Department of Housing and Urban
Development.
“Very-Low Income Households” shall mean households whose total gross annual income is at or
below fifty percent (50%) of the median of the gross annual income of the designated county in which the
project is located as defined and published annually by the U.S. Department of Housing and Urban
Development.
“Tri-County Area” shall mean the Commission retail service area within Charleston, Berkeley and
Dorchester Counties.
Program Benefits. For each residential housing unit that is certified by the SCCLF as Affordable
Housing to Low and Very-Low Income Households, the Commission will offer to the Builders the
following (the “Program Benefits”):
(A) A $500.00 reduction for the service portion of the engineering services of the water impact fee.
Applies to all tap sizes.
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ARTICLE 7 EXHIBITS
Exhibit 1 – AFFORDABLE HOUSING IMPACT FEE AGREEMENT

(B) A $500.00 reduction for the service portion of the engineering services of the wastewater impact fee.
Applies to all tap sizes.
(C) Delayed payment of the water and/or wastewater impact fees. Fees may be paid at any time before
the issuance by the Commission of a Letter of Acceptance of the water service mains and/or wastewater
collection system. In no event will water or wastewater services be provided prior to the full payment of
applicable water and wastewater impact fees.
Program Criteria. The Program is available to Builders only for residential housing units that are
considered as qualifying by the SCCLF as Affordable Housing for Low and Very-Low Income
Households. The Builders must propose a method of maintaining the units as Affordable Housing for a
period of ten (10) years.
This Program applies only to those services provided by the Commission within its retail service areas
and does not extend or apply to other utility providers.
Administrative Procedures. Builders may apply to participate in the Program to SCCLF at any time.
For all residential housing units which meet the Program Criteria, the Builders are issued a written
certification by SCCLF specifying the number of residential housing units that qualify to receive the
Program Benefits.
To be eligible for the Program Benefits, the Builders must apply for written certification from the SCCLF
prior to submitting a proposed residential housing unit development to the Commission. The Builders
must provide the written certification from SCCLF to the Commission upon submittal of the proposed
residential housing unit development. The written certification will be valid for two years from the date of
issuance.
The written certification issued for a qualified proposed residential housing unit development shall not be
transferable to another project regardless of whether the applicant is the same for both projects or
whether the other project is also a qualified proposed residential housing unit development.
Application to participate in the Program shall be submitted to SCCLF by the Builder, in writing, and shall
include the following information:
(A) The name of the Builder;
(B) The location of the proposed residential housing unit development;
(C) The number and type (bedroom count) of the residential housing units and identification of those
residential housing units which are considered Affordable Housing for Low and Very-Low Income
Households;
(D) Whether the residential housing units will be offered for sale or for rent; and
(E) The proposed sales price, financing terms, rental rates or other factors which will make the dwellings
Affordable Housing to Low and Very-low Income Households.
(F) SCCLF may request further information if necessary to make a determination of eligibility.
Water and Wastewater Policy Manual
Document No.: EO-CEO-00001 - Date Approved: 4/19/2021
When printed, this document is uncontrolled.
Page 192 of 224

ARTICLE 7 EXHIBITS
Exhibit 1 – AFFORDABLE HOUSING IMPACT FEE AGREEMENT

Terms and Conditions. Upon receipt and verification by SCCLF of a completed application and
approval by SCCLF that the proposed residential housing units qualify for the Program Benefits, the
Builder shall enter into a written agreement (the “Builder Agreement”) with SCCLF in a form satisfactory
to SCCLF. The Builder Agreement shall be entered into for each proposed residential housing unit
development whether or not the Builder is the same for multiple proposed residential housing unit
developments.
The Builder Agreement, which shall be recorded at the Charleston County RMC Office, shall specify
mechanisms or procedures to assure the continued affordability and availability of the specified number
of Affordable Housing units for Low and Very-low income households.
Each Builder Agreement shall contain a Land Use-Restriction provision providing the Builder agrees to
rent and/or sell its Affordable Housing units to eligible households at an affordable price for the period
required by SCCLF. This Land Use-Restriction provision shall run with the land and shall be binding
upon all heirs, successors or assigns of the project or property owner, and shall ensure affordability for a
period of not less than ten (10) years, or as otherwise required by South Carolina law. A lien shall be
taken on the property to ensure compliance and will be released once the ten (10) year affordability
period has expired.
In the event the Applicant receives Program Benefits and subsequently defaults on the agreed upon
terms, the Applicant will be penalized for breach of contract, including, but not limited to repayment of
benefits, which are equal to published impact fees in effect at the time of this agreement less payment
received, plus an additional administrative fee based on percentage of received benefit. The applicant
will also be permanently barred from future incentive programs offered by both the Commission and
SCCLF.
Authority to enter into Builder Agreements pursuant to this Agreement on behalf of the Commission is
hereby delegated to the SCCLF and subject to approval by the SCCLF. All Builder Agreements will be
binding on the Commission.
Term. This Agreement may be reviewed and amended from time to time by mutual agreement between
the Commission and SCCLF.
The term of this Agreement shall be for a period of five (5) years commencing with the effective date of
this Agreement and may be extended based upon the mutual agreement of the parties.
IN WITNESS WHEREOF, the SCCLF and the Commission have caused this Agreement to be executed,
sealed and delivered as of the date first set forth above.
SC Community Loan Fund
By:
Witness
Its:

Commissioners of Public Works
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Of the City of Charleston, South Carolina
By:
Witness
Its:
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Exhibit 2 – Analysis of Payback for Sewer Extensions for New
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ARTICLE 7 EXHIBITS
Exhibit 2 – ANALYSIS OF PAYBACK FOR SEWER EXTENSIONS
FOR NEW OUTSIDE CUSTOMERS

COMMISSIONERS OF PUBLIC WORKS
2019 ANALYSIS OF PAYBACK FOR SEWER EXTENSIONS
FOR NEW OUTSIDE CUSTOMERS
Assumptions of Analysis:
1) Uses outside city rates for sewer effective 01/01/19.
2) Based on average water consumption of 7 CCFs per month (6.536 ccfs sewer)
3) Variable wastewater costs are based on 2015 audited figures and include electricity, chemicals, purchased treatment & sludge disposal
4) Calculations are on an annual basis using a 4.5% interest rate
5) Varible costs and CPW sewer rates are constant
6) 20 year period

Annual revenue per customer
Annual variable cost per customer
Annual revenue above variable cost

$
$

1,107.26
(35.25)
1,072.01

Using present value analysis it will take one customer with consumption of 7 ccfs approximately 12 months
to pay back $1,000; two years (24 months) to pay back $2,000 and a little more than three years (3 years and 1 month) to pay back $3,000.
After 6 years the value of money decreases at a higher rate. See tables below to determine payback time.
Futhermore, an additional customer (two customers total) could reduce the payback time by at least half for the first 6 years.
Therefore, 6 months to pay back $1,000, 12 months to pay back $2,000, and approximately 1.5 years, or less
than 2 years, to pay back $3,000. Please refer to the table below to determine payback for 3 and 4 additional customers.

Year 1
Year 2
Year 3
Year 4
Year 5
Year 6
Year 7
Year 8
Year 9
Year 10
Year 11
Year 12
Year 13
Year 14
Year 15
Year 16
Year 17
Year 18
Year 19
Year 20

One Customer
PV of Annual
Net Revenue of Cumulative
$1,072.01
Balance
$1,025.85
1,025.85
981.67
2,007.52
939.40
2,946.92
898.94
3,845.87
860.23
4,706.10
823.20
5,529.30
787.75
6,317.05
753.83
7,070.87
721.36
7,792.23
690.30
8,482.53
660.57
9,143.10
632.12
9,775.22
604.90 10,380.13
578.85 10,958.98
553.93 11,512.91
530.08 12,042.99
507.25 12,550.24
485.41 13,035.65
464.50 13,500.15
444.50 13,944.65

Two Customers
PV of Annual
Net Revenue of
Cumulative
$2,144.02
Balance
$2,051.70
2,051.70
1,963.34
4,015.04
1,878.81
5,893.85
1,797.89
7,691.74
1,720.47
9,412.21
1,646.39
11,058.60
1,575.49
12,634.09
1,507.65
14,141.75
1,442.71
15,584.46
1,380.60
16,965.06
1,321.15
18,286.20
1,264.24
19,550.45
1,209.81
20,760.25
1,157.71
21,917.96
1,107.86
23,025.82
1,060.15
24,085.97
1,014.51
25,100.48
970.81
26,071.29
929.00
27,000.30
889.00
27,889.29

Three Customers
PV of Annual
Net Revenue of Cumulative
$3,216.03
Balance
$3,077.55
3,077.55
2,945.02
6,022.56
2,818.21
8,840.77
2,696.83
11,537.61
2,580.70
14,118.31
2,469.59
16,587.90
2,363.24
18,951.14
2,261.48
21,212.62
2,164.07
23,376.69
2,070.90
25,447.59
1,981.72
27,429.30
1,896.36
29,325.67
1,814.71
31,140.38
1,736.56
32,876.94
1,661.79
34,538.73
1,590.23
36,128.96
1,521.76
37,650.72
1,456.22
39,106.94
1,393.51
40,500.44
1,333.50
41,833.94
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Four Customers
PV of Annual
Net Revenue of Cumulative
$4,288.04
Balance
$4,103.40
4,103.40
3,926.69
8,030.09
3,757.61
11,787.70
3,595.78
15,383.48
3,440.94
18,824.42
3,292.79
22,117.20
3,150.98
25,268.18
3,015.31
28,283.49
2,885.42
31,168.92
2,761.20
33,930.11
2,642.29
36,572.40
2,528.49
39,100.89
2,419.61
41,520.50
2,315.41
43,835.92
2,215.72
46,051.63
2,120.31
48,171.94
2,029.02
50,200.96
1,941.63
52,142.58
1,858.01
54,000.59
1,777.99
55,778.58

ARTICLE 7 EXHIBITS

Exhibit 3 – Analysis of Payback for Water Extensions for New
Outside Customers
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COMMISSIONERS OF PUBLIC WORKS
2019 ANALYSIS OF PAYBACK FOR WATER EXTENSIONS
FOR NEW OUTSIDE CUSTOMERS
Assumptions of Analysis:
1) Uses outside city rates for water effective 01/01/19.
2) Based on average water consumption of 7 CCFs per month
3) Variable water costs are based on 2018 audited figures and include electricity and chemicals
4) Calculations are on an annual basis using a 4.5% interest rate
5) Varible costs and CPW sewer rates are constant
6) 20 year period

Annual revenue per customer
Annual variable cost per customer
Annual revenue above variable cost

$
$

453.00
(16.98)
436.02

Using present value analysis it will take one customer with consumption of 7 ccfs approximately 2 years and 6 months
to pay back $1,000 and a little over 5 years (5 years, 3 months) to pay back $2,000. After 8 years the value of money decreases
at a higher rate. See tables below to determine payback time.
Futhermore, an additional customer (two customers total) could reduce the payback time by half for the first 8 years.
Therefore, 1 year and 3 months to pay back $1,000, 2 years and 6 months to pay back $2,000.
Please refer to the table below to determine payback for 3 and 4 additional customers.

Year 1
Year 2
Year 3
Year 4
Year 5
Year 6
Year 7
Year 8
Year 9
Year 10
Year 11
Year 12
Year 13
Year 14
Year 15
Year 16
Year 17
Year 18
Year 19
Year 20

One Customer
PV of Annual
Net Revenue of Cumulative
$436.02
Balance
$417.24
417.24
399.27
816.51
382.08
1,198.59
365.62
1,564.22
349.88
1,914.10
334.82
2,248.91
320.40
2,569.31
306.60
2,875.91
293.39
3,169.31
280.76
3,450.07
268.67
3,718.74
257.10
3,975.84
246.03
4,221.87
235.44
4,457.31
225.30
4,682.61
215.60
4,898.20
206.31
5,104.52
197.43
5,301.94
188.93
5,490.87
180.79
5,671.66

Two Customers
PV of Annual
Net Revenue of
Cumulative
$872.03
Balance
$834.48
834.48
798.54
1,633.03
764.16
2,397.19
731.25
3,128.44
699.76
3,828.20
669.63
4,497.83
640.79
5,138.62
613.20
5,751.83
586.79
6,338.61
561.53
6,900.14
537.35
7,437.49
514.20
7,951.69
492.06
8,443.75
470.87
8,914.62
450.60
9,365.21
431.19
9,796.41
412.63
10,209.03
394.86
10,603.89
377.85
10,981.74
361.58
11,343.32

Three Customers
PV of Annual
Net Revenue of Cumulative
$1,308.05
Balance
$1,251.72
1,251.72
1,197.82
2,449.54
1,146.24
3,595.78
1,096.87
4,692.65
1,049.64
5,742.29
1,004.45
6,746.74
961.19
7,707.93
919.80
8,627.74
880.18
9,507.92
842.29
10,350.21
806.02
11,156.23
771.30
11,927.53
738.09
12,665.62
706.31
13,371.93
675.89
14,047.82
646.79
14,694.61
618.94
15,313.55
592.28
15,905.83
566.78
16,472.61
542.37
17,014.98

Water and Wastewater Policy Manual
Document No.: EO-CEO-00001 - Date Approved: 4/19/2021
When printed, this document is uncontrolled.
Page 198 of 224

Four Customers
PV of Annual
Net Revenue of Cumulative
$1,744.06
Balance
$1,668.96
1,668.96
1,597.09
3,266.05
1,528.32
4,794.37
1,462.50
6,256.87
1,399.52
7,656.39
1,339.26
8,995.66
1,281.59
10,277.24
1,226.41
11,503.65
1,173.58
12,677.23
1,123.05
13,800.28
1,074.69
14,874.97
1,028.40
15,903.38
984.12
16,887.50
941.74
17,829.24
901.19
18,730.43
862.39
19,592.81
825.25
20,418.07
789.71
21,207.78
755.70
21,963.48
723.16
22,686.64
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Exhibit 4 – Hold Harmless Agreement
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STATE OF SOUTH CAROLINA

)
)

COUNTY OF CHARLESTON

HOLD HARMLESS AGREEMENT

)

THIS HOLD HARMLESS AGREEMENT (the “Agreement”) effective this
day of
, 20___ is made and entered into by
(hereinafter
the
“Property Owner”) whose address is
and the COMMISSIONERS
OF PUBLIC WORKS OF THE CITY OF CHARLESTON (hereinafter “Commission”).
WHEREAS, the Commission has been requested by the Property Owner to provide wastewater service
to
(Property Address)
; and
WHEREAS, the Property Owner has requested that the Commission allows a connection to be made to
its Wastewater System at
(Property Address)
; and
WHEREAS, the Commission has specific Policies that address a situation where a property owner
desires to connect to the Commission’s Wastewater System and the elevation is lower than one (1’) foot
above the top of the next upstream manhole in the Commission’s sewer system; and
WHEREAS, the Commission, pursuant to its Water and Wastewater Policies, are not permitted to allow
the Property Owner to connect to its Wastewater System without this Agreement.
NOW, THEREFORE and in consideration of the mutual promises hereinafter set forth and other valuable
consideration, the receipt and adequacy of which are hereby acknowledged, the Property Owner does
hereby agree to indemnify and hold harmless the Commission, its officers, directors, employees, agents,
and representatives harmless from any and all claims, costs, expenses, or any damages of any sort
arising or solely from or related to the action of the Commission in connecting the Property Owner to the
Commission’s Wastewater System, unless caused by the Commission’s gross negligence or willful
conduct solely related to the connection of the Property Owner’s wastewater line to the Commission’s
Wastewater System.
THIS HOLD HARMLESS AGREEMENT shall include, but is not limited to, direct damages, punitive
damages, and any expenses related to the investigation and/or defense of such claims or suits, including
reasonable attorney’s fees and any other expenses incurred by the Commission or its officers, directors,
employees, agents, and representatives.
Should the Commission, or any one acting on the Commission’s behalf, be required to incur attorney’s
fees and costs to enforce this Agreement, the Property Owner agrees to indemnify and hold them
harmless for all such costs and fees.
This Agreement shall be deemed to be a contract under the laws of the State of South Carolina and for
all purposes shall be governed by, and construed in accordance with the laws of this State.
This Agreement may not be orally modified, but only modified or amended in writing which must be
signed by all parties to this Agreement.
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IN WITNESS WHEREOF, the Property Owner and CPW have executed this Agreement as of the date
first written above.
WITNESSES:

PROPERTY OWNER

STATE OF SOUTH CAROLINA

)

COUNTY OF CHARLESTON )
PERSONALLY appeared before me the undersigned witness who, being duly sworn, deposes and says
that (s)he saw the within named

(Print Property Owner Name)

, sign and seal the

within written Hold Harmless Agreement, and as the act and deed deliver the same, and that (s)he with
the other witness subscribed above witnessed the execution thereof.

SWORN TO BEFORE ME THIS
day of

, 20

Notary Public for
My Commission Expires:
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IN WITNESS WHEREOF, the Property Owner and CPW have executed this Agreement as of the date
first written above.
COMMISSIONERS OF PUBLIC WORKS
OF THE CITY OF CHARLESTON
By:
Kin Hill, P.E.
Its: CEO

STATE OF SOUTH CAROLINA

)

COUNTY OF CHARLESTON )

PERSONALLY appeared before me the undersigned witness who, being duly sworn, deposes and says
that (s)he saw the within named Commissioners of Public Works of the City of Charleston, by Kin Hill,
P.E., its CEO, sign and seal the within written Hold Harmless Agreement, and as the act and deed of the
Commissioners of Public Works of the City of Charleston deliver the same, and that (s)he with the other
witness subscribed above witnessed the execution thereof.

SWORN TO BEFORE ME THIS
day of

, 20

Notary Public for
My Commission Expires:
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ARTICLE 7 EXHIBITS
EXHIBIT 5 - MAINTENANCE CONTRACT FOR INDIVIDUAL
WASTEWATER PUMP STATIONS
STATE OF SOUTH CAROLINA)

MAINTENANCE CONTRACT FOR

COUNTY OF CHARLESTON )

INDIVIDUAL WASTEWATER PUMP SYSTEMS

AGREEMENT made this
day of
(hereinafter referred to as “Commission” and
“Applicant”).

, 20
by and between Commission
(hereinafter
referred
to
as

WHEREAS, the Commission is an organization established for the provision of public wastewater
services in the City of Charleston, and to designated service areas in Charleston County and Berkeley
County; and
WHEREAS, from time to time an Applicant requests wastewater service to a property with a single onefamily detached dwelling or permitted for such within the aforementioned Commission wastewater
service areas that is not immediately adjacent to an existing Commission owned gravity sewer collection
system; and
WHEREAS, the Applicant’s wastewater service needs for the property are 300 gallons per day or less
(one Equivalent Residential Unit or less); and
WHEREAS, the Applicant is under mandate of the South Carolina Department of Health and
Environmental Control (SCDHEC) to cease and desist in the use of a ground septic tank and to connect
to a public wastewater facility, or is not able to obtain a septic tank permit, and is not able to obtain
gravity service from a Commission owned gravity sewer main; and the Commission will allow a service
connection for an individual wastewater pump station; and
WHEREAS, the Applicant requests that the Commission operate and maintain, subject to the terms and
conditions hereinafter set forth, a portion of the Applicant’s wastewater force main and/or individual
wastewater pump station; and
WHEREAS, the Commission has Certified Environmental System operators licensed to maintain certain
wastewater utilities; and
WHEREAS, the Commission and the Applicant have agreed that the Commission shall, subject to the
following terms and conditions, operate and maintain the Applicant’s wastewater facility.
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NOW, THEREFORE, KNOW ALL MEN BY THESE PRESENTS, that for and in consideration hereinafter
stated, the parties agree as follows:
1. The Commission will operate and maintain, subject to the terms and conditions herein stated, the
wastewater force main pipe, individual wastewater pump and appurtenances located on

(Lot #, Street Address, Subdivision)
Tax Map No.
2. The Applicant agrees to and must comply with the following conditions:

a. The Applicant agrees to comply with the payment of all applicable the Commission connection
fees and charges, as may be amended from time to time and to comply with Article 4, Chapter 2,
Section 4.2.3 Wastewater Collection System Extensions and its requirements as to the
construction of the wastewater force main and individual wastewater pumping system.

b. Applicant is responsible for the costs to install the individual wastewater pump station, the force
main, the connection to the building sewer, the connection to the Commission installed
connection point, and all necessary appurtenances for the system operation.

c. Applicant agrees to install one of the two following pump systems in accordance with all the
Commission’s design standards:
1. Model 2010iP as manufactured by Environment One Corp.
2. Synconta 900B Pirana S series as manufactured by ABS Pumps Inc.

d. Applicant must comply with all requirements of the Commission’s Water and Wastewater Policies
as may be amended from time to time.

e. The Applicant must comply with all applicable requirements of the SCDHEC as relates to the
design, permitting and construction of wastewater force mains and pumping stations.

f. Applicant must comply with South Carolina Department of Highways and Public Transportation
and/or Charleston County, and/or Berkeley County right-of-way requirements where applicable.

g. The Applicant agrees that the Commission, or its representative, will be responsible for the
maintenance of the on-site pump station and force main only. Gravity wastewater lines from the
house to the wastewater pumps are the responsibility of the Applicant.

h. The Applicant agrees to pay the power bill for the wastewater pumps and controls, and place said
account in applicant’s name.
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i.

Applicant agrees to pay the prevailing individual wastewater pump maintenance fee as
established by the Commission, as part of the Applicant’s regular monthly bill for water and/or
wastewater service monthly to the Commission with the Applicant’s regular bill for water and/or
wastewater service. This fee is subject to change depending on the cost of providing this
maintenance service as evaluated annually through the Commission rate setting procedure.

j. Applicant agrees to pay the monthly bill charged by the Commission for wastewater service at the
prevailing wastewater rates as established by the Commission, and that may change from time to
time through the Commission rate setting procedures.

k. The Applicant agrees to provide the Commission, or its representative, the required access at all
times to maintain the on-site pump station and force main.

l.

The Applicant agrees that if the Commission makes gravity wastewater service available, the
Applicant shall disconnect from its wastewater force main and connect to the new gravity system
constructed by the Commission, and will pay the Commission the prevailing fee for such
reconnection.

9) The Applicant acknowledges having been advised and given an opportunity to read and review the
Commission’s Policies which set forth the requirements for the provision of wastewater service by the
Commission to the Applicant.
10) That the Applicant agrees that this Agreement applies only to the Applicant’s property described
herein and owned by the Applicant at the time of this Agreement and does not apply to any land
adjacent, abutting or otherwise in the general area which may be subsequently purchased or leased
by the Applicant.
11) That the term of the Agreement shall be in effect until such time as a gravity wastewater system has
been constructed and installed by the Commission and is available for use or such time that the
grinder pump is no longer in use.
12) The cost of any replacement of equipment or upgrade in the small diameter force main and individual
wastewater pump to ensure proper and effective operation of same shall be the responsibility of the
Commission.
13) Force Majeure. Neither party shall be liable in damages or have the right to terminate this
Agreement for any delay or default in performing hereunder if such delay or default is caused by
conditions beyond its control including, but not limited to Acts of God, Government restrictions, wars,
insurrections and/or any other cause beyond the reasonable control of the party whose performance
is affected.
14) The Applicant shall indemnify and hold harmless the Commission from all suits, losses, damages,
cost, expenses, judgments, or decrees, whatsoever, arising out of any claim brought against the
Commission as a result of the Applicant’s failure to comply with the terms included herein for
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provision of wastewater service, including all cost, expenses, and attorney’s fees incurred by the
Commission in defense of said lawsuit or claim; provided however, that the Applicant shall not be
responsible for negligent acts of the Commission or its agents, servants, or employees.
15) The parties hereto agree that this Agreement shall be construed and enforced under the laws of the
State of South Carolina. In the event of any litigation arising from this Agreement, the prevailing party
shall be entitled to reasonable attorney's fees and costs as determined by the Court.

This Agreement shall bind the parties, their respective heirs, executors, successors and assigns.
WITNESS our hands and seals on the date above written.
WITNESS:

COMMISSIONERS OF PUBLIC WORKS
OF THE CITY OF CHARLESTON
By:
Its:

WITNESS:

APPLICANT
By:
Its:

ACKNOWLEDGEMENT OF COMMISSIONERS OF PUBLIC WORKS
OF THE CITY OF CHARLESTON
STATE OF SOUTH CAROLINA
COUNTY OF CHARLESTON
I,

do hereby certify that
(Name of Notary)

(Name of Applicant)

personally appeared before me this day and acknowledged the due execution of the foregoing
instrument.
WITNESS my hand and official seal this

day of

Notary Public for South Carolina
My Commission Expires:
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APPLICATION FOR PERMIT

Land and Water Management Program
Application for Permit

Permit Fee $200.00

Application No. Assigned by CWS: ___________________

Check to be made payable to:

Charleston Water System

Name: ____________________________________________________________________________
Address: _____________________________________________

Work:(

)__________________

_____________________________________________________ Home: (

)__________________

Mobile:(
Name of Contractor or Agent:

)__________________

______________________________________________

Address: _____________________________________________

Work:(

)__________________

_____________________________________________________ Home: (

)__________________

Mobile:(

) _________________

Describe the proposed activity, its purpose and intended use, dimensions, and specifications (use
additional pages as needed for completeness of the description of the proposed activities):
___________________________________________________________________________________
___________________________________________________________________________________
Name and address of adjoining property owners:
(1) ______________________________________ (2) _______________________________________
_____________________________________

_________________________________________

_____________________________________

_________________________________________

Location of property: County: ________________________ Municipality: ________________________
Lot No.: ______ Marginal:____________________TMS:_____________________ Other:

_______________

Body of Water: _____________________________________________________ (if applicable)
Submittals: See Charleston Water System Land and Water Program for requirements.
Remarks/Comments
_____________________________________________________________________________
___________________________________________________________________________________
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Land and Water Management Program
Hold Harmless Agreement

Applicant assumes the risk of liability arising from or pertaining to the construction, possession,
operation, maintenance, and use of such structures, related facilities and/or activities for which this
application is made. Applicant does hereby agree to indemnify, hold safe and harmless against, and
defend the Commission, it's agents, employees, successors and assigns from, any and all claims, costs,
expenses, damage, liabilities, obligations, losses, injuries, demands, penalties, actions, including
attorney’s fees, of whatsoever kind and nature, arising from or pertaining to the construction,
possession, operation, maintenance, and use of such structure(s) or activities for which this application
is made.

I hereby certify that I have read the information in the Charleston Water System Land and Water
Management Program and that the information in this application, to the best of my knowledge, is
true, complete, and accurate.

Date

Signature

Water and Wastewater Policy Manual
Document No.: EO-CEO-00001 - Date Approved: 4/19/2021
When printed, this document is uncontrolled.
Page 211 of 224

ARTICLE 7 EXHIBITS

Exhibit 8 – Drawing Requirements - Land and Water Management Program

Water and Wastewater Policy Manual
Document No.: EO-CEO-00001 - Date Approved: 4/19/2021
When printed, this document is uncontrolled.
Page 212 of 224

ARTICLE 7 EXHIBITS
EXHIBIT 8 - LAND AND WATER MANAGEMENT PROGRAM
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Land and Water Management Program
Drawing Requirements
1.

General
1.1
Submit two copies of all drawings on 8 ½ by 11-inch paper. Submit the fewest number of
sheets necessary to adequately show the proposed activity. Drawings should be in
accordance with the general format of the enclosed sample drawings and must be neat,
accurate and concise.
1.2
Drawings should show the identity of professional engineers, architects, surveyors, or
consultants employed to prepare plans for the proposed activity.
1.3
A one-inch margin should be left at the top edge of each sheet for binding purposes.
1.4
Since drawings must be reproduced photographically, color shading cannot be used.
Drawings may show work as dot shading, hatching, cross-hatching, or similar graphic
symbols.

2.

Location Map
2.1
Show property location.
2.2
Show north arrow.

3.

Plan View
3.1
Show shoreline with the proposed activity and any adjacent existing structures.
3.2
Show north arrow.
3.3
Show structure features and details
3.4
3.5
3.6

4.

Show all dimensions of structures and distance from nearest property line.
Show adjacent property owners.
Show graphic scale. Show adjoining structures if applicable.

Profile View
4.1
Show and label structure features and details.
4.2
Show all dimensions of structures.
4.3
Show elevations of structure, water and ground surfaces.
4.4
Show graphic scale.
4.5
Show adjoining structures if applicable.
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ENCROACHMENT PERMISSION FORM
APPLICATION NUMBER:

PUBLIC NOTICE NUMBER:

NAME OF APPLICANT:
DATE OF ISSUANCE:

EXPIRATION DATE:

The Commission hereby grants the encroachment permission sought by the named applicant,
hereinafter called the “Applicant”, under the above referenced application number. This encroachment
permission is subject to the conditions noted below, and applies only to the activity(s) described in the
referenced application, more particularly described as follows:
COUNTY:
MUNICIPALITY:
DESCRIPTION OF PROJECT:

PROPERTY TAX MAP NUMBER:
SUBJECT LOT NUMBER:
BODY OF WATER:
PERMISSION CONDITIONS:
This permission is conditioned as follows:
1.
2.

3.
4.

The Applicant has read and agrees to abide by the terms and conditions contained in the
Commission’s Land and Water Management Program.
The Applicant has read and agrees to abide by the terms and conditions contained in any
easement granted by the Commission for the encroachment to which this permission applies.
Said easement being attached hereto and made a part hereof.
The Applicant agrees to perform the activities to which this permission applies in strict
accordance with the plans and specifications attached hereto and made a part hereof.
The Applicant has read and agrees to abide by any special conditions that may be issued
by the Commission with this permission. Said special conditions, if issued, being attached hereto
and made a part hereof.
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5.

6.

7.

8.

9.

10.
11.

12.

This permission issued by the Commission does not relieve the Applicant from the
requirements of obtaining the necessary permits from all local, state and federal agencies having
jurisdiction over the proposed encroachment activity.
This permission issued by the Commission does not relieve the Applicant from compliance with
all local, state and federal laws, ordinances, zoning and/or other regulations applicable to the
proposed encroachment activity.
The Applicant agrees that any deviation from the documents, laws, ordinances, zoning, or
regulations cited above shall be grounds for revocation, suspension, or modification of this
encroachment permission.
If the activity authorized herein is not completed on or before the year from the date of issuance,
unless otherwise specified, this permission if not previously revoked or specifically extended,
shall automatically expire. A request, in writing, for an extension of time shall be made not less
than sixty days prior to the expiration date.
That this permission does not convey, expressed or implied, any property rights in real estate or
material, nor any exclusive privileges; nor does it authorize the Applicant to alienate, diminish,
infringe upon or otherwise restrict the property rights of any other person/persons or the public;
nor shall this permission be interpreted as appropriating public properties for private use.
This permission may not be transferred or assigned to a third party without the prior written
consent of the Commission.
The Applicant has read and signed the Hold Harmless Agreement contained in the
Commission’s Land and Water Management Program, a copy of which is attached hereto and
made a part hereof.
Any person adversely affected by the issuance of the Commission’s permission may appeal the
decision to the Board of Commissioners by filing a written "Notice of Intent to Appeal" within
fifteen (15) days after the notification of the permission's issuance. In the event of an appeal of
the decision to issue this permission, the Commission reserves the right to order a stay of any
use or activity authorized herein, pending a final decision by the Board of Commissioners when,
in its judgment, the interest of the public would be best served.
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APPLICATION NUMBER:

PUBLIC NOTICE NUMBER:

NAME OF APPLICANT:
DATE OF ISSUANCE:

EXPIRATION DATE:

THE CHARLESTON WATER SYSTEM HEREBY GRANTS PERMISSION SOUGHT BY THE NAMED
APPLICANT UNDER THE REFERENCED APPLICATION NUMBER SUBJECT TO THE TERMS AND
CONDITIONS HEREIN STATED.
Issued this
By:

day of

, 20

Charleston Water System

F. Kin Hill, Jr., PE
Chief Executive Officer
THE APPLICANT HAS READ THE PERMISSION CONDITIONS AND HEREBY ACCEPTS AND
AGREES TO ABIDE BY THE TERMS AND CONDITIONS AS SET FORTH BY CHARLESTON WATER
SYSTEM.
Accepted this

day of

, 20

Print Applicant’s Name:
Sign Applicant’s Name:
ADDRESS:

STATE OF SOUTH CAROLINA
COUNTY OF
SWORN to before me this
of

day
, 20

NOTARY PUBLIC FOR SOUTH CAROLINA
My Commission Expires:
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ARTICLE 8 – POLICY MANUAL CHANGE LOG

February 25, 2020 – Present
Date

Article

Chapter

Section

Change

02/25/20

All

All

All

CWS Manuals combined as
one document.

10/12/20

1

Reformatted Definitions

10/12/20

Preface

Added “along” in first
paragraph

10/12/20

Preface

Added “Disclaimer”

10/12/20

2

2.2

2.2.2.5

Added “credit card”

10/12/20

2

2.2

2.2.2.16

Added “or fill it out on line”

10/12/20

3

3.1

10/12/20

8

Updated MG to WD system
finished water storage to
21.5 MG.
Added Policy Change Log

11/02/20

4

4.1

4.1.4.4
4.1.4.11
4.1.4.12

11/02/20

3

3.1

3.1.7.3

11/02/20

1

11/02/20

4
1

4.1

4.1.4.2
4.1.4.11

Replaced Contribution
Permit with Discharge
Permit as recommended by
AquaLaw.
Updates to (e) fire
suppression system defining
multipurpose piping
sprinkler system, network
sprinkler system, passive
purge sprinkler system and
stand-alone (Closed)
sprinkler system; and (i)
testing as stated in the
Cross-Connection Control
Program Manual to include
minimum testing after
relocation of the backflow
assembly.
Definition for Interference
added “potential violation” of
any requirement as
recommended by AquaLaw.
Removed “opinion of CWS”
to “as determined by CWS”
as recommended by
AquaLaw.

Additional
Information:
Form changes,
links, etc.
Board
Approved
concept of
combined
manual at the
2/25/20 board
meeting.
Board
Approved
12/17/20
Board
Approved
12/17/20
Board
Approved
12/17/20
Board
Approved
12/17/20
Board
Approved
12/17/20
Board
Approved
12/17/20
Board
Approved
12/17/20

Board
Approval
Required?

Yes

No

No

No

No

No

No

No

Board
Approved
12/17/20

Yes

Board
Approved
12/17/20

Yes

Board
Approved
12/17/20

Yes

Board
Approved
12/17/20

Yes
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Date

Article

Chapter

Section

11/02/20

4

4.1

4.1.13

11/02/20

1

11/02/20

2

2.1

2.1.6

Change
Added Section 4.1.13 –
Emerging Contaminants as
recommended by AquaLaw.
Added Contaminants of
Emerging Concerns (CECs)
and Best Management
Practices (BMPs) in
Definitions as recommended
by AquaLaw.
Appeal Process added 30day limit for appeals.
Added notation that Water
and Wastewater Retail and
Wholesale Rates are Boardapproved and established
according to rate consultant
analysis, and added
Wastewater Wholesale
Rates are also subject to
contract type.
Added a specific reference
to sewered hazardous
wastes referring to SC Code
61-9.403(p) as
recommended by AquaLaw.
Added statement regarding
Administrative Civil Penalty
and Show Cause Orders as
recommended by AquaLaw.

11/02/20

6

6.1
6.2

11/09/20

4

4.1

4.1.4.2 (G)

11/09/20

2

2.4

2.4.2.6

12/04/20

6

6.1

Removed 2020 Water Rates

12/04/20

6

6.2

Removed 2020 Wastewater
Rates

03/09/21

2

2.5

2.5.3.2

03/09/21

2

2.5

2.5.3.3

03/09/21

2

2.1

2.1.2.3

03/09/21

2

2.1

2.1.3

03/09/21

2

2.1

2.1.1.6

03/09/21

2

2.1

2.1.4.9

Additional
Information:
Form changes,
links, etc.
Board
Approved
12/17/20

Board
Approval
Required?
Yes

Board
Approved
12/17/20

Yes

Board
Approved
12/17/20

Yes

Board
Approved
12/17/20

Yes

Board
Approved
12/17/20

Yes

Board
Approved
12/17/20

Yes

Board
Approved
12/17/20
Board
Approved
12/17/20

Removed references to rate
Removed references to
rates and replaced Project
Questionnaire with Asset
Inventory Worksheet
Added and/or its CEO to
waiver of rules
Added statement on the
availability of the policies
Regarding interruptions of
Service; changed “not
cause” to “will minimize”
unreasonable
inconveniences to
customers
Quality of Service; quality to
meet “at a minimum”.
Changed approved water
laboratory to a StateCertified.
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Date

Article

Chapter

Section

03/09/21

2

2.1

2.1.7

03/09/21

2

2.1

2.1.5.2

03/09/21

3

3.1

3.1.3.4

03/09/21

2

2.1

2.1.4.6

03/09/21

3

3.1

3.1.3.8

4/19/21

3

3.1

3.1.13

4/19/21

7

4/19/21

2

2.1

2.1.4

4/19/21

2

2.1.

2.1.5.2

4/19/21

2

2.1

2.1.5.4

4/19/21

2

2.3

2.3.2.2

4/19/21

4

4.1

4/19/21

4

4.1

4.1.3.11
4.1.3.14
4.1.4.1(11)

4/19/21

5

5.1

5.1.1.3

4/19/21

5

5.1

5.1.4.1 (D)

Exhibit 6

Change

Additional
Information:
Form changes,
links, etc.

Validity. Added Water
system requirements, or any
other requests
As a result of legal review,
removed indemnity
language.
As a result of legal
review,modified language
regarding indemnity.
As a result of legal
review,modified language
regarding indemnity.
As a result of legal
review,modified language
regarding indemnity.
Revisions to Drought
Management Plan and
Response Regulation with
language taken directly from
the Surface Withdrawal
Regulation. Referenced
surface water withdrawal
capacity rather than tunnel
capacities.
Land and Water
Management Policies and
Procedures changed to
Land and Water
Management Program –
corrected header
Owner Responsible for all
acts.
Removed “necessary” from
necessary work
Added and/or sewer
collection and discontinue
sewer service.
Updated example with
average and low income
limits as of 2021.

Board
Approval
Required?
No

No

No

No

No

No

No

No
No
No

No

Added Flood Waters

No

Added Flood Waters
Changed County to Public
Facilities. Added City of
Hanahan boat ramp facilities
are located on Goose Creek
Reservoir.
Added: If no bids are
received, the Property
Committee may choose a
real estate broker to
continue marketing property
for sale. Advertising of said
property shall be through
the realtor’s website and
MLS site.

No
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4/19/21

5

5.1

4/19/21

5

5.1

5.1.12(D)

Added: Final Authority to
the Commissioners, CEO or
Assistant CEO.
Removed “by Section 102
of”.
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